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Government or any agency thereof.

— ot . G AT BRIy .~

—~—

P S



ABSTRACT

. The Fifth Parabolic Dish Solar Thermal Power Program Annual Review was
held December 6-8, 1983, at the Erawan Garden Hotel, Indian Wells,
California, under the sponsorship of the U.S. Department of Energy, and
conducted by the Jet Propulsion Laboratory.

The primary objective of the Review was to present the results of
activities within the Parabolic Dish Technology and Module/Systems
Development element of the Department of Energy's Solar Thermal Energy
Systems Program. The Review consisted of nine technical sessions covering
overall *roject and Program aspects, Stirling and Brayton module development,
concentr-tor and engine/receiver development, and associated hardware and
test results to date; distributed systems operating experience; international
dish development activities; and non-DOE- sponsored domestic dish activities.
A panel discussion concerning business views of solar electric generation was
held.

These Proceedings contain the texts of presentations made at the Review,
as submitted by their authors at the beginning of the Review; therefore, they
may vary slightly from the actual presentations in the technical sessions.
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FIFTH PARABOLIC DISH SOLAR THERMAL POWER PROGRAM REVIEW

WELCOMING REMARKS

John W. Lucas
General Chairman

Jet Propulsion Laboratory
Pasadena, CA 31109

Welcome to the Fifth Parabolic Dish Solar Thermal Power Program Annual
Review. During the next ‘hree days, reports on the many significant
accomplishments that have occurred during the past year will be presented
by the involved contractors. In addition, we have arranged what should be
an outstanding panel discussion.

Robert San Martin, Deputy Assistant Secretary for Renewable Energy,
Department of Energy, will highlight the first session with an
authoritative overview of alternate energy activities.

Also on Tuesday, domestic dish activities not sponsored by DOE will be
reported upon.

There will be a field trip to the nearby Vanguard Stirling module site on
Wednesday.

John Stolpe, Supervising Research Energy, Southern California Edison
Company, will lead the panel, discussing issues affecting solar thermal
electric dish development on Wednesday. Manufacturing, utility, and
financial perspectives will be represented.

A session on Thursday will present operating experience from the three
dish plants currently operational in the world. Also on Thursday, several
of our foreign visitors will report on parabolic dish development in their
respective countries.
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THE PARABOLIC DISH PROJECT AT JPL:
A BRIEF HISTORY

A. T. MARRIOTT

Jet Propulsion Laboratory
Pasadena, California 91109

The conversion of solar energy to electricit; using paraboloidal
collectors in conjunction with focal point-mounted heat engines is unique
to the JPL managed DOE Solar Thermal Technology Program. This concept,
developed by JPL, has evolved in seven years to become a viable candidate
for the production of electricity on a commercial basis. The dish-
electric project is now being transferred from JPL to Sandia National
Laboratories, Albuguerque (SNLA) and it is an opportune time to look back
at its short history.

The idea of producing thermal energy from the sun using a dish collector
is not new; early dishes were used for irrigation purposes but could not
compete with less expensive fossil fuels. However, interest was renewed
after the oil crisis in 1973. JPL, as a result of experience in energy
conversion and dish structures in the space program and a growing
involvement in civil gystem activitier, began to look at alternatives -
one of which was a distributed rcliector system concept. This idea
emerged from work done £or NASA between 1974 and 1976 in a comparative
assessment of orbital and terrestrial solar central power stations. 1In
1976 & proposal to the Energy Research anl Development Agency (ERDA) was
accepted to look at distributed systems as an alternative to the central
receiver concept and to perform studies in support of the ERDA solar
thermel office.

The perabolic dish project developed and went through several stages
including a rather broad charter that included s~all solar thermal power
systems employing a variety of technologies. By 1980 it had evolved to
the point that three distinct activities comprised the project and the
technolcgy was limited to parabolic dishes. Advanced Subsystem
Development was responsible for determining the feasibility of advanced
components and materials for future generation systems. Module
Development performed the detailed engineering, fabrication and testing of
complete power producing modules. Applications Development was
responsible for complete power systems and the demonstration of the dish
technology through a series of engineering experiments. During this time
the groundwork was laid for the Parabolic Dish Test Site (PDTS) at Edwards
Air Force Base and the test bed concentrators (TBC) were installed. Also,
many contracts were initiated with industry for the development of
concentrators, receivers and engines, and for system level activities in
preparation for the Small Community Experiments.
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In 1981 several major activities were underway. General Electric was
designing PDC-1 and Acurex was doing panel development for a concentrator
that was to become PDC-2. Garrett Turbine Engine Company and United
Stirling of Sweden were involved with the solarization of Brayton and
Stirling engines, respectively. Ford Aerospace and Communications
Corporation (FACC) was well into Phase II of Small Community Experiment
No. 1, using an organic Rankine cycle (ORC) engine being developed by
Barber-Nichols.

Fiscal year 1982 saw a cessation of funding for the Advanced Subsystem
Development activity with most of this work going to SERI. The project
consolidated to include two major areas: Technology Development and
Module/System Development. At the same time, the major emphasis was
shifted to the three module development activities associated with the
Stirling, Brayton and ORC engines, and supporting component and subsystem
development. It was during this year that the most significant test
results were achieved at PDTS. The United Stirling (USAB) 4-95 engine was
tested in conjunction with a USAB receiver on a TBC and produced
electricity at a record efficiency of 29% from sunlight to power out of
the generator. The ORC was also run on a TBC in a successful test that
verified the system including receiver and controls. Sanders Associates
and Advanco Corporation were under contract to design, build and test
Brayton and Stirling modules, respectively. Power Kinetics Incorporated
under contract to Applied Concepts su ‘essfully installed and tested a
thermal dish at Capitol Concrete in Topeka, Kansas.

Significant progress was made during FY 1983. The Stirling module design
was completed as was must of the subsystem fabrication; installation at
Rancho Mirage was started. The ORC bearing problem was solved and steps
taken toward the completion of a qualification test program. Acurex
completed the design of PDC-2 and started fabricating test panels.
Sanders Associates selected the LaJet concentrator for the Brayton module
and the first one was built late in the year. JPL and GRI reached an
agreement whereby two subatmospheric Brayton cycle engines would be made
available to the solar thermal program. 1In other respects, FY 1983 was
one of transition. JPL's system contract with FACC was completed and a
contract was established between FACC and DOE to continue the ORC
development. In July, a decision was made by JPL management to withcdraw
from the solar thermal project. Subsequent discussions with DOE and oNLA
resulted in an ap.roved plan to transfer the dish-electric project to SNLA
during FY 1984.

While this is a point of departure for the JPL program, as well as for the
people involved over the past several years - we feel confident that the
transition will be made smooth_y und we rest assured that the dish project
will be in good hands as SNLA assumes responsibility for its management.
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FUTURE 1*LSE PROSKFIT ACPIVITIES *
SLNDB3-2315A
ORIGINAL PAGE 19
OF POOR QUALITY
James A. Leonard
Sandi2 National Laboratories
Albuyuzrque, New Mexico 87185

ABSTRACT

The transition of the lead lab responsibility for the DOE Dish Electric
Program from JPL to Sandia will create both problems and opportunit.es.

In the near-term the schedule and budget of some of the project elements
are being adversely affected. The DOE, JPL, and Sandia are dedicated

to minimizing the impact of the transition. We at Sandia are pleased and
gratified with the level of dedication, support, and cooperation displayed
by the JPL staff. Likewise, we have been impressed with the paticnce and
forbearance of the contractors in the program as we have impsced on most
of them to help us familiarize ourselves with their projects.

The opportunity mentioned above has to do with the Dish Program now beinc
planned and managed in a more unified way relative to the spectrum of appli-
cations fcr dish technology -~ a technology which can collect more energy at
a given mid-to-high temperature than any other, bar none. This will allow
more of the program budget to be devoted to R & D and less to administration
and management.

The applications to be investigated in the future include distributed dish-
electric, centralized dish-electric, cogeneration, industrial process heat,
and fuels and chemicals production; materials and process development, and
component and subsystem development will be pursued for all dish elements
such as the concentrator, receiver, controls (including tracking and drive),
eugines and turbines, and thermal energy transport.

The strategy will generally le to pursue applications at higher and
higher temperatures and to pursue technology development in an orderly
process from materials studies through compunent development and field
. experiments. This does not mean that several of the above elements would
- not co-exist in the program - some development areas are ahead of others
now and some dev..>pment areas will move ahead more rapidly than others.,

Relative to emphasis, it seems justifiable to place high priority on solar
- specific components such as the concentrator and the receiver. Engine de-~
velopment is inherently expensive and time-consuming. The foreseeable solar
thermal budget will not support all-out R & D from the ground up. The
current program philosophy of "tagging along” with developers in other

—

*This work supported by the U. S. Department of Energy
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sectors appears prudent. The key technical issuve of thermally connected
ficelds of dishes is the thermal transport system. Encouraging progress in
development of cost-effective thermal transport systems will be required
before substantial commitments to dish-thermal aznrlicatons are made.

Last, but not least, system~level tests and evaluations in realistic set-
tings are an essential final step in any R & D process. In solar these

are particularly important, not only because interface problems not
foreseeable oth=zrwise can be identified and corrected, but also because
credibility and public acceptance and confidence are crucial to industry’s
ability to market systems commercially. The commitment to real-world sites
must be carefully considered and must follow careful system-level shakeout
and rigorous non-public qualification tests.

Sandia National Laboratories is pleased to be a part of the Dish Program,
albeit disappointed to lose the suport of our good friends at JPL. We
look forward tc a productive relationship with all the other program par-
ticipants.
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CONCENTRATOR DEVELOPMENT

William A. Owen
Jet Propulsion Laboratory
Pasadena, California

During the 3ix years of technology development by the Parabolic Dish
program, the problems peculiar to tracking dishes have been explored in depth
with particular emphasis on economics. Starting with the Precursor
Concentrator, testing techniques and apparatus such as calorimeters and the
flux mapper were developed. At the same time, mirrors were developed to have
a long operating 1ife as well as high performance. Commercially available
equipment was evaluated as well. Building on all these elements, the Test Bed
Concentrators were designed and bulilt. With a peak intensity in the focal
plane of over 17,500 suns and an average concentrator ratio over 3,000 on an
eight inch diameter aperture, they have proven to be the work horses of the
technology. With a readily adjustable mirror array, they have proved to be an
essential tool in the development of dish components, recelvers, heat
transport systems, instrumentation, controls, engines, and materials, all
necessary to cost effective modules and plants., Utilizing the lessons learned
from this technology, more cost effective systems were designed. These
included Parabolic Dish Number 1 (PDC-1) and PDC-2 currently in final design
by Acurex Corporation. Even more advanced concepts are being worked on, such
as the Cassegranian systems by BDM Corporation.

14
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PARABOLIC DISH CONCENTRATOR (PDC-1)

Edwin W, Dennison/Maurice J. Argoud
Jet Propulsion Laboratory

Pasadena, California

The design, construction and installation of the Parabolic Dish
Concentrator, Type 1 (PDC-1) has been one of the most significant JPL
concentrator projects because of the knowledge gained about this type of
concentrator and the development of design, testing and analysis
procedures which are applicable to all solar concentrator projects. The
need for these procedures was most clearly understood during the testing
period which started with the prototype panel evaluation and ended with
the performance characterization of the completed concentrator. ror each
phase of the test program practical test procedures were required and
these procedures defined the mathematical analysis which was essential for
successful concentrator development. The concentrator performance appears
to be limited only by the distortions resulting from tnermal gradients
through the reflecting panels. Simple optical testing can be extremely
effective, but comprehensive mechanical and optical analysis is essential
fcr cost effective solar concentrator development.

15
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PARABOLIC DISH CONCENTRATOR (PDC-2) DEVELOPMENT

D. Rafinejad
Acurex Corporation
Mountain View, California
for
Fifth Parabolic Dish Solar Thermal Power Program Review
December 6-8, 1983

ABSTRACT

Acurex Corporation has completed the design of the point-focus Parabolic Nish
Concentrator (PDC-2). The fabrication of the prototype dish has begun.,

The PDC-2 is a high-flux, 12.2m-diameter dish with a thermal output of

96.5 kW,.. The concentrator consists of a lightweight space-frame structure
and 64 highly _ccurate reflective panels. The structurally efficient panels
are comp+ised of cellular glass cores sandwiched between thin backsilvered
mirror giass on the front and unsilvered glass on the back. The coacentrator
tracks the sun in elevation and azimuth axes and is moun*ed on a si gle
enbedded pedestal foundation.

This paper describes the concentrator design and status of the
development project.

INTRODUCTION

Acurex developed the PDC~2 design as a subcontractor to Ford Aerospace and
Communication Corporation, under the sponsorship of the Department of Energy.
The objective of the program is to develop a 12.2m parabolic dish
concentrator for use in the Small Community Solar Experiment (SCSE ho. 1).
The program =<-:ope includes the design, fabrication, and testing of one
concentrator at fandia test facilities in Albuquerque, New Mexico.

Although PL7-2 development is intended for electrical power generation at a
small community, it can ' . used in a much broader area of application. PDC-2
is a highly accurate concentrator that can be used in a distributed solar
system for thermal and electrical power generation. The power conversion
unit can be mounted at the focal plane or be centrally located. Its modular
nature makes it suitable for applications in all system <izes.

Acwrex has designed several generations of parabolic dish concentrators under
JPL sponsorship. Extensive conceptual design studies have been performed
over several years to optimize the design. The optimized concept has now
been successfully carried through the detailed design and component
prototyping stage.

The optimization studies were based on the overall installed system life
cycle cost and performance and incorporated relevant improvements ii related
technologies such as heliostats. The PDC-2 design reflects several years of
dish development and represents the state of the art in high performance
solar dish technology.
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The following sections describe the PDC-2 design and update the project
status.

PDC-2 DESIGN

The PDC-2 is a single reflection point-focusing, two-axis tracking solar
concentrator with a reflective surface aperture of 12.2m in diameter. The
focal length to aperture diameter ratio (f/D) of the dish is approximately
0.54. The reflected solar radiation focuses onto a receiver aperture of

10 to 15 in. in diameter, depending upon application. The dish concentration
ratio ranges from 1,000 to 2,300. PDC-2 is shown in figure 1,

PDC-2 produces a mirimum of 96,5 kW thermal power (100 kW, nominal) at the
receiver aperture at 1,000 W/m2 insolation arnd 10 mph wind.

The PDC-2 cencentrator is designed for minimum fabrication and installation
cost and is adaptable to low cost at high volume production. The
concentrator has a design life of 20 years for reliable and safe operation.

The PDC-? operates safely at winds up to 25 mph. At winds greater than
25 mph the concentrator will move to stow position facing the zenith.

The PDC-2 consists of five subsystems, as shown in figure 1:

Reflective surface
Support structure
Pedestal/foundation
Drive subsystem
Electrical and coatrols

These subsystems are described in the following sections.
REFLECTLIVE SURFACE SUBSYS.E!N

The concentrator surface consists of two concentric rings of independent
refiective elements (panels) which form a physically discontinuous
parabaloidal reflective surface with a common focal point. The inside ring
is made up of 24 panels, and 40 panels comprise the outside ring. The
reflective panel consists of a lightweight cellular glass core bonded to a
tiin glass mirror in front and a narrow strip of unsilvered thin glass in the
back spar. The mirror glass and the spar cap carry the major portion of the
bending loads of the composite structure. The reflective panel design is
shown in figure 2.

The high quality reflective surface has a slope error of less than 1 mrad rms
due (0 manufacturing tolerances and worst-case operating conditions,

Cellular glass is a low-cost, noncritical material with a very high
stiffness-to-weight ratio., It is easily machinable to provide the highly
accurats optical surface and closely matches the coetficient of thermal
expansion of the front and back glass. The panel back is shaped to minimize
weight while maintaining the minimum thickness for structural integrity.

Each pane' is supported at three point. via support pads that are bolted to
the ring truss structure, The support are made of precipitation

17
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Figure 1. PDC-2
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hardened steel (ph 15-7 mo) for a good match with coefficieat of
thermal expansion of the glass.

The reflective surface mirror is a 0,040~ to 0.058-in. thick ch aically
strengthened backsilvered glass. Acurex investigated availabili'y of thin
solar mirror glass in the desired length (108 in. for inner panel) from
various U.S. and European suppliers.

Although it was determined that mirror in the desired size could be obtained
from one European supplier it was deemed prudent early in the project to
develop an alternate panel design to minimize program risk. A spliced joint
reflective surface configuration was designed. In this design, two shorter
(50 in. long) glass mirrors are butted together with a narrow piece (6 in.)
of overlapping thin clear glass. The prototype PDC-2 panels will be made of
full size (single sheet) corning 0317 glass that is 0.058 in. thick and is
currently available in limited quantities.

The standard 24 in, by I8 in. by 5 in. foamglass blocks are currently mass
produced by Pittsburgh Corning. The supplier will not manufacture large
pieces (full size) of foamglass unless very large quantities are ordered.
Therefore, for prototype and low-volume production of PDC-Z panels, 10
standard blocks are bonded together and cut to shape. The foamglass front
surface is machined in a sanding operation to the paraboloidal
configuration.

SUPPORT STRUCTURE SUBSYSTEM

The support structure subsystem consists of three parts as showu in
figure 3:

a. Power conversion assembly (PCA) support
b. Panel support
c. Drive support

The overaii support structure weight is 8,000 lbs and supports the 1[,500-1b
PCA, 5,400 1b of reflective panels and 600 1b of cabling and miscellaneous
hardware.

The PCA support is a quadripod structure using laced legs and is of thin-wall
steel tubing construction. Sixteen 5/16-in. diameter guy cables contribute
to structure stability. The quadripod also provides a means of routing
cables and lines to the equipment located at *he focal point. The struccure
has a detachable PCA mounting frame required for installation and removal of
the PCA. The quadripud legs are rigidly attached to the panel s.pport
structure at four flange mounting noints located 45° with respect to the
vertical and horizontal dish axis. The PCA support structure is de<igned for
minimum shading or blocking to the iacident and reflected insclation.

The panel suport structure is a space frame tring truss made of structural
steel tubing. The triangular truss ring has outrigger attachments to support

the reflective panels ’/see figure 3),.

The 64 reflective panels are installed on the ring truss structure with
statically determinant three-point attachment. These attachments have
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b, Panel support
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a. PCA support

¢. Drive support

PDC-2 Structure

Figure 3.
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sufficient degrees of freedom to allow fine tuning of the composite
reflective surface for installation and optical alignments and allow for the
panel/structare differential thermal displacements.

The panel support structure is fabricated in five detachable segments for
shipment; four ring truss segments and one center frame segment. The
segments are bolted together in the field.

The drive support structure serves as an intermediate structure between the
reflector assembly and the pedestal. The center hub contains the azimuth
drive assembly and is pivoted about the azimuth axis at the top of the
pedestal. The space frame arms of the drive support structure provide
supports for the elevation hinge about which the dish is pivoted. The third
arm supports the elevation actuator trunion. The azimuth drive turntable
bearing is connected to the mounting flange on the top of the pedestal.

The PDC-2 structure has been analyzed to determine the contribution of the
support structure deflection to tha dish optical error. It is determined
that the contribution due to gravity loading is approximately 1.5 mrad in the
worst case when the dish is facing the horizon. The effect of operating wind
loads is negligible.

PEDESTAL/FOUNDATION

A single pier foundation of the PDC-2 provides a fixed axis about which the
concentrator as<embly is pivoted. The pedestal is a 30-in. pipe that is
embedded approximately 16 ft in poured-in-place concrete. The mounting
flange is field-levelled and welded to the embedded pedestal.

DRIVE SUBSYSTEM

The PDC-2 can be driven independently about the elevation and azimuth axes at
two speeds: slew and tracking.

The azimuth rotation is provided by a ring gear/pinion drive mounted at the
top of the pedestal. The pinion is driven by a 5-hp DC motcr through a 724:1
gear reduction to provide the necessary mechanical advantage. Azimuth travel
range is between 0° and 310°.

The elevation rotation is accomplished with a 30-ton inverted ball screw
jactuator mounted between the drive support structure and panel support
structure. The elevation drive motor is a 15-hp DC motor. The range of
elevation travel is between 0° (facing the horizon) and 90° (facing the
zenith). 1t should be noted that the normal concentrator duty cycle requires
small fraction of the design ra-ing of the motors and the paresitic energy
consumption is small.

DC motors were found to offer clear advaitages over AC motors for this
application. The advantages of DC motors as they relate to the PDC-2
application include: wider range of speed control, ease of speed,
acceleration/decelleration and torque control, higher torque capacity, quick
reversing and braking and lower cost in the 5 to 15 hp size range.
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The drive control provides dynamic braking to bring the concentrator to a
stop. In addition, a mecnanical brake is provided for elevation drive to
hold the concentrator stationary once it has come to a stop under the stow
and operating conditions.

ELECTRICAL AND CONTROL SUBSYSTEMS

The electrical subsystem provides power to the concentrator drives and
transmits the output power from the PCA to a rectifier box mounted on a rack
near the pedestal.

The concentrator control subsystem consists of:

a. Central controls that provide the plant level control interface with
the concentrator

b. Power conversion system interface controls

c. Local concentrator control subsystem

The local concentrator control elements consist of a sun sensor, azimuth and
elevation positional feedback devices (encoders), limit switches, drive
controller, and the remote control interface assembly (RCIA).

The drive controller consists of the azimuth and elevation motor speed
controliers and a manual control station. The controls are set up for
two-speed operation from the panel or RCIA. The azimuth and elevation drive
speeds in tracking and stow are 0.1°/sec and 1.2°/sec, respectively, with
speed control repeatability of +10 percent., The drive controller also
provides independently adjustable acceleration and deceleration controls. It
is housed in a NEMA 3 double door cabinet with heat exchanger for
high~temperature outdoor operation.

The RCIA contains the control algorithms and logic for sun tracking and
interface with the central controls. The sun tracking is a hybrid system.
RCIA calculates ephemeris data to provide coarse tracking signals to the
concentrator. The sun sensor provides the fine "sun track mode” signal.
During intermittent cloud ceverage, the concentrator goes into the ephemeris
track mode where it follows the sun path. The concentrator can also follow
the sun path in the offset track mode where it performs ephemeris track with
an angle bias. Other concentrator contrnl modes include acquisition and
detrack from sun and stow command. The concentrator control is a fail safe
system and causes the concentrator to go to stow if there is a power or
software failure. An emergency back-up gererator is required at the system
level to provide power in case of grid power failure. Limit switches are
provided to stop movement of the concentrator beyond certain position in each
direction,

PROJECT STATUS

The PDC~2 design development is complete and the detailed design drawings
have been prepared. Specifications for procurement of all concentrator
components have been prepared and issued for competitive bidding. The

subcontracts for delivery of the support structure, refiective surface mirror
glass, drive motors and controllers, elevation drive jactuator, azimuth drive
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speed reducer and the ring gear turret, have been placed and they are
currently at various stages of fabrication.

A semi-automated technique for fabrication of the reflective panels has been
developed, including the cellular glass sanding and mirror bonding and
sealing. Two partial full-scale prototype panels have been fabricated to
verify the design and demonstrate the viability of the foamglass sanding
technique. The partial full-scale prototype panel was designed as a true
section of the full size outer panel to simulate the features of the full
panel as closely as possible.

The partial full-scale panels are scheduled for optical, structural, and
environmental testing at Sandia. The factory layout and tooling desigr
requirements for production of the reflective panels have been prepared. The
long lead factory equipment have been ordered.

The final stage and remaining task in the PDC-2 development will be the
completion of fabrication and testing of a prototype module.
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A iransmittance-Optimized, Point-Focus Fresnel
Lens Sclar Concentrator

Mark J. 0'Neill
ENTECH, INC.
P. 0. BOX 612246
DFW Airport, Texas 75261

INTRODUCT ION

ENTECH, INC. (a new company which purchased E-Systems Energy Technology
Center in October 1983) is currently developing a point-focus Fresnel lens
solar concentrator for high-temperature solar thermal energy s'stem
applications. The concentrator utilizes a transmittance-optimized,
short-focal-length, dome-shaped refractive Fresnel 1lens as the optical
element. This unique, patented (Ref. 1) concentrator combines both excellent
optical performance and a large tolerance for manufacturing, deflection, and
tracking errors.

Under Jet Propulsion Laboratory (JPL) funding, ENTECh has completed the
conceptual design of an l11-meter ciameter concentrator which should provide an
overall collector solar-to-thermal efficiency of about 70% at an 815°C
(1500°F) receiver operating temperature and a 1500X geometric concentration
ratio (lens aperture area/receiver aperture area).

In the following paragraphs, a review of the Fresnel concentrator
development program will be presented, including a descriotion of the
concentrator, a summary ot its expected performance, the key features of the
lens, a parquet approach t lens manufacturing, a description of a prototype
lens panel, the results of optica’® testing of the prototype lens panel, and a
discussion of a practical mass proauction approach for the lens panels.

CONCENTRATOR DESCRIPTION

The point-focus lens concentrator is shown in Figure 1 and described in
Tahle 1. The optical element is a convex, dome-shaped, acrylic Fresnel lens.
The dome consists of ten conical-segment rings, which are each flat in the
radial direction and curved in the circumferential direction. The rim angle
of the lens (from optical axis to outermost prism) is 45 degrees. Each of the
conical-segment rings is about 61 cm wide, with a smooth outer surface and a
prismatic inner surface. The lens is made of uv-stabilized acrylic plastic,
about 2.4 mm thick. Steel space-frame structure is employed for both the
basic concentrator and the pedestal. Reinforced concrete is used for the
foundation. The tracking system provides full two-axis sun-tracking and
inverted (lens-down) stowage. The Fresnel concentrator will be adaptable to a
wide variety of receivers currently under development by JPL and others. The
air volume between lens and receiver is enclosed with a thin aluminum conical
shroud to minimize dirt and moisture accumulation on the inner surface of the
lens. A slight pressurization of this air volume may be desivable for dust
infiltration prevention. The total concentrator weight is abou* 13,000 pounds
(13 pounds per square foot of aperture).

— wt - W W eI > 2

®



. l"n,(' e

CONCENTRATOR PERFORMANCE SUMMARY

The point-focus Fresnel concentrator performance is summarized in Table 2
for two cases of practical importance. The first case corresponds to a
high-temperature receiver which would be required for a Brayton or Stirling
engine application. For this case, a 1500X geometric concentration ratio is
utilized (corresponding to a receiver aperture diameter of 0.28 meter). After
treating reflection/absorpticn losses in the acrylic lens, 90% of the sunlight
is transmitted. Of this transmitted sunlight, about 92% is contained within
the limited 0.28 meter receiver aperture circle; i.e., 92% is the receiver
intercept factor. About 6% of the lens aperture is blocked by structure; thus
the blocking/shading factor is 94%. After all of these loss mechanisms are
considered, the overall optical efficiency is 78%. Still considering Case I,
this 78% op%ica] efficiency for an 1l-meter diameter concentrator (aperture
area = 95 m¢) corresponds to a black-body receiver energy absorption rate of
59 kw (thermal) under a direct insolation of 800 w/m¢. Assuming an 815°C
receiver temperature, the black body thermal radiation loss will be 5 kw
(thermal). Thus, the net collector outpet will be 54 kw (thermal),
corresponding to a 71% overall collector efficiency.

For the second case in Table 2, a lower temperature receiver is assumed,
corresponding to a Rankine engine application. For this low2r temperature, a
lower geometric concentration ratic (500X) provides better overall coliector
performance. After considering the same 1loss factors described above, the
concentrator optical efficiency is 83%, this higher value being attributable
to a better receiver intercept factor for the larger receiver aperture
diameter (0.49 meter). After subtracting the 2 kw (thermal) black-body
radiation loss corresponding to a receiver temperature of 371°C, the net
collector output will be 61 kw (thermal), equivalent to an overall collector
efficiency of 80%.

KEY LENS FEATURES

The patented ENTECH concentrator is a dome-shaped Fresnel lens with a
smooth outer surface and a prismatic inner surface. The lens is a convex,
non-spherical-contour lens, in which each prism transmits direct solar rays
with equal angles of incidence and excidence, as shown in Figure 2. This
incidence/excidence symmetry (also called the minimum deviation condition)
provides each prism with the lowest possible reflection losses, and thereby
the highest possible transmittance, for that prism's light deviation (turning)
angle, as proven rigorously in Reference 1. In addition to maximal
transmittance, this minimum-deviation-prism 1lens also provides a maximal
tolerance for lens contour errors (slipe errors), an improved tolerance for
lens manufacturing errors (prism angular errors and rounded prism peaks), and
a smaller solar image size (including finite solar disk angular diameter and
chromatic aberration effects), when compared to previous flat and spherical
contour lenses. The optical ncrformance superiority of the new lens is fully
described in References 2 and 3. Perhaps the most important attribute of the
new transmittance-optimized lens is its high slope error tolerance, which
allows a substantial vrelaxation of the support structure stiffness
requirements, and thus a significant reduction in weight and cost of the
concentrator. Compared to a reflective concentrator (e.yg., a 45 degree rim
angle parabolic dish), the Fresnel lens concentrator is more than 100 times
more tolerant of radial slope errors, as dramatically illustysted in Figure 3.
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PARQUET LENS MANUFACTURING APPROACH

One potentially low-cost manufacturing approach for the point-focus lens
is the parquet approach of Figure 4. The dome consists of conical segments
which are curved in the circumferential direction and straight in the radial
direction. This approach allows the acrylic plastic lens material to be made
in flat form and mechanically held in the conical geometry in the completed
concentrator. The unfolded flat conical segments can be subdivided into a
number of identical lens panels. While these panels would ideally utilize
prisms running circumferentially along concentric circles, current
manufacturing approaches for lens tooling can not achieve these large-radius
non-linear prisms. Fortunately, proven manufacturing approaches are available
for making linear prismatic tooling. Thus, the lens panel of Figure 4 is
configured to approximate the ideal curved-prism geometry by utilizing a
parquet of linear prism elements. The two key variables of this parquet lens
approach are the element width (w) and the aap width (g) between elements,
since the element width causes a focal plane image enlargement and since the
gap width causes transmittance losses. Prototype fabrication efforts have
proven that the gap width can be maintained at about 0.5 mm. Element width
selection is based un optical analyses discussed below.

Optical analyses of the parquet 1lens concentrator have been completed.
These analyses are based upon cone optics; i.e, the theoretical mapping of t!:=
conical bundles of radiation which originate at the solar disk, which are
incident upon the lens outer surface, and which form elliptical images in the
focal plane, as shown in Figure 5. Because of dispersion (chromatic
aberration), the solar images of different wavelengths are spread across the
focal plane, as shown in Figure 5. For any fixed receiver aperture diameter
and any particular prism in the lens, the design wavelength can be selected to
minimize the energy missing the receiver aperture, and thus to maximize the
intercept factor. The current lens has been tailored for a 1500X design
concentration ratio by properly varying the design wavelength for the various
prisms comprising the lens.

For the parquet lens approach, the effect of the parquet element on lens
focussing is the formation of 2 linear solar image in the transverse direction
of Figure 5, with the total image transverse length being equal to the parquet
element width (w) plus the solar disk image width. The computer model treats
this parquet element effect and calculaces the radiant flux profile in the
focal plane by integrating over all contributing portions of the lens
(treating the local lens transmittance), and over all contributing
wavelengths, to define the total radiant flux concentration at each point in
the focal plane. Results of such a flux profile calculation for several
parquet element widths are shown in Figure 6. The radiant flux is normalized
by the one-sun direct solar flux incident on the lens, while the radial
position in the focal plane is norm>lized by the lens aperture radius, for the
results shown in Figure 6. As expected, the larger the parquet element width,
the more spread out the image becomes. However, the image spreading effect is
small for element widths of 5 inches and less, when one notes that a 1500X
geometric concentration ratio corresponds to a receiver normalized radius
( p/R) of 26x1073 in Figure 6. The flux profile labeled W=0 represents the
ideal lens with non-linear prisms.
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The flux profiles of Figure 6 can be integrated over various size receiver
circles to define the overall energy interception rate for various geometric
concentration ratios. The results of such an integration are shown in Figure
7, wherein the intercepted energy rate has been normalized by the energy rate
incident on the lens outer surface; thus the effective transaittance (optica!
efficiency) is shown as a function of geometric concentratior ratio for lenses
with various parquet element widths. (The results of Figure 7 ¢o not include
absorption losses within the thin acrylic lens, which are expected to be 1-2%,
based upur measurements for similar acrylic Fresnel lenses. Also, the results
in Figure 7 do not include structural blocking/shading losses., although this
6% loss was included in Table 2.) Note that wide parquet element widths work
well for low geometric concentration ratios, but not well for high geometric
concentration ratios, due to the inage spreading effect of the parquet width.
Note aiso that there exists an optimal element width for each value of
geometric concentration ratio, this optimum corresponding to the best tradeoff
of image spreading losses (which increase with ¢lement width) and gap losses
(which decrease with element width since g/w represents the lost gap area
fraction). For 1500X geometric concent.ation ratio, element widths of 2, 3,
and 4 inches provide essentially equal performance. To minimize 1lens
~omplexity, the 4-inch element width has been selected for prototype
fabrication, as discussed below.

PROTOTYPE LENS PANEL

A prototype lers panel, using the parquet lens manufacturing approach, has
been fabricated for optical testing. This panel is described in Table 3. The
panel represents one part of the conical ring located between 27.9° and 32.1°
of local rim angle, measurcd from the lens optical axis. This segment was
selected for prototype fabrication because its optical performance is typical
of the full dome lens performance. A no inal 2 foot by 4 foot panel size was
selected for prototype fabrication, using 12 linear prismatic parquet elements
of 4 inch average element width (w) to form the 4 foot curved dimension of the
panel. The linear prismatic elements were made by 3M Corporation to ENTECH's
specification, using 3M s low-cost lensfilm process. The twelve elements were
solvent-bonded to a single piece of extruded acrylic sheet to form the final
panel. The entire laminated panel thickress is about 0.1 inch.

LENS PANEL OPTICAL TESTING

Optical performence testing of the prototype 1lens panel has been
successfully compieted. The panel and a focal-plane radiant flux measurement
system were mounted on a two-axis tracking structure, which was manually
pointed at the sun. The geometrical arrangement of the panel and focal plane
was maintained according to the design of the full dome 1lens. The
radiant-flux measurement system consisted of eight independently wired silicon
photovoltaic cells mounted in a line on a water-cooled heat sink. The cells
were specially designed for concentreted sunlight by Applied Solar Energy
Corporation. The linear array of cells was motor-driven to scan the focal
plane at the rate of about 1 inch per second.

Prior to each test run, the cells were individually calibrated to
determine the rroportionality factor between short-circuit current and
irradiance. This calibration was done two ways. With the panel covered to
prevent focussing onto the cells, the structure was pointed at the sun and
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each cell was placed at the bottom of a black cylinder which blocked diffuse
sunlight while allowing direct sunlight to reach the cell, The cell
short-circuit current was then divided by a pyrheliometer direct insolation
measurement to obtain the proportionality constant. The second calibration
was done with a shaaing disk over each ¢=211, instead of the collimating
cylinder. The difference in ¢211 short-circuit current between fully
illuminated (no disk) and shaded (with disk) ccnditions was divided by the
pyrheliometer direct insolaticn mec..rement to obtain the proportionality
constant. Both constants agreed with one anoiher for each cell, verifying the
calibration.

An actual test run consisted of first measuring the total irradiancc on each
cell with the panel covered and the structure pointed at the sun. This
provided the baseline irradiance on each cell. Next, the panel was uncovered
and the cells were driven across the focal plane, while monitoring their
short-circuit-current outputs with an eight-channel strip-chart recorder. The
measured radiant flux profile minus the baseline irradiance ‘hus provided a
two-dimensional flux map for the focal plane. This flux map was then
integrated over various size receiver circles to provide the intercepted
energy transfer rate. The projected area of the panel times the measured
direct insolation provided the incident e.ergy transfer rate. The ratio of
intercepted to incident energy transfer rate is the optical efficiency of tne
panel for each receiver circle, which relates to geometric corcentration ratio.

Key results of the testing are presented in Figure 8 and Table 4. Figure 8
shows the intercept factor versus receiver circle radius. Intercept factor is
here defined as the opticai efficiency for a given receiver radius divided by
the optical efficiency for a large receiver radius of 13.66 inches. Tadle 4
shows the measured versus predicted optical efficiency for various geametric
concentration ratios. (For the dome lens, geom2tric concentrat.on ritio is of
course the square of the ratio of lens aperture radius (18 feet) divided by
receiver circle radius.) The prototype lens panel had a continuous linear
defect covering about 3.7% of its area due to poor lamination of the lensfilm
to the acrylic superstrate. This defect was not optically transparent. If
the defective area 1is subtracted from the lens panel area, ‘nae ~crrected
efficiency numbers pecome those shown in the final column of Table 4. Note
that for the design concentration ratio of 1500 X, the predicted optical
efficiency was 82%, not ac.ounting for absorption or scattering losses. The
measurnd efficiency was 77%, while the corrected measured efficiency wes 80%.
This close correlation between measured and oredicted optical efficiency
verifies the following points:

(1) The dome lens will perform efficiently at high concentra-
tion ratios.

(2) The dome lens can be made as a parquet of linear lens
segments.

{3) The optical effect of manufacturing and alignment errors on
dome len; performance is negligible, since these errors
were not included in the analytical predictions, while the
prototype was crudely assembled and aligned.

(4) The dome lens optical performance is accurately predicied
with a simple dispersive cone optics computer code.

- e e o armly L es .



+F

e 2?
Cridatiaie "’-““;\“L‘,. PRACTICAL MASS PRODUCTION
OF POOR QUALLY- N

While the method of manufacturing of the prototype panel was labor-
intensive, requiring the linear lens segments to be cut into trapezoidal
shapes and laminated to a single-piece superstrate, the parquet geometry
provided excellent optical performance. If the lens parquet panels could be
made without the cutting and integration of the small segments, the dome lens
approach would be far more practical. Fortunately, such a practical
mass-production approach is now available, as described below.

3M Company, under Sandia Naiional Laboratories - Albuqueryue funding, has
this year adapted their low-cost, continuous lensfilm process for making
prismatic sheet to 1lens designs without 1linear prism geometry. 3M h>
successfully made parquets of annular-prism point-focus lenses by the lensf
process. This achievement means that the dome lens panels could also be made
by the lensfilm process. The lensfilm tooling would include the parquet of
linear lens elements in the tooling itself. Thus, the lensfilm produced on
the tooling would consist of a continuous strip of acrylic sheet with dozens
of panels (like the one shown at the bottom of Figure 4] reproduced one after
the other on the strip. These panels could be easily cut out of the strip,
since lensfilm is only 0.5 mm thick. The completed panel could be laminated
to a thicker superstrate if required; however, with the large error tolerance
ot the dome lens, it is quite possible that the lensfilm could be used without
a superstrate, especially so if the dome interior is slightly pressurized.
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Patent No. 4,069,812, 24 January 1978.
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FIGURES AND TABLES

Figures and tables are located on the following pages.
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RECOMMENDED SYSTEM DESCRIPTION

OVERALL COLECTOB WEIGHT
o LS PaBly

O AECHNIN AISYIRY
NS SUPYORT STRUCTURE

RECEIVER JUPPORT STRUCTUAL

*  PEOESTAL LOADH
amd CORMEATON
coRSTRULTION

ELEVATIDS PRIVY
WA WLEVANON YELOCITY TO STOW
fifeanas GOTRA
 RECbVER
WEHGHT (JPL OEFINED)

WEINFT)
43 DEGREES
11808 PQURDS (EXCLUSIVE OF RECHIVER

ATRYUC (24 O BOMeRAL)

SOBBI0 COMCAL SECHLNT Fadit3
PRESIUNLIED STTROR BETWEED LEBS 48D
SHRBUM

STRUCTURAL STEEL SPACE FOAME WATY AN MSG
SEAN 17 RADIAL SEAMS ARD IBTEAMEDWATE

SuProaTs
MPO0 aRD SWAY SRACES. WITH PRESSUMRTED
SHEODD

L OWE 42 WER, TRALR
STRUCTWIAL STEEL SPACE FAAME

SEHAFORCED COBCRETE MR
CORCAETE PIEN FON AL BLANSG WOURT
COBCAITE BEAMS WTECAATING PIER 450 MG
ToVar CORTMTE 700 YD

~108 QECAREES
CASLE WRBCN POSITTVY 4CTION

1000 016/ NOW

AC SYRCHAONTUS STEPREA 1000 18-02 @ 12 VW
90 QLCAEES

CARE WRECR. POLITIVE 2LNOR

1000 9¢5 WOUA

OO 180 /2 71 APW AL SYBCHAONDUS STEPPER

TABLE 2

SYSTEM PERFORMANCE SUMMARY

e OPTICAL PERFORMANCE

GEOMETRIC CONCENTRATION RATIO
LENS TRANSMITTANCE

RECEIVER INTERCEPT FACTOR
BLOCKING/SHADING FACTOR
OVERALL OPTICAL EFFICIENCY

CASE CASE Il
1500 500
90% 90%
92% 99%
94% 94%
18% 83%

e THERMAL PERFORMANCE (@ 800 WATTS/M? INSOLATION)

RECEIVER CAVITY TEMP

RECEIVER RADIATION THERMAL LOSS
COLLECTOR NET OUTPUT

COLLECTOR OVERALL EFFICIENCY

— oy

815°C (1500°F) 371°C (700°F)

5 KW (THERMAL)  2KW (THERMAL)
54 KW (THERMAL) 61 KW (THERMAL)
"% 80%
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OF POOR QUALITY

~  ENTECH, INC.

PROTOTYPE LENS PANCL

v LOCATION WITHIN DOME LENS - CONICAL SEGMENT BOUNDED BY LOCAL RIM ANGLES OF 27.3°
AND 32.1°.
N PANEL SIZt - 4 FEET AVERAGE CIRCUMFERENTIAL ARC LEHGTH BY 2 FEET

STRAIGHT LENGTH.

CONF TGURATION - 12 LINEAR PRISMATIC ELEMENTS. 4 INCH AVERAGE WIDTH BY 2
FEET LENGTH.

MATERIALS - LINEAR PRISMATIC ELEMENTS MADE OF 3M ACRYLIC LENS-FILM.
SOLVENT-BONDED TO SINGLE PIECE OF EXTRUDED ACRYLIC
SHEET - TOTAL PANEL THICKKESS s 0.1 IKCH.

TABLE Y

PREDICTED VERSUS MEASURED DOME LENS OPTICAL EFFICIENCY

ENTECH, INC.

CORRECTED®
GEOHETRIC PREDICTED MEASURED MEASURED
CONCENTRATION OPTICAL OPTICAL OPTICAL
__RATIO EFEICIENCY EFEICIELCY EEFICIENCY
- 1000 X 851 791 821
1250 X gu1 781 811
- 1500 X 821 71 802
1750 X 801 751 781
- 2000 X 7 741 7
g
:;w'
»- -2
L
w * CORRECTING FOR A 3.71 NON-TRANSPARANT DEFECTIVE AREA ON THE PROTOTYPE LENS PANEL.
N
>
= 37
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OPTICAL ANALYSIS OF CASSEGRAINIAN POINT FOCUS CONCENTRATORS

S. S. Waterbury and W. E. Schwinkendorf
The BDM Corporation
1801 Randolph Road S.E.
Albuquerque, New Mexico 87106

ABSTRACT
A Cassegrainian solar concentrator, using a T7T-meter diameter primary
reflector, is analyzed in three forms: 1) an unmodified Cassegrainian,

2) the Ritchey-Chretien configuration, and 3) the unmodified Cassegrainian
with a nonimaging tertiary reflector. Performance was not significantly
improved with the Ritchey-Chretien; however, the tertiary resulted in sig-
nificant improvement in intercept factor and cptical efficiency.

INTRODUCTION

The Cassegrainian optical configuration consists of a parabolic primary
reflector and a hyperbolic secondary mirror. A solar concentrator designed
using this configuration can benefit by allowing a more flexible receiver
design, since it no longer has to be supported at the primary focal point.
The main disadvantages of the Cassegrainian configuration are the additional
refiection and blocking due to the secondatry.

In addition to the "true" Cassegrainian described above, a variant, referred
to as the Ritchey-Chretien, has been studied. The Ritchey-Chretien (R-C)
has a slightly hyperbolic primary with the secondary adjusted accordingly.
These modifications correct the system for the off-axis aberration referred
to as coma. Since the sun is not a point source, much of the incoming
insolation is off of the optical axis, causing coma. Elimination of coma
should decrease the overall spot size at the focal plane, increasing the
intercept factor for a given concentration ratio.

A nonimaging tertiary reflector, added at the focal point of the system, can
improve the optical performance of the Cassegrainian. The configuration
considered for this application is the hyperbolic flowline concentrator, as
described by Winston (l1). This design has the advantage over other non-
imaging concentrators such as the compound elliptic concentrator (CEC), of
affecting only the edges of the beam, thus reducing the overall refle-tion
losses.

METHOD OF ANALYSIS

This study has used a Monte-Carlo ray trace computer program originally
developed by Honeywell (2). Thi3 code is modular in nature, and allows
modeling of any concentrator system by writing appropriate subroutines
describing the geometry of the system to be studied. It has the capability
to include the effects of RMS surface imperfections on system performance
and a finite sun size with nonuniform flux distribution.
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The approach used in ihis study was to perform a parametric study on the
true Cassegrainian, compare the performance of the R-C to the true Casse-
grainian for selected parameters, and then analyze a tertiary reflector
added to the Cassegrainian system. Finally, an analysis was performed to
determine the sensitivity of the optical performance to misalignment of the
secondary and tertiary reflectors.

GEOMETRY f=——~Ra2:
T és
i \
As stated previously, the N Bk
Ccassegrainian consists of a 0,’
confocal parabola and hyper- =R
bola, as shown in figure 1.
The convex secondary reflec-
tor increases the focal
length of the optical sys-
tem, and thus reduces the
angle of the extreme rays Fp
reflected from the secondary z
to the system focal plane.
Since the optical extent of
the system must be con-
served, an increased focal
length reduces the maximum
concentration ratio that can
be achieved. The theoret-
ical concentration ratio ]

for a system of axial sym- = Rq |
metry 1s defined in equa-
tion 1. Figure 1. Cassegrainian Geometry
sin_¢ 2
CR = (1)

in
s ¢S

where ¢ is the entrance angle of the extreme rays and ¢5 is the sun angle.
As can be seen, ¢ determines the maximum CR possible.

The variation in system focal length is related to the primary focal length
(F,) and the eccentricity (2) of the secondary by che magnification factor
(M), defined as

e
M = -2+1 (2)

€2 -1
The system focal length is the product of M and F,. Likewise, the extreme
ray angle ¢ is related to the primary rim angle. hese relationships can be
used to determine M and the theoretical concentration ratio.
There are several factors that do not allow the theoretical concentration

ratio to be reached. In a perfect optical system (i.e., free from errors on
the reflector surfaces) the limitations are caused by various aberrations.
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It is possible to design an optical system to reduce or eliminate some of
these aberrations. One such design is the Ritchey-Chretien, which is cor-
rected for spherical aberration and coma. There have been several deri-
vations of the relationships required for this configuration. The one
chosen for this study is by Wetherell, et al (3). This development results
in a "sag" equation for the two surfaces as a function of the primary
reflector focal length, the system aperture area, the system focus position,

and the vertex-to-vertex spacing between the two reflectors.

Another major source of degradation in concentrator performance is imperfec-
tions on the reflecior surfaces. They have the effect of increasing the
size of the cone of light rrflected off of each surtace.

It is advantageous from a cost standpoint to design a concentrator system
with large slope errors on the reflectors and a small primary rim angle.
Also, from an efficiency standpoint it is advantageous to reduce the size of
the secondary to reduce the blocking factor by increasing the spacing
between the primary and secondary reflectors. Unfortunately, these design
decisions tend to spread the beam of radiation impinging on the focal plane,
reducing the concentration ratio possible for a g en intercept factor.

To increase the concentration rat.o
for a given intercept factor, a
hyperbolic t¢-tiary reflector may be
added at the fccal plane of the sys-
tem. The geometry for this non-
imaging concentrator 1is shown in
figure 2. One property of a hyper-
bola is that any ray directed at one
of the focal points will be
reflected towards the other focal
point. After anr infinite number of
reflections, the ray will exit
through the bottom of the concentra-
tor. Rays that would intersect the
focal plane within the 2Fy diameter
22 | exit with correspondingly fewer
reflections, while those outside 2Fy

-
b <
o
w
I
>
o«
g
=t
o
w
=

r~ 2Fy ] would be rejected out the top of
the concentrator. The concentration
Figure 2. Tertiary Geometry ratio of the tertiary is defined as:
2
R = Eﬂ (3)
al

For a given spot radius "F,", there exists a family of hyperbolas with vary-
ing concentration ratins. The rule that governs the shape of the hyperbola
is:

sin” (3-) < ¢ (4)
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This restriction is the limiting factor for the maximum concentration ratio
possible for this concentrator. However, to intercept the entire beam at
the limit, the required height of the concentrator would be infinite.

There are two additional restrictions that are in effect for integrating the
tertiary into the Cassegrainian design. They are:

The radius of the tertiary et the truncation height must not block any
rays that are reflected from the primary towards the secondary.

The radius of the tertiary, at the truncation height must intersect all
rays reflected from the secondary.

These two restrictions nlace a maximum and minimum heigh* restriction on the
tertiary, respectively. This, together with tlie required shape of the ter-
tiary for a given concentration ratio, limits the maximum concentration
ratio that can be attained.

RESULTS

Cassegrainian Only

A parametric study was performed for the Cassegranian concentrator.
Figure 3 illustrates the existance of an optimum Z/F for a particular geo-
metric concentration ratio. The optical efficiency is defined as the
product of the intercept factor and | minus the blocking factor.

As was discussed earlier, the beam
incident on the focal plane spreads
as Z/F increases, reducing the
intercept factor for a given CR.
The shift of optimum optical effi-
ciency due to rim angle is caused
by the reduction in primary focal 8
length at higher rim angles, which
increases the ang'e of extreme rays
(¢) reflected f..m the secondary.
This increase in ¢ reduces the beam
size at the focal plane, according
to conservation of optical extent,
thereby increasing the intercept
factor for a given CR. Reducing [
Z/F also results in an increase 2
in ¢, and therefore an increased

intercept  factor, but at the

expense of an increased blocking 0.0 —
factor, reducing the optical effi- 5 6 ? 8 9 10
ciency. Increasing the primary
surface error results in a shift of
the optimum Z/F to t“e left, in
essence trading increased block-
ing to obtain a bigher optical Figure 3. Optical Efficiency
efficiency. Versus 2/F

CR =1512.3
PRIMARY SURFACE ERROR ZMRAD
SECONDARY SURFACE ERROR. IMRAD

RIM ANGLE: 75 DEG

RIM AMGLE: 60 DEG

"

L RIM ANGLE- 45 DEG

OPTICAL EFFICIENCY
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Table 1 iists the performance of the true Cassegrainian at maximum optical
efficiency and maximum intercept factor at a rim angle of 60 degrees for
various curbinations of primary and secondary surface errors. Results for
45 and 75 degrees are not shown since performance at 45 degrees is low, and
15 de. <2s results in higher primary costs. The optical efficiency listed
assumes 100 percent reflectivity on the primary and secondary reflectors,
and 95 percent reflectivity on the tertiary.

Several results are apparent from this table. They are:

Primary surface errors (0,) a.fecL tiue performance of the system much
more than errors on the secondary (o.).

It is rot possible to achieve the acceptance criteria of CR = 1200 at
IF > .96 at maximum optical efficiency except for the case of op =2
mr.

A primary surface error of 8 mr will not produce an acceptable IF.

Table 2 lists the performance of the Ritchey-Chretien configuration in the
same format as a>ove, Comparing the Ritchey-Chretian to the true Cassegran-
inian shows no significant improvement in optical efficiency. The majer
reason for this is that the improvement resulting from elimination of .cua
is masked by the effects of surface errors. Figure 4 shows the intensity
distribution for the true Cassegrainian and the R-C for a typical set of
parameters. The most nouticeable difference between the two configurations
is the higher intensity of cadiation in rhe center for the Ritchey-Chretien
due to the elimination of coma. If this is & desirable feature in the over-
all design of a concentrating system, then perhaps the Ritchey-Chretien
should be considered. If not, then there is little, if any advantage to
using the Ritchey-Chretien.

Cassegrainian with Tertiary Reflector

The main parameter required to integrate the tertiary into the Cassegrainian
design is the radius of the spot on the focal plane, Fy. Tr'5 parameter,
along with _he desired concentration ratio, defines the req ired shape of
the tertiary. However, it is not necessarily advantageous to set Fy equal
to the maximum radius of the spot, since this wouid require a relatively
tall, narrow corzentrator. Examination of figure 4 reveals chat the .nten-
sity distribution is very close to a normal distribution. This fact can be
used to determine an appropriate Fy. The procedure for determining Fy is as
follows:

Determine the standard deviat.on of the flux distribution (op).
Calczulate Fy by determining the desired fraction of the total energy
available to be captured. These calculations Lave been performed for a
capture ratio of .995 and .975. It is apparent that as the capture
ratio decreases, the required tertiary acigut decreases.

Blockage of rays reflected from the primary reflector must also be avoided.

At high tertiary heights, this becomes a problem, and l:mits the concentra-
tion ratio of the system.
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- TABLE 1. CASSEGRAINIAN PERFORMANCE
* Rim Angle: 60°
dp = 4mr R 05 = 2or
CR IF Nmax  Z/F r(cmy  P(kW)** IFmax 2/F o
1200 0.9 0.77 0.7 1.2 30 0.98 0.55 0.58
1500 0.85 0.73 0.675 S.0 28 0.96 G.55 0.55
Op = 8mr . Oy = 2mr
CR IF Nmax  %/F r(cm) P(kW) IFmax Z/F o
120 0.69 0.54 0.65 10.2 20.7 0.79 06.55 0.45
1500 0. 3 0.49 0.65 9.3 18.8 0.73 0.55 0.42
ap = 4mr , Og = lar
CR IF Nmax Z/F r(cm) P(kW) IFmax Z/F __
1200 0.90 0.77 0.70 10.2 30.0 0.98 0.55 0.58
1500 0.39 0.73 0.675 9.0 28.5 0.965 0.55 0.57
Op = 2mr ’ 0g = lor
CR IF nmax  2/F r(cm) P(kW) IFmax 2&/F o
1200 0.98 0.90 0.75 10.2 34.4 0.997 0.7 0.87
1500 0.96 0.87 0.75 9.0 34.0 0.99 0.65 0.81
*r = receiver radius
**p = power entering the receiver plane in kilowatts
TABLE 2. RITCHEY-CHRETIEN PERFORMANCE
Rim Angle: 60°
Op = 4m.- ’ Og = 2ar
CR _IF max  Z/F r(cm) P(kW) IFmax Z/F "o
- 1200 .91 0.77 .70 10.2 29.5 .94 .65 .71
' 1500 .87 0.73 .70 9.9 28.0 .90 .6, .8
Cp = 2mr ’ O0g = lmr
i;; _CR_ IF nmax  Z/F t(cm) P(kW) IFmax 2/F "o
ry 1200  .985 0.89 75 10.2 34.4 .998 .70 .85
. 1500  .967 0.88 .75 9.0 33.7 .93 .70 .85
-~
-
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7 »
- 43
™

"




ll‘

;N

‘rl IJ

Analysis of the radiation on the
secondary reflector indicates that
the diameter can be reduced with a
small gain in performance. This
is because the flux of reflected
energy on the outer ring of the
secondary is very low, and by not
intercepting that erergy, it 1is
possible to decrease the blocking
factor. Reducing the secondary
diameter also benefits the ter-
tiary reflecter design. Since the
"source" for the radiation that
the tertiary 1intercepts 1is now
smailer, the height of the ter-
tiary can be reduced for a given
concentration ratio, or con-
versely, a higher concentration
ratio can be achieved for a given
height.

Results for the Cassegrainian with
the tertiary reflector are listed
in table 3 for a reduced secondary
diameter. The most significant
result 1s that the optical effi-
ciency does not peak as a function
of 2/F. The tertiary reflector
redirects the beam to :the desired
receiver aperturz regardless of
the size of the beam on the ter-
tiary. The major penalty for
redirecting a large beam is a tall
tertiary.

INTENSITY AT RECEIVER (MW/m?)

ORIGNAL 72T .8
OF POOR QUALITY

RIM ANGLE: 60 DEGREES

Z/F=.75
\ PRIMARY SURFACE ERROR: 2mr
SECONDARY SURFACE ERROR: 1mr

CASSEGRAINIAN
= === RITCHEY — CHRETIEN

1 L 1

o 2 4 6 8 10 12

RECEIVER RADIUS (cm)

Figure 4. Comparison of Intensity

Distributions

TABLE 3. CASSEGRAINIAN PLUS TERTIARY PERFORMANCE

Rim Angle: 60° O, = 4mr
=1.96 m

Secondary Diameter

0g = 2mr or = 2mr Z2/F = 0.75

Capture Ratio: .995

Nmay Zp(em)® P(kW)
.89 96.0 34.4

.89 114.0 34.4

Capture Ratio: .975

_CR r(cm) IF
1200 10.1 .98
1300 9.7 .98
1500 9.0 -
2200 7.5 -
LR IF Mmax
1200 .97 .58
1300 .97 .38
1590 .96 .87
2200 .96 .87

*%r = height of the tertiary
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ZT(cm) P(kW)
42 33.7
47 33.7
60 33.6
118 33.3
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Comparing the maximum efficiencies for the Cassegrainian only and the Cas-
segrainian plus tertiary yields a 17 percent increase at CR = 1200 and a
19 percent increase at CR = 1500. These increases in efficiency result from
increasing the intercept factor. Additionally, it is possible to increase
the concentration ratio without significantly degrading the efficiency when
using the tertiary.

Effects of Misalignment

There are three loss mechanisms that affect the performance of the tertiary
reflector. They are:

Rejection of rays through the inlet aperture.
Absorption of energy caused by multiple reflections.
Non-interception of radiation by the inlet aperture.

Another loss mechanism, introduced by the reduction of the secondary diam-
eter, 1s non-interception of radiation by the secondary reflector.

Rotational misalignment has the

largest effect on increased 1.00 ~
loss, followed by axial align-
ment. Positive axial misalign- rOX = 0.0254

ment reduces the percentage of
radiation not 1intercepted by the
secondary. Perhaps the second-
ary diameter cculd be increased,
resulting in less sensitivity to
axial misalignment.

Figures 5 and 6 show the effects

OPTICAL EFFICIENCY

- - . A
of . multxplg . mlsalxgnmgnts on 70 \. Dz - +.0254
optical eff1c1er3cy and intercept \ Dz - -.0254
factor. The criteria chosen tor -
determining the maximum amount
of misalignment permissible was 60 | DX = RADIAL MISALIGNMENT (m)
to set the minimum optical effi- DZ = AXIAL MISALIGNMENT (m}
ciency egqual to the maximum -
efficiency attainable without
the tertiary with perfect align- 50 L 1 J
ment . This 1is an arbitrary 0.00 50 1.00 1.50

decision, although it does give ROTATIONAL MISALIGNMENT OF SECONDARY (DEG)
a rational bound on system effi-

ciency. Using this criteria,
th maximum combined misalign- Figure 5. Effect of Misalignment
ment is: on Optical Efficiency
Axial: + .0254m (1")
Radial: + .0254m (1")
Rotational: +.5°
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This results in a decrease in opti-
cal efficiency and intercept factor
of approximately 1l percent, such
that the minimum optical efficiency

is 77 percent, with an intercept
factor of 85.5 percent.
A ki CONCLUSIONS
.80} \NM\
.\ D2 = -.0254 o ]
s \DZ=+0264 The Cassegrainian concentrator 1s a
: viable system for the T-meter dish
.70+ studied.
L DX = RADIAL MISALIGNMENT (m) The Ritchey-Chretien modification
DZ = AXIAL MISALIGNMENT (m) does not significantly improve the
.60% performance of the Cassegrainian
DX = 0.0254 configuration due to the presence
- of surface slope errors that
sol , , L largely mask ifnprovements produced
~0.00 50 1.00 1.60 by the elimination of coma.

ROTATIONAL MISALIGNMENT OF SECONDARY (DEG) A non-imaging tertiary reflector

3.

significantly improves the optical

performance of the Cassegrainian,

Figure 6. Effect of Misalignment and should be integrated into the
on Intercept Factor design.
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ENGINE/RECEIVER DEVELOPMENT

Tarss Kiceniuk

Jet Propulsion Laboratory
Pasadena. CA 91109

Solar parabolic dishes require small, high efficiency heat engines. These
engines need to be compact and to have low operating cost.

The first paper describes developrent of an organic Rankine engine.
Resolution of two key problems - excessive bearing wear and arcing within
the alternator were reported.

The second peper reviews development of several small engines and their
possible use with dishes.

Since solar receivers are in the efficiency train with engines, high
efficiency receivers are also required.

The third peper discusses the technological status of solar dish receivers
and suggested a number of approaches to improving their design.

The fourth paper reports on testing of various materials relative to their
use on aperture plates of receivers.
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CURRENT STATUS OF AN ORGANIC RANKINE CYCLE ENGINE DEVELOPMENT PROGRAM

T iw w

N 8 4 2 8 2 3 O Robert E. Barber

Barber-Nichols Engr. Co.
Arvada, CO 80002

This paper presents the steps taken to achieve improved bearing life in
the organic cycle (ORC) engine being developed for use on solar parabolic
dishes. A summary of recent test results is also given.

The Power Conversion Subsystem (PCS) consists of an air-cooled,
regenerative 25 ki, ORC engine/generator unit mounted at the focus of a
parabolic dish concentrator. The working fluid, toluene, is circulated in
a hermetically-sealed, closed loop system. Toluene vapor at 750 to

800°F drives the turbine-alternator-pump assembly (TAP) at speeds up to
60,000 rpm. Liquid toluene is used as the lubricant in the hydrodynamic
fluid-film bearings in the TAP.

Excessive bearing wear was experienced during solar testing of the PCS at
the JPL Parabolic Dish Test Site in February and h.rch 1982. As a result,
a program was undertaken to diagnose the cause of bearing failure and
remedy the problem. This effort was successful and the specific testing
approaches and design changes which led to the current successful bearing
system configuration are discussed in the paper.

The first series of tests in the Bearing lLife Development Program was
designed to characterize the performance . *he radial bearing and thrust
bearing designs (as individual bearings) unaer various combinations of
controlled load, speed, lubricant flow rate and temperature.

The next series of tests utilized the actual TAP assembly. The shaft was
mechanically driven at speeds up to 60,000 rpm by a special test rig.
Optical proximity probes were installed to monitor shaft orbit behavior.
Evidence of rotor dynamic instability (subsynchronous whirl) was observed;
this led to further analyses and specific design changes in the radial
bearings and lubrication feed system. However, bearing surface damage
continued to appear even after the rotor instability problem was solved.
This was traced to electrical pitting caused by electromagnetically-
induced shaft voltage arcing across the fluid film and was corrected by
design changes.

The most recent test series included operation of the entire PCS (with the
TAP installed) for 100 hours of total rum time in a ground test facility
at Barber-Nichols Engr. Co. (B-N) which realistically simulated operation
on the sun. Rotor dynamic behavior was recorded continuously during the
100 hours and the TAP was disassembled at predetermined intervals for
bearing inspection. Performance of both the 5-shoe, tilting-pad radial
bearings and the gimbal-mounted thrust bearings was entirely

satisfactory. This test demonstrated that the objective of solving the
“infant mortality” bearing problem has been accomplished. The Power
Conversion Subsystem also demonstrated reliable operation over a wide

range of test conditions.
. ®
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OVERVIEW OF ADVANCED STIRLING AND GAS TURBINE ENGINE DEVELOPMENT
PROGRAMS AND IMPLICATIONS FOR SOLAR THERMAL ELECTRIC APPLICATIONS

Donald Alger

NASA Lewis Research Center
Cleveland, OH 44135

The DOE automotive advanced eneine development projects managed by the
NASA Lewis Research Center were describded. These included one Stirling
cycle engine develcpment and two air Brayton cycle developments. Other
engine activities include 1) an air Brayton engine development sponsored
by the Gas Research Institute, and 2) plans for development of a Stirling
cycle engine for space use. Current and potential use of these various
engines with solar parabolic dishes were discussed.
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N 8 4 2 8 2 3 é ADVANCEN SOLAR RECEIVERS

William A. Owen
Jet Propulsion Laboratory
Pasadena, California

Even though more small cavity solar receivers have been designed,
fabricated and tested in recent times, the perennial problem of low
thermal efficiency has not gone away. Most solar receivers have not been
as efficient as the analysis that went into their design predicted.
Energy losses have been 5 to 50 percent greater than anticipated.

Perhaps this should have been expected since little optimization was done
in the formative periods of system design due to the relatively low cost
of the receiver compared to the entire system cost. Recent system
designs, however, have paid greater attention to receiver efficiency as a
route to greater system efficiency recognizing too that there is a higher
probability of good improvement per design dollar here than with already
optimized subsystems.

Receiver losses result from all three modes of heat transfer, radiation,
convection and conduction. Table 1 indicates how these might be
distributed and shows where future improvements could be expected. These
are of course temperature dependent, the numbers shown are for a receiver
with a cavity temperature about 8700C (1600°F).

At this meeting last year, I showed data which indicated that even though
there was not a lot of active receiver development in progress, the
prospect of producing a very efficient i.e. greater than 90 percent,
small cavity solar receiver was good. As new data became available, that
analysis has been kept reasonably up to date and today I can give you a
progress report.

The basic thesis that a highly efficient cavity receiver is practical is
still a good one. And how we get to that goal is a little clearer. Test
runs at the JPL Parabolic Dish Test Site on a Brayton cycle receiver
built for us by Garrett AiResearch and a series of tests run for us by
Sanders Associates at their Merrimack, New Hampshire test facility have
given us better numerical insight into exactly how the losses from small
cavity receivers are distributed.

Figure 1 is a cut-away drawing of the Sander's receiver. It was mounted
on a test stand and preheated air (T2) suppl.ed at about 0.25 kg/sec
(0.56 1b/sec), a rate typical of the Brayton engines under

consideration. The small numbers on the figure indicate thermocouples
and the q numbers bracket various zones of the receiver from which heat
losses were measured. Table 2 summarizes the results obtained. Several
facts are immediately evident from the numbers. The most obvious is that
about two-thirds of all losses are in the window frame area qy. This
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should easilv be reduced by redesigning the insulation inside the cavity
and adding external insulation in the frame area. Additional heat could
be retained by better insulation systems in the flange area (ga3) and

in the outlet duct area (qg). The overall lesson to be learned here is
that conduction losses are not negligible and should receive adequate
attention.

To estimate the overall efficiency of the receiver, it was allowed to
reach thermal equilibrium and cverall losses establiched from the
temperature drop of the air stream. Tvpical temperature data is shown in
Figure 2 and the Tesses calculated in Table 3. These date aiiow an
overall receiver efficiency tc be estimated. Thus, for a 75 kW capacity
receiver operating at about 8700C (16000F), when an 8 percent window

loss of 6 kW due to Fresnel reflection is added to the 6.58 kW thermal
loss, the overall efficiency is about 83 percent. This value agrees wcll
with previous mee<irements and suggests that a highly efficient receiver
is more iikelv to ve windowiess.

The disadvantage ¢f noet having a wincow is cavity convecticn. While
considerable work has been done on this problem for the very iarge
central receivers, not much confirmatoryv evidence exists for small
cavities. This needs to be done especially since it is affected by so
many variables such as wind speec anc direction, cavity configuration,
attitude, tempereture, mounting ceometry, and others. The hignly
efficient receiver must have these well under control.

Another major loss mechanism, usually the largest, is radiation out the ;
aperture. But evern thouch it is a larce ioss, very little work has been i
done recentiv. I think this is, at least in part, due to the i
misperception that there is not much you can do zbout it. But many

routes exist to reduce this Tloss.

The most obvious of these is to reduce the size of the aperture. Very
good systems engineering is essential to balance concentrator performance
against costs for a minimal focel plane spot ciameter. This also allows
for the optimal spillace allowance to be estahlished. Other techniques
such as usinc terminal concentrators should be evaluated.

Within the cavity, several tecnniques are aveilable tc reduce
reradiation. Figure 3 illustrates a number of these including overall
cavity size ratio, cavity wall configuration, heat exchanger placement,
thermal characteristics of the casvity components especially using
absorbers and reflectors in an optimal fashion, using secondary heat
exchangers as preheaters while cocling cavity elements, and others. Good
radiation management is essnntiel and should result in significant
performance improvements.

In summary, if careful attention is paid to the overall thermal systems
design especially to conductive losses about the window and areas of
relatively thin insuiation; and if the cavity design is carefully managed
to insure a small, minimally reradiating aperture, the goal of a very
high efficiency cavity receiver is a realistic one.
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EXPECTATIONS

RADIATION

CAVITY CONVECTION
CONDUCTION

EXTERNAL CONVECTION
REFLECTION

EXTERNAL RADIATION

PREVIOUS

LOSS-WATTS

6000

2500

2000

750

500

_20

12000

EFFICIENCY 85%

Table 1: Receiver Losses
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IMPROVED
1000 - 2000
1000
500
500
200
200

3400 - 4400

94 - 95%
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ONE DIMENSIONAL STEADY STATE COMPOSITE CONDUCTION MODEL

Test 1 Test 2 Test 3 Test 4 Test 5 |Location of
TC Nodes

Tl 1271 1360 1478 1580 1648 46,47,48
Tz 1221 1323 1442 1542 1602 51, 53

qu 1.77 3.12 2.40 4.74 2.69 24, 7

qu 20.35 25.64 25.59 41.29 33.75 22,6

q‘3 62.08 71.13 87.47 87.09 105.59 28, 5

qu 0.07 0.30 0.51 1.40 1.61 35, 41

qaz 19.80 23.67 25.06 40.50 32.80 34, 40

qaa 69.98 77.35 87.81 104.4 107.81 33, 39

qc4 34.03 38.43 43.48 212.24 229.35 29, 13

qcs 37.87 42.42 47.15 51.83 260.36 30,14

LI 2.24 38.99 59 .25 33.49 39.90 26,36,42.,8
q£ 2.29 6.6 6.83 6.73 9.49 27,37,9,43
qr .63 2.45 1.96 13.69 18.42 28, 38,10,44
9, 83.44 104.57 123.07 139.98 137.38 15, 4

qL 33.83 38.57 49.72 51.80 55.00 17,3

qu P613.71 1837.2¢ 209€ .77 2354.45 2605.20 69,2

"2083.0  2413.0  2773.3 3300  3781.7

QSUH (0.6110) (0.7078) (0.8135) (0.9680) (1.1093)

TABLE 23 q VALUES IN BTU/HR, QSUH in Kwt,

T IN °F,

T ®

80°F

Qsun = 94*29g*qc*ap*aptap*a *a) tay
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TIME AVERAGED ENTHALPY DROP OVER RECEIVER

Time (min.) T, aveF AT °F | Mass Flow Rate q Kw,
34 to 56 1276 16.0 0.572 2.62
87 to 80 1631 38.5 0.564 6.58

atboe

TABLE 3 -~ AVERAGED OVER PERIODS SHOWN IN

FIGURE 2

I

o
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receiver tubing

inlet header
outlet header
window

Figure 3:

|

radiation distribution cone
receiver cage with insulation
focal plane area

cooling tubes

reflective wall

e
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9
A
i

Receiver.

Cavity Shape Optimization
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Solar Tests of Aperture Plate Materials for Solar Thermal Dish Collectors

s v e o N84 28233

Jet Propulsion Laboratoryv

Pasadena, CA 91109

ABSTRACT

In parabolic dish solar collectors, walk-off of the spot of concentrated
sunlight can be a hazard if a malfunction causes the concentrator to stop
following the sun. A test program was therefore carried out to evaluate the
behavior of various ceramics, metals, and polymers under solar irradiation
of about 7000 kW/m2 (peak) for 15 minutes. The only materials that dia

not slump or shatter were two grades of medium-grain extrudea graphite.
High-purity slip-cast silica might be satisfactory at somewhat lower flux.
Oxidation of the graphite appeared acceptable during tests simulating walk-
off, acquisition (2000 cycles on/off sun), and spillage (continuous exposure
of a receiver aperture lip).

INTRODUCTION

If a malfunction occurs in a solar thermal point-focus distributed receiver
power plant while a concentrator is pointed at the sun, motion of the concen-
trator may stop. As the sun moves relative to the Earth, the spot of concen-
trated sunlight then slowly "walks off" the receiver aperture, across the re-
ceiver face plate, and perhaps across adjacent portions of the concentrator.
Intense local heating by the concentrated sunlight may damage or aestroy
these parts.

Methods of protection against walk-off damage are disc.ssed in Ref. 1. Use
oi materials that can withstand the concentrated sunlight without active
cooling has the advantage of providing passive protection, which should
1acrease reliability and may be less costly than alternative techniques.

The peak flux density at the focus 1is typically 1,000 to 15,u0u kW/m2. With
such 1nput, a gray body losing heat only by reradiation may reach an equilib-
rium temperature as high as 3750°C (6800°F). Because the spot moves at the
Earth's rotation rate of 15 deg/h, typical times for the spot to move 1ts own
diameter are 5 to 15 minutes (except in polar regions). For passive protec-
tion, a material and design that can withstand these conditions is needed.

Ability to withstand walk-off is only one of the requirements for an aperture
plate. 1In most designs, the spot of sunlight traverses the aperture plate
each time the concentrator is swung to point it at or away from the sun
during normal operation. The exposure time during normal sun acquisition or
"deacquisition" is much shorter than during walk-off: typically 1 to 2
seconds for the spot to move its own diameter. However, sun acquisition ana
deacquisition occur once or several times a day during operation, whereas
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walk-off occurs only through malfunction. An aperture plate that is exposed
to the sun during acquisition should withstand many cycles of acquisition
and deacquisition.

An additional requirement of any aperture plate is that it rust withstand
"spillage" or lip neating. The flux density at the lip during normal opera-
tion is usually less than one percent to a few percent of the peak flux
density of the spot, but the lip is exposed to this spillage at all times
when the concentrator is pointed at the sun.

Some work has been reported on the ability of uncooled materials to withstand
concentrated sunlight for short periods of time. Except for some limited
tests, this prior effort was not oriented toward dish concentrators, and
either the flux densities or exposure times used were lower than those of
interest for walk-off of dish concentrators. Considerable work has been done
on materials for high-speed reentry bodies and for resistance to nuclear ex-
plosions, but applicability of this work to solar concentrators 1s uncerta.n
because of the different modes of energy transfer. It therefore appeared
worthwhile to undertake tests to evaluate candidate materials. In partic-
ular, there was Interest in finding a suitable aperture plate material for
passive protection for the organic Rankine system. A more detailed account
of the work, with extensive literature references, is given in Ref. 2.

TYPES OF MATERIALS TESTED

The general types of materials tested included graphite, silicon carbide,
silica, silicates, alumina, zirconia, steel, and polytetrafluoroethylene.
Also tested were aluminum and copper with temperature-resistant coatings,
and graphite with temperature-resistant coatings. About 45 samples were
tested.

The preferred sample size selected was 200 x 200 x 25 mm (8 x 8 x 1 in.), to
have samples large enough when compared to the solar spot size and thick
enough to provide reasonable protection. A few thicker samples were tested
to see if greater thickness improved performance. Because many samples were
provided free of charge rather than purchased, they were often smaller than
preferred. Some were as thin as 0.4 mm (0.017 in.); these samplzs were pro-
vided more because of the supplier's interest in using them for protection
during normal operation, acquisition, and deacquisition than for possible
walk-off protection.

TEST EQUIPMENT

Solar tests were made on Test Bed Concentrator 1 at J.P.L.'s Parabolic Dish
Test Site. As part of the setup for testing a major portion of the organic
Rankine module, a water-cooled aluminum shield had been mountecd near the
focal plane of the concentrator. This shield had a central opening 400 mm
(16 in.) in diameter. A water-cooled aluminum sliding shutter, installed on
the side of the shield closest to the concentrator mirrors, could be opened
or closed to permit concentrated sunlight to pass through the shield opening
or to block it off.
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Solar Walk-off And Solar Acquisition

For the materials walk-off and acquisition tests a fixture was designed which
mounted against the aluminum shield, on the side away from the mirrors. The
test fixture was made of graphite in the form of a "window frame" with an
opening 230 mm (9 in.) square, in which the sample was placed. The sample
was retained by graphite rods 10 mm (3/8 in.) in diameter, which fitted
loosely through holes in the upper frame of the fixture and rested in blind
holes in the lower frame. During exposure, the center of the solar spot was
close to the center of one face of the sample.

The flux pattern used for walk-off and solar acquisition tests was designed

to simulate the pattern then planned for use with the organic Kankine module.
The distribution of solar flux in the materials test plane was measured with

a flux-mapper (Ref. 3). The peak measured flux density in this plane was 9,700
kW/m2 at an insolation of 1 kW/m2. The total concentrated solar power at

1 kW/m?2 was approximately 78 kW, as measured by a cold-water calorimeter. In
the materials tests the actual insolation was lower than 1 kW/m2; at an inso-
lation of 720 W/m%¢, the peak flux density was 7,000 kW/m2.

Solar Spillage

For spillage tests, one edge of the samples was tapered and rounded to form
a lip. Two chromel-alumel thermocouples, wire diameter 0.25 mm (0.010 in.),
were inserted through the back of the 26 mm (1.0 in.) thick samples, termin-
ating 0.5 mm (0.0Z in.) from the lip. The samples were mounted at various
radial and axial positions to simulate spillage conditions (such as flux
levels) that might be encountered with various solar thermal power modules.
Samples were mounted off center so that only the edge of the solar spot
struck the sample.

TEST PROCEDURES

In all solar tests, the samples were observed on television utilizing a
black-and-white TV camera; imagery was recorded on a video cassette recorder.
Insolation was recorded digitally using Eppley and Kendall pyroheliometers.
Direct normal insolation during tests was 530 to 96U w/mZ.

Walk-off Tests

All of the materials investigated were tested for their ability to sustain
walk-off. The test duration was 15 minutes unless the sample failed earlier.
The test was more severe than an actual walk-off because the spot of maximum
solar flux was held fixed on the sample, whereas in walk-off the spot would
traverse across the plate.

Several samples were tested wet to simulate exposure to rain followed by sun-
light and walk-off. They were soaked in water at a depth of 15 to 30 cm (6
to 12 in.) for at least 3U minutes prior to solar testing.

Acquisition Tests

Tests aimed at evaluating behavior under acquisition and deacquisition condi-
tions and under spillage conditions were conducted only on graphite. These
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tests were run because some grades of graphite appeared promising in the
walk-off tests, but there was concern that the rate of loss of graphite by
oxidation might be excessive under the long cumulative exposures associated
with acquisition-deacquisition and spillage.

Two graphite samples were tcsted under conditions simulating repeated acquis-—
ition and deacquisition. °hey were mounted in the same way as the samples
for walk-off testing. The acquisition-deacquisition tests consisted of mul-
tiple cycles of opening and closing the shutter, each approximately 1 second
open, 10 to 19 seconds closed. Maximum exposure was 2000 cycles. Insolation
in these tests was 780 to 960 W/mZ; acquisition and deacquisition in service
probably would be primarily at low sun elevation, when insolation would be
lower.

Spillage Tests

Solar tests of oxidation of graphite under conditions simulating many thou-
sand hours of spillage exposure were beyond the scope of this work. Instead,
to allow estimation of the long-time oxidation rate, measurements were made
of the temperature of graphite samples simulating a tapered aperture lip.

The lip, with thermocouples inserted, was placed 75 to 175 mm (3 to 7 in.)
from the center of the spot of sunlight (representing aperture diameters of
150 to 350 mm, 6 to 14 in.) and at various axial positioms. Flux density at
the lip position nearest the spot center varied from less than 1 to over
1000 kW/m2 depend:~o on sample position.

WALK-OFF TESTS: MELTING AND FRACTURE RESULTS AND DISCUSSIOMN

Results of the walk-off tests are summarized in Table 1 and tabulated, with
accompanying measurements and photographs, in Pef. 2.

Graphites

Grade G-90. Graphite grade G-90 was the only material . -onsistently
survived a 15-minute simulated walk-off without melting, s..uwping, or crack-
ing. A sample of G-90 survived two l5-minute tests without cracking. An~
other sample of this material was tested wet, and did not crack.

Grade G-90 is an extruded material that is reimpregnated several times with
coal-tar pitch and regraphitized to reduce its porosity and increase its
bulk density. Grade G-90 is a premium grade and somewhat expensive for a
graphite: about $45/kg ($20/1b).

Grade CS. During the standard walk-off test, all six samples of uncoated
graphite grade CS 14 to 37 mm (0.5 to 1.5 in.) thick developed a single crack
extending from near the midpoint of an edge to near the center of the speci-
men. This reproducibility was striking, particularly because the samples
came from three different lots of graphite. Of two samples that were 50 mm
(2 in.) thick, one survived the simulated walk-off test without cracking or
other failure; the other cracked from an edge to somewhat beyond the center.
None of the CS graphite specimens fell gpart into two or more pieces. Four
samples of CS graphite that cracked halfway during initial exposure were
retested for total times up to 45 minutes without further observed crack
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advance. Apparently the first crack, halfway across, was sufficient to
relieve the thermal stresses and prevent further cracking. With proper seg-
menting, this grade should perform satisfactorily. (Bank and Owen (Ref. 4)
reached a similar conclusion on the basis of earlier tests.) Grade CS is a
commercial grade of extruded graphite that costs about $4.50/kg ($2/1b).

Like most graphites fabricated by extrusion, grade CS has markedly aniso-
tropic properties, with its coefficient of thermal expansion being lower and
its strength higher in the direction parallel to the grair (parallel to the
extrusion direction) than in the direction perpendicular to the grain (per-
pendicular to the extrusion direction). It is very likely that cracking
occurred perpendicular to the grain.

Effect of Water. Graphite grades G-90 and CS absorbed very little water on
immersion and their subsequent performance in simulated walk-off tests was
unaffected by this wetting.

Other Graphite Grades. Other grades of couventional graphite tested were
3499, 8826, and HLM-35. All samples of these grades cracked apart or
shattered in test; the 3499 at exposure times of 1-1/2 to 8 minutes, the
8826 and HLM-85 in 1 to 1-i:/’ minutes.

Walk-off Performance and Other Characteristics of Graphite Grades.
Graphite grades G-90 and CS, which performed well, are extruded grades with
medium grain size (maximum particle size nominally 750 micrometers). Grades
3499 and 8826 are fine-grained molded graphites (maximum particle size nomi-
nally 75 micrometers); they shattered in test. This suggests that fine grain
(and possibly molding) is less desirable than medium grain (and extrusion?)
in graphites for walk-off protection. Such an interpretation of the grain
size effect is consistent with the general belief that coarser-grained
graphites have better resistance to thermal shock than fine-grained.

Many graphite grades are available besides those tested. Perhaps some fur-
ther testing of grades with a wider range of characteristics would be worth-
while.

Graphite Cloth. One sample of a "graphite cloth," graphitized polyacrylon-
itrile, was tested under simulated walk-off conditions. The sample, 0.43-wmm
(0.017-in.) thick, developed slits and holed through in 30 seconds. Exami-
nation under the microscope indicated that the material had not melted, but
that woof fibers, especially, had disappeared, presumably by oxidation.
Similar results have been reported (Refs. 4,5).

If one assumes that multiple layers would behave independently, an dssembly
of 30 plies, 13-mm (0.5-in.) thick, might last 15 minutes. This is rather
speculative in the absence »i a multi-layer test. Such a graphite cloth
assembly would be considerably lighter than conventional graphite of the
same dimensions: 4.5 kg (10 1b) for an aperture plate for the collector men-
tioned ibove. Material of this type costs about $150/kg ($70/1b).

Coated Graphite. Three samples of graphite were coated with boron nitride,
whicis is white, and two with commercial high-temperature white paints. The
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samples behaved like uncoated samples of the same grade, except that one CS
sample cracked all the way across, rather than halfway.

Silica

Samples of high-purity slip-cast fused silica with fine particle size sur-
vived 4 minutes at insolation of 670 W/m2 and 1-1/2 minutes at 740-790 W/m?2
before slumping. The longer survival at the lower insolation suggests that
high-purity slip-cast silica would be satisfactory at somewhat lower flux
levels than those used in this test program. The cost of a segmented aper-
ture plate of high-purity slip-cast silica for the collector discussed would
be about $12/kg ($6/1b) in quantities of a hundred or so.

Other Materials

None of the other materials survived more than 3 minutes. Most failed within
a few seconds. Comparison of the behavior of the various materials in the
walk-off tests emphasizes the importance of melting point. The only mate-
rials tested that did not melt or slump were graphite and silicon carbide.
Neither of these materials melts at atmospheric pressure. Silicon carbide
was nevertheless unsatisfactory because it shattered in thermal shock. Sili-
con carbide has lower thermal conductivity than graphite, which is doubtless
a major factor in its poorer performance.

WALK-OFF TESTS: OXIDATION RESULTS AND DISCUSSION

During walk-off tests the loss in thickness due to oxidation for grades CS
and G-90 varied from 0.2 mm (0.008 in.) to 8 mm (0.3 in.) per 15 minutes of
exposure. The corresponding loss in mass was 2 to 22% (normalized to a
standard sample size, 25 x 200 x 200 mm (1 x 8 x 8 in.), assuming that the
mass loss in grams is independent of sample size). This loss rate will
probably be acceptable for walk-off protection because walk-off is expected
to be an infrequent event and the test was more severe than the expected
service.

The effect of wind speed on the oxidation loss was significant (Fig. 1), and
accounts for a large part ~€ the variation in loss between samples. Interest-
ingly, insolation did not have a significant effect upon mass loss rate. The
literature indicates that, at the :emperatures encountered in walk-off, the
rate-limiting process is mass transfer through the boundary layer. Insola-
tion level would be expected to have only a small effect on mass transfer,
whereas wind speed would have a major effect.

The difference in mass loss rate between grade CS graphite and grade G-90
was not statistically significant. Neither a boron nitride coating nor
prior immersion in water had a statistically significant effect.
ACQUISITION TEST RESULTS AND DISCUSSION
The repeated on-sun/off-sun cycles used for some samples of grade CS graph-

ite were intended to give an indication of the extent of graphite oxidarion
during normal sun acquisitions and deacquisitions. In 700 to 2000 cycles,

62

e e s = aaEy R i ENET WP RN T XYL vE



~

13

BRI IR

-

which might represent a year or two of service, the samples lost 5 to 7 mm
in thickness ard 0.15 to 0.2% of their weight (normalized to a thickness of
25 mm, 1 in.). This appears to be tolerable. Wind speed during the simu-
lated acquisition-deacquisition test was 2 to 10 m/s, 4.5 to 22 mi/h), repre-
sentative of the wind conditions likely to be encountered during operation.

SPTLLAGE TEST RESULTS AND DISCUSSION

The various positions of the sample edge in the spillage tests were used to
indicate the temperatures attained by the lip of a graphite aperture plate
exposed to various levels of spillage. One test represented, approximately,
the conditions that were planned for the organic Rankine receiver with an
aperture diameter of 350 to 380 mm (14 to 15 in.). The flux demnsity at the
lip was about 10 kW/m2; the lip temperature was 107°C (2259°F). At this
temperature the cxidation of graphite would be negligible even over periods
of many years.

Tests of other samples represented conditions on receiver aperture plates
having diameters of 150, 200, and 250 mm (6, 8, and 10 in.), positioned
close to the focal plane. Flux densities at these positions were approxi=-
mately 400, 70, and 40 kW/m2. Temperatures reached were, respectively,
312, 173, and 1339C (594, 343, and 2719F). According tc data of Ref. 6,
the oxidation rate for grade CS graphite below 750°C (1400°F) 1s given by

g ~42,900/RT,
dm/dt = 5.26 x 10 e (1)

mass loss, g/m?s
universal gas constant = 1.986 cal/K-mol
temperature, K

where dm/dt
R
Ty

For the 200 and 250 mm (8 and 10 in.) apertures, the calculated oxidation
rate is negligible. For a 150 mm (6 in.) aperture, the calculated rate of
less than 1 um/y certainly appears acceptable.

According to the literature, graphite oxidation at temperatures up to 750 to
850°C (1400 to 1600°F) is reaction-rate limited. Loss rates due to spillage,
therefore, should not be significantly affected by wind speed.

SUMMARY AND CONCLUSIONS

A test program was carried out to evaluate behavior oif materials under condi-
tions simulating walk-off of a parabolic dish solar collector. Each test
consisted of exposure to concentrated sunlight at a peak flux deunsity of
about 7,000 kW/mZ2 for 15 minutes. Types of materials tested included
graphite, silicon carbide, silica, various silicates, alumina, zirconia,
aluminum, copper, steel, and polytetrafiuoroethylene. Of these, the only
material that neither cracked nor melted was grade G-Y0 graphite, a premium
grade. Grade CS graphite, a lower cost commercial grade, cracked half-way
across, but did uwot fall apart. Both of these grades are medium-grain ex-
truded graphites. A graphite cloth (graphitized polyacrylonitrile) showed
fair performance when tested as a single thin ply; it might be useful as a
multi-ply assembly.
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The only other material tested which appeared promising was high-purity
slip-cast silica; samples survived one and one-half to four minutes. This
duration is inadequate for walk-off protection, but the material may well be
satisfactory at flux densities somewhat lower than those used in these tests.

The other grades of graphite and silica tested, and all the samples of other
materials, either melted, slumped or shattered quickly during the walk-off
tests.

Coatings of white high-temperature paint or boron nitride did not improve the
performance of graphite samples. Immersion in water prior to test, simulat-
ing rain, did not affect their performance.

Oxidation of grades CS and G-90 graphite per l5-minute simulated walk-off
varied from 0.2 to 8 mm (0.008 to 0.3 in.) of thickness, from 2 to 22% of
the mass (normalized to 25 mm (1 in.) thickness). The amount of oxidation
varied strongly with the wind speed.

Grade C. graphite was tested for up to 2000 cycles simulating l-second
periods of acquisition at the same flux density as the walk-off test. Loss
in moderate to high winds was about 5 mm in thickness or 0.15% of the sample
mass. Test. under s.-uiated spillage conditions were limited to ~asure-
ments of the temperature of the li, of a simulated aperture plate of grade
CS graphite. They indicate that the oxidation rate of this material will be
negligible at a flux density of 400 kW/m? on the lip, for the graphite
geometry and flux distribution used in test.
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Table 1
Summary of Results of Walk-off Tests

Material Type

Graphite

SicC
Si02

Silicates

Al,04
Zr09

Copper
Aluminum
Steel

3499
8826
cS

HLM-85
G-90
Cloth

Slipcast, high purity
Slipcast, commercial
Fibrous, glazed
Mullite

Processed kao’'1in
Cordierite
Alumina-bovia-silica
Paper

Cast and sintered
Fibrous board

Cloth

Polytetrafluoroethylene

Time

l to & min
1 to 1-1/2 min
10 s to 14 min

1 to 1-1/2 min
30 min

30 s

ls

1-1/2 to 4 wmin
10 s

7s

1 to 4 s

T
[+}
(=)
n

RN = 0= NN~ N W
a2
(%
=

B %

Thickness Failure Mode

mm

26 Shattered

26 Shattered

14-50 Ciacked halfway
(1 of 10
survived)

24-26 Shattered

24-25 (Survived)

0.4 Holed

6-32 Shattered

18-21 Slumped

20-26 Dripped

41 Dripped

32-38 Melted

27 Melted

25 Melted

0.5-0.7 Melted

0.4-1.4 Melted

29 Melted

25 Melted

0.5 Melted

26 Melted

1.8 Melted

2 Melted

38 Melted
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Fig. 1 Effect of wind speed upon mass loss by oxidatior, for graphite,
orades CS and G-90, in walk-off tests. (Mass losses normaliz.u to
15 minutes exposure and 25 x 200 x 200 u. (1 x 8 x & in.) sample.
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NON-DOE-SPONSORED DOMESTIC DISH ACTIVITIES

Toshio Fujita

Jet Propulsion Laboratory
Pasadena, CA 91109

The papers in this session are devoted to parabolic dish development
activities being undertaken within the private sector of the United
States. The pri. -y erphasis of these non-DOE-sponsored activities is
placed on the development of commercial products that can penetrate the
market in the near term. The exchange of information between these
activities and the complementary )OE-sponsored work directed toward
developing advancements in techaclogy is considered to be of major
importance. The experiences and problems encountered in the private
sector serve as inputs that will help guide in the planning of the DOE
program. In turn, a principal objective of the DOE program is the
transfer findings of its technological development activities to the
private sector.

Activities in the private sector are characterized by their diversity in
terms cf both product design ard marketing approach. This diversity is
reflected in the five domestic dish activities covered in this session.
The differences in the design concepts and the sizes of the dish
concentrators under deveiopment are particularly noteworthy.
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John H. Atkinson and John M. Hobgood
Advanced Solar Power, Inc.

Anaheim, California 92806

Abstract

Advancad Solar Power, Inc. (ASPI) has developed a demonstration prototype of
a point focusing solar power system. The concentrator 1s a modified
Cassegrain system (lOth order generalized 2cspheric mirrors) producing 10,000
suns at the focal point. The integral receiver is an extenged, pressurized
black-body cavity designed to operate at 700 psi and 503 'F. The system
tracks on two axes under microprocessor control. The demonstration prototyvpe
has a 4 kilowatt thermal (kWt) mirror mounted on a 40 kWt receiver svstem and
is trailer-mounted (freeway legal) for experimental use.

Because of the patented black-body cavity receiver design, high thermal
efficiencies of 807 with aluminimum and 902 with silver on the mirrors are
calculated. tnergy is transferred directly from photons to the molecules of
the working fluid (water). The design system efficiency for th;s technﬂlogy
is v1rtually constant in the working range of 350 °F to 2000 °F aad 135 nsi
to 10,000 psi because reradiation is negligible.

Commercial units are sized at 40-50 kWt (highway transportable), 50C kWt
{heliccpter transportable) and 1 MWt (mirrors manufactured on site). Wh*le
tooling 1is expensive, qusitity amanufacturiag is inexpensive and desiznaz =o
be automated. The 40 xWt to 50 kWt (136,00 to 170,000 urnits will cost about
$20,000 per unit with an available steam engine at a production rate of 3006
units per year. A cogeneration version may cost on the order of $2,232 per
kilowatt electric (kWe) for 1l to 10 xWe and 120,600 BTU/hr for a thermal
load. The 500 kWt to | MWt units are astimated to cost $100,000 to $159,000
at a production rate of 500 units/year with .he high likelihood of usiag
conventional ctear tu:rbine generator technologyv to achieve $600 to 51,000 per
«We of capacity installed cost.

All sizes of ASPS units have the .anerent capability of buffer storage of
abouat i hours of energy cclieztion. Applications for ASP; .nits range from
ircigation  sumping, <ogeneration and  inudstrial protess  heat to
heater/treater operations in oiifieids. The largzer units are designed to Se
competitive with fossil fue: as oilfield steam generartors, large-scaie
chemical production, particularly in conjunction with geothermal wells, and
electric power onroduction. Since any transparent or translucent working
madiue zan be used, possibilities exist for verv efficieat systems using
heiinm, air, tolulene or sewage sludge as a wcrking medium.
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Introduction

The Advanced Solar Power System (ASPS) uses a techmically sopnisticated
design and extensive tooling to produce very efficient (80-902) and
versatile energy supply equipment which is inexpensive to manufacture aad
requires little maintenance. The advanced optical design has two 10th order
generalized aspheric surfaces in a Cassegrainian counfiguration which gives
outstanding performance and is relatively insensitive to temperature changes,
wind loading and manufacturing tolerances have been achieved.

A 4 kilowatt thermal (kWt; 14,000 BTU/hr) freeway transportable demonstratior
prototype unit has been designed, constructed and tested. The system,
illustrated in Figure 1 uses automatic two-axis tracking, focusing and
alignment under microprocessor control to give high geometric efficiency and
low manufacturing and maintenance costs. The required mechanical motions are
provided by hydraulic actuators which have.stored emergy to provide high
power levels for an emerzency scram or during high wind conditions. Routine
power requirements are very low.

The key to the ASPS is the direct absorption of conceantrated sunlight in the
working fluid by radiative transfers in a black~ body cavity. This heat
transfer mechanism is 100X efficient by physical law. Thus the thermodynamic
efficiency of the system is determined by the reflectivity of the two mirror
surfaces and the transmission of the pressure window surface. Heat losses
through the optical cavity walls can be limited by insulation to any desired
economic vaiue.

A broad range of temperatures (350 to 2000 deg F) and pressures (0 to 10,000
psi) are efficiently obtainable with this system which makes it very
effective for many unique applications. The first commercial prototype ASPS
will supply 40 to 50 kWt (136,000 to 170,000 BTU/hr) in the form of haigh
temperature and pressure steam (350 to 700 deg F at 300 to 700 psi).

Basic ASPS Design Concepts

Figure 2 illustrates the basic design concepts underlying the  ASPS
technology. The key patented element of the ASP5 is the black-body cavity
receiver where photons are g sorbed directly in the working medium. Max
Planck's insight in 1399, explained the observed distribution of energy in a
black bedy cavity at temperature T, by limiting permissible energy values to
En= nhf (Verh.d.D.Phys.Ges. 2, 237 (1900); Ann.d.Physik 4, 553 (1901)).

Albert Einstein developed a sounder mathematical basis for the quantization
of matter and radiation (Ann. d. Physik 17, 132 (1905); Phys. Zeits., 18, 121
(1917)). The result of the quantization condition is that energy enciosed in
an insulated cavity will always produce a given wavelength and intensity
distribution dependent only on the absolute temperature (T) and not on the
working fluid or the wall materials.

A typical black-bodv cavity is externally heated and has black walls and a

small exit hole allowing the escape of black body radiation. Based on the
principle that almost all optical phenomena are reversible, the ASPS
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introduces concentrated solar radiation into an enclosed, insulated cavity
through a small pressure window. A gophisticated optical system is required
to give high concentration ratios (l10°) and keep the entrance aperture area a
small part (less than 12Z) of the total cavity surface area. The entrance
window must be highly transparent to the solar spectrum to prevent local
heating. Energy is dispersed down the pressure tube by a turning mirror to
prevent hot spots and to prevent direct reflections back out the window for
any incoming rays. The walls of the cavity are highly reflective (specular
and/or diffuse) to aid wall insulation and to permit preferential absorption
of solar photons in the working medium (e.g.,water). All photons are
absorbed and reggdiated by the medium and cavity walls with a typical time
constant of 10 seconds until the black-body curve for the equilibrium
temperature (T) is achieved in less than a microsecond.

By the principle of Conservation of Energy, the radiative transfer of energy
from photons to the working fluid is 100Z efficient. To prevent direct
reflection of sunlight out the entrance aperture, the minimum ray path in the
working fluid 1is designed to be an absorption length for a green photon.
This is about 10 feet for tap water. A minimum length for the optical civity
is established since a reflected ray would be attenuated by at least l/e”.

For reradiation to effecti- 2ly establish thermal equilibrium in the optLical
cavity, the working fluid must be transparent or translucent to the
equilibrium temperature spectrum as well as the solar spectrum. The minimum
temperature for tap water appears to be about 350 degrees F. At higher
temperatures, equilibrium will be established faster. At lower fluid
temperatures, an expanding 350 cegree F. bubble is formed at the imside of
the entrance window and at the adjacent turning mirror. Since the turning
mirror and window do not melt on start- up, this has been demonstrated to be
an effective heat transfer mechanisa.

Energy, will of course, be reradiated out the entrance aperture. However,
since the entrance aperture sees only the suns disk (the optical system 1is
reversible), a net transfer of energy from the cooler cavity to the hotter
sun would violate the firs& and second laws of thermodynamics. The high
concentration ratio of 10  to 1l also makes reradiation losses negligible.
Because no energy must be transported through an absorbing surface ( the
window 1is transparent and a thermal insulator) the optical cavity can be
insulated as well as desired with cost as the limiting factor. Vacuum
insulation in a Dewar construction has been chosen as an economic and
convenient insulation wmethod in the 4 kWt demonstration prototype. The
microtherm spacers used are effective, but other insulation can be wused
without compromising the system principles in any way.

To provide precise temperature control of the working fluid without losing
sun track, a wovable baffie is provided in the optical cavity of the larger
systems. This baffle blocks light, which travels in straight lines, but does
not block fluid pressure. Since this is not a circulating system the system
pressure is set by the feed pump which  punmps cold fluid.
I1f more energy is entering the cavity tban is being removed, the baffle is
moved down the pressure tube, increasing the size and the heat capacity of
the cavity and maintaining a constant tevperature. If more energy is being
removed from the cavity by withdrawing fluid ttan is entering the cavity from
the sun, then the baffle is moved up the ~ube, This decreases the size of
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the cavity and the heat capacity while maintaining a coanstaant temperature of
the working fluid. 1In this way, ideal engine or turbine operating conditions
can be achieved and the Carnot efficiency of the system can be maximized.

System Efficiency

Because the ASPS has no appreciable reradiation losses, the only siganificant
energy losses are from the two mirror reflections and the reflection at the
surface of the pressure window. Because of the steepness of the mirror
curves, 251 of the primary mirror intercept area is at ray angles o. less
than 450, and a large part of the secondary mirror area has ray angles of
less than 45 . Since at acute angles the reflectivity of the aluminum (or
silver) layer and the plastic outer surface approaches 1 at the critical
angle, for a given wavelength, the total reflectivity exceeds 80%Z for
aluminum and 30Z for silver coatings. Use of dichroic coatings could
increase these reflectivities but may not be economic. The pressure window
does have a dichroic coating which transmits better than 99.5% of the solar
gpectrum incident in an f/1.0 cone. After energy is inside the window, it
is in the black body-cavity and will coatribute to the equilibrium
temperature by radiation or conduction.

The high vacuum insulation proposed, if properly designed, can give lgsses of
less than 1% per day for a single Dewar design maintained at 10 Torr.
Additional insulation can be added to reduce thermal losses to any desired
value. I further testing of the 4 kWt unit, calorimetric analysis will
primarily xeasure the efficiency of the cavity imsulation. The reflectivity
of the mirrors can easily be measured separately as a function of incident
angle and wavelength integrated over the solar spectrum. Tracking efficiency
is not a factor because it is either adequate to keep the sun's image on the
pressure wiidow or parts of the system melt or burn. However, the
calorimetric analysis directly wmeasuring the ratio:

Energy in fluid

Direct solar insolation
will give an easily understood measure of system efficiency.

= efficiency

Moreover, the start-up variations of temperature as a function of position
along the tube will give an indication of the working fluid opacity as a
function of equilibrium temperature. This is a difficult aumber to calculate
accurately for water and many other fluids, although a lower operating limit
of about 350 degrees F. is expected in water,

A unique advantage of the ASPS is the essential independence of thermal
efficiency from equilibrium cperating temperature or the external
eavironment. Thus the systew can be operated to optimize the performance of
external devices or processes, The practical upper limit for a fused quartz
window operated at pressures to 10,000 psi is about 2,000 degrees F.
Crystaline quartz windows would be limited to about 3,000 degrees F¥.
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ASPS Optical System

Conventional telescopes are designed to resolve 2 psint source (scar) at
infinity and have parabolic prime mirrors as derived by Sir Isaac Newton
(1671). A conventional Cassegrain system has a parabolic primary and a
hyperboi'.c secondary to give a more convenient focus for spectrographic
studies of stars as derived by N. Cassegrain (1672). However, the sun
subtends 1/2 degree of arc at the earth's orbit and is thus not a point
source at infinity. This observation is taken into account in the design of
the ASPS. The two reflective optical surfaces were designed using the full
power of the Optical Researach Associates (ORA) of Pasadena, California
proprietary software programs and hardware. The optimized surfaces are given
by:
2 = (curvly2
1+ (1-(1+x) (curv)“y®)?

+ Ay4 + By6 + Cy8 + Dylo

The ORA optical design programs are generally recognized as the best
available for systems containing reflective elements.

Figure 3 shows the optical diagram for the 4 kWt ASPS which was constructed
using two hyperbolas. The improvement over the conventional design 1is
significant at the edge of the field (sun's rim) which is the area of primary
concern. Because the objective 1is to put light through a hole, the energy
distribution in the center of the sun's image is of little concern. The
demonstration unit design was limited to conic sections because these simpler
equations were presumed to simplify manufacture and testing of the mirrors.

However, the manufacturing and testing methods developed during the
fabrication and testing of the demonstration 4 kWt system revealed that using
conic sections was not an advantage. Numerically controlled machine tools
used to generate the sweep template for constructing mirror molds point fit
anyway and can accept the 10th order curve. Conventional testing methods do
not work for our very fast systems (4 kWt;f/1, 40 kwt;£f/0.8) because there is
no prime focus but only a volume defined by rays from the primary mirror.
Figure 4 shows the optical diagram 10th order design of the 40 kWt wmirrors.
The  more sophisticated design provides steeper curves with higher
reflectivity and more mechanical strength. In addition, this design has a
lower obscuration ratio (11.2% - 14.4%7) and better manufacturing tolerances.

The obscuration ra*io is deliberatelv kept larger than 10% to permit the use
of a plastic seconddry mirror rather than the stainless steel secondary
originally proposed. Obscuration ratios in the range used alsoc give better
manufacturing tolerances. The mirror design is tolerant of the oprimary
environmental effects of temperature changss and wind locling. Temperature
increases bring up the rim of the mirvor, increasing the curvature and thus
shortening thke focal 1len. :.. This effect can be corrected by automatic
refocussing. The wind lc¢ '.ng cianges the pointing of the mirror which can
be corrected by the fine-tracking system.

Manufacturing tolerances required for Gthe 4 kWt unit have been achieved and
will scale linearly with size for the prouposed 40 kWt unit, The key
tolerance is | milliradian random deviation on the mean slope of the primary
mirror. Achievement of this tolerance on the demonstration unit was measured
on  a Cordax unit and alsc shown by the optical performance 2f the complete
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system. The sun's image on the face of the pressure window was calculated to
be 1.1 inches in di-meter with the allowable tolerances. The actual daiameter
was weasured to be 1.08 inches.

To provide ! . superior optical performance at ainimum construction and
maintenance cost, these mirrors must move as a unit without unpredictable
changes in figure. Thus all the materials used in a mirror must have similar
coefficients of expansion, the mirror must be damped to avoid standing waves,
and it must be of monocoque construction to avoid continuing ad justment. The
ASPS wmirrors are made of fiberglass and paper honeycomb with a slightly
stretched reflective surface of aluminum or silver with a slippery rplastic
outer protective layer. This lightweight construction is economical because
the materials are inexpensive ($1.50/1bd.), fabrication can be automated,
there are no labor intensive subassemblies and there 1is no need ‘or
continuing alignment adjustments.

Contrals

The ASPS features automatic tracking and focusing under microprocessor
control primarily for economic reasons. The coarse tracking system located
on the back of the secondary mirror is a simple quadrant detector. The
system is constructed using four photo sensors (photo transistors) that are
located wunder diffusing domes (pilot light covers). The sensors detect the
shadow cast by a black hat. Since the system optical axis is beresighted to
the coase detector equal shadows ccct on all four sensors mean the detector
is perpendicular to the sun's rays. This sytem will acquire the sun within
180 degrees (2 steradians) and lock on within 15 seconds.

The fine tracking and fo.using system looks through 4 quartz fibers at the
sun's image on the face of the pressure window. Again this arrangement is a
quadrant dectector which centers the image on the window. Additional
-lgorithms are usad to winimize the size of the image, thus insuring proper
focus. A clock 1is also contained in the microcomputer permitting rough
tracking without a visible sun. This sophisticated but inexpensive control
system permits less rigidity in the mount, prime mirror and secondary amirror
support (spider) than a conventional telescope drive would require This
results 1in enormous savings in system weight and cost. Maintenance is also
greatly reduced since there are no manual adjustments required for changing
environmental or operating conditions.

The microcomputer also performs critical performance monitoring and remote
control from any locatio: with a communication link (e.g., telephone).
Energy production 1is monitored for billing purposes and tampering with the
unit could be detected. Whenever dangerous temperatures or pressures are
measured or sun-track is lost, the unit is programmed to scram by rotating 90
degrees off the sun within 5 seconds. If the unit is not moved off the sun
within 15 seconds, of course parts of the system burn or melt, Strain gauges
will be wused to sense excessive wind loading and instruct the control
software to move the unit into a zenith stow position.
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Mount

An equatorial mount as illustrated in Figure 5, is the most economic design
for the limited support requirements of the ASPS. The sun position is well
known as the earth rotates daily about its inclined (23 - 1/2 degrees) polar
axis and completes a yearly elliptical orbit around the sun. The daily
rotation 1is most efficiently accomplished about an axis parallel to the
earth's axis (i.e., a north-south axis inclined at the latitude angle). The
seasonal variations then require a 23 1/2 degree inclination range
perpendicular to this axis.

Because the ASPS needs a long absorption path in the working fluid, a
¢ylindrical receiver reaching from the ground to the Cassegrainian focus 1is
our efficienft collection vessel. The pressure tube provides a very rigid
axis of rotation inclined at the latitude angle without additional expeuse.
The system is designed to operate in up to hurricane force (65 mph) winds and
to survive in a stowed position (horizontal) for winds of 150 wmph. The
mirrors are fabricated to meet military requirements for wind survival since
the technology used was developed for military use. The horizontal stow
position 1is chosen to give negative lift: the Bernoulli forces are down.
Thus hurricane winds would tend to force the stowed mirror into the ground.
Since the mount is strong in compression, only superficial damage to the unit
would be anticipated.

Hydraulic actuators are used for tracking and focusing
functions because rhey are eflective, reliable and economical. Minimal power
is required for routine tracking and focusing. On the 4 kWt demonstration
prototype, a small (0.1 HP) electric pump intermittently replenishes an
accumulator tank waich stores energy. Hence, large instantaneous pouwer
demands can be met for emergency scram functions, rapid solar acquisition
after losing track, and slewing to the stow position in case of high winds.
Additionally, the fluid characteristics of a hydraulic system can absorb
mechanical shocks generated by wind gusts, also provide desired damping in
the tracking and focusing functions and prevent "hunting'.

The pressure tube receiver is inclinad at the latitude angle with the north
end raised in the northern hemisphere. Since the mirror mwmust clear the
ground at sunrise and sunset, there is substantial ground clearance which
would permit other land uses such as farming beneath the collectors. The
support structures can be made adaptable to the installation location and
terrain, Flat land 1is not required and installatican on top of buidiings
appears to be economic. The supporting piers must be adequate to counter the
wind shear forces gzenerated by the drag coefficient of the wmirrors in
hurricane force winds; otherwise, pier materials can be selected on 2 cost
basis.

Applications

Commercial unite of the ASPS are sized for transportability and effectiveness
for particular applications, The smallest practical unit produces 40 Wt
with a round mirror and 50 kWt with a square mivror (see Figure 3), The
mirvars are transportable in two section, over the interstate highway system
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without a special permit. With a production volume of at least onme unit per
day, 300 units per year, direct costs with an available steam engine are
estimated to be about $20,000.

A cogeneration version of the ASPS would provide 20% of the available power
(10 kilowatt electric; kWe) for electrical generation or pumping and 70Z of
the power for thermal loads at an estimated cost of about $2,300 per kWe of
capacity with 120,000 BTU per hour of commercial grade steam as a byproduct.
Such a system would be competitive with diesel electric systems and oil field
boilers operating in remotc areas. Installation costs are minimal in large
part because only two piers are vequired on a north-south axis.

Economics of scale can be achieved through other ASPS unit designs that would
produce 500 kWt with a direct insolation of 1l kW per square meter. In this
case, the prime mirrors are helicopter transportable at a reasonable cost.
This system was originally designed for solar thermal oil recovery (STEOR)
applications. Each unit would produce 1.7 Million BTU per hour of steam at
any desired temperature and pressure; however, it is desirable to operate
the ASPS at or above the critical point (705 ° F, 3204 psi). Thus a
cogeneration system producing 150 kWe along with 1.2 Million BTU per hour of
500 ° F. steam is feasible and very attractive, System costs at production
rates of one per day are estimated to be on the order of $100,000 per system,
This gives a cost of approximately $667 per kWe of capacity for electrical
generation. The same system with a variety of operating parameters is
economic for industrial process heat and cogeneration applications.

The largest sized units economically producible with our patented technology
appear to be 130 feet in diameter with an output of 1 MWt. With the mirrors
produced on site in quantities of 500 or more, the steam producing system is
estimated to cost $150,000 per unit. The installed cost of a large
electrical generation plant would be in the range of $600 to $1,000 per kWe
of capacity.

These large 1 MWt units are also useful for large-scale chemical production,
particularly in conjunction with geothermal wells. Because any transparent
or translucent working medium can be used, possibilities exist for very
efficient systems using helium, air, toluene and sewage sludge as a working
medium. As a final point, all sizes of ASPS units have inherent buffer
storage of about 1 hour of energy colle :ion. Constant temperature and
pressure steam storage is als> available at a 50% system cost increase for 24
hours of energy collection stocage.
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- Cn Sclar Thermal Electric Power Capacity Sizine
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Jeffrey S. Clark
Deltatemp Energy Corporation
Fort Wayne, Indiana

Parabolic dish technoloey has for the most part to date
heen borrowed from existine and expensive microwave dish tech-
roloey rather than desiened to accomodate electrical generating
schemes with a gocd probability of success in practical applica-
tions, Studies by this author of the possible uses of variocus
encire penerator designs and sizes with dishes, show that the
most immediate possibilities for implementation are in a 3Kw
(10m2) =ize canable of versatility cf application and marketing,
whic» assists also in compensating for inadequate developmental
fundine availability.

Innovation in dish desien has prcduced a 10m2 dish at a
cost level compatible with DOE esoals under STPP for 1690 in
conjunction with a 3kw eenerator desien. The production cost
prcblems of a 3Kw size module may soon be solved. It remains
for a suitable penerator to be developed and tested at what are
reasoned to be comparable cost levels in order to achieve the
over-all DOE otjectives.

(1) The 10m2 rance has a simplicity and ease cf maintenauce
which is a function of its size.

(2) Existine labor forces and plant capacity now unused
are readily available and adaptable to the production of small
modules.

(3) Off-site construction will contribute to lower capacity
costs.,

(4) Averace residential energy requirements in the U.S. @
560ew/Hr make a 3Kw a slieht producer in the consumer/retail
market.

(5) Versatile markets are available: utility, commercial,
ard retail consumer - which will speed implementation.

(6) Component hardware is readily available and compatible.

(7) The smaller size is a more productive use of a egiven
land area.

In summary, over-all economic conditions now extant in-
dicate that a 3Kw 10m2 dish/generator module stands up against
the larger sizines as lending itself to the most rapid devel-
opment and the ereatest marketing versatility. It therfore
stands the best chance of success over the next five to ten
years for commercialization.
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WILLIAM E. ROGERS

POWER KINETICS, INC.
TROY, NY 12180

In 1983, Power Kinetics, Inc. fabricated, tested and shipped 18 PKIX
*square Dish™ solsr collectors for the SOLEPAS Project im Saudi, Arabia.
The installation uses 730°F syltherm 800 to power a desalination
facility.

In the course of completing the project, the PKI Square Dish was
subjected to rigorous design attention regarding corrosion at the site,
and certification of the collector structure to meet A.1.S.C. codes. The
microprocessor controls and tracking mechanisms were improved in the aress
of fail-safe operations, durability, and low paragitic power requirements
(less than 1 kw hr per day). Prototype testing required by the project
contract demonstrated performance efficiency of approximetely 72% at
7309F outlet temperature.

This project provided an opportunity for PKI to make significant
studies including developing formal engineering design studies including
developing formal engineering design drewing and facricatioam details,
establishing subcontracts for faebrication of mejor components, and
developing a rigorous quality control system. The improved design has
proven to be more cost effective to produce and the extensive manuals

developed for assembly and operations/maintenance result in faster ield
assembly and ease of operation.

The PKI factory, established in ~arly 1983 at Green Island, New York,
is now capable of producing 100 to 230 collectors per year with expansion
capacity to over 500 per year. At 500 units per year, cost per unit is
expected to be $35,000.
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CONTINUING RESEARCH AT SOLAR STEAM, INC.

N84 28238

SOLAR STEAM, INC.
TACOMA, WA 98402

Solar dish technology could become cost competitive with conventional
energy sourcegs. This potential for a multi-billion dollar industry has
attracted an international group of innovative dish developers resulting
in a number of different dish designs for various specified applications
and temperature goals.

Solar Steam, Inc. is wholly committed to the research and development
of a mid-temperature dish system which can compete effectively with
conventional energy technologies.

The Solar Steam 30 foot diameter glass dish was prototyped in 1979 and
concluded our dish geometry development.

The dish was tested by SERI to have a gruss conceatration ratio of
about 123 to 1 (adequate for a 750 Farenheit thermal steam system).
However, the prototype could not be mass produced as is and be cost
effective without tax subsidies.

Since 1979, the Solar Steam R&D effort has focused on design analysis
and on the research being conducted by the national laboratories.
Federally funded research and development programs supplied information
and test results on various systems and helped our private research
efforts. The work done at JPL in materials, concentrators, applications,
and systems has been invaluable in shaping our first dish. Much of what
was learned at JPL will be used in our second prototype.

A second glass prototype is currently being detailed which is 40 feet
in diameter and uses a single post wind abatement support carriage. The
entire system (less counterweights) may weigh less that 6 pounds per
square foot. This dish will be prototyped and tested as soon as
possible. If the dish can be commercialized cost competitive with
conventional energy sources then the dish design will be marketed. Much
research remains to %Y.« done.

Our best wishes to others developing dish concentrators and dish
applications. And a gpecial thanks to JPL for inviting our participation.
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SPTKE-2 - A Practical Stirling Engine For
Kilowatt Level Solar Power

Wiliiam T. Beale
Sunpower, Inc.
Athens, Obhio USA

ABSTRACT

Recent advances in the art of free piston Stiriing engine design make
possible the production of 1-10kW free piston Stirling-linear alternator
engines, hermetically sealed, efficient, durable and simple in construction
and operation. 7These machines can operate either as independent units or
ganged together for higher power. They may also operate directly connected
to the grid without need of any intermediary.

Power output is in the form of single or three phase 60 Hz, AC, or DC.
The three phase capability is available from single machines without need
of external conditioning. Engine voltage control regains set voltage within
5 cycles in response to any load change.

The existing SPIKE-2 design has the following characteristics and mea-
sured performance,

Weight ~ 38kg

Length -~ 50cm

Diameter - 25cm

Power - 1.5kW

Working Gas ~ helium at 7 bar pressure

Engine-Alternator Efficiency - 25% at 650°C heater wall temperature
Life - over three vears in solar service

Cost in Production - less than $1,000

The same system can be scaled over a range of at least 100 watts to 25kW,

For longer life, non contact bearings may be used without adding to sys-
tem complexity or failure modes.

INTRODUCTION

The very rapid advance in the art of free piston Stirling design has re-
cently made possible the construction of these machines at low cost with
attractive performance characteristics, making them suitable as electric
power generators in many applications, especially with concentrating solar
collectors, The distinguishing features of this new generation of Stirling
machines are low pressure, usually between 5 and 30 bar, relatively short
stroke and large piston diameter, and relatively high frequency, 50 to 60 Hz.

The design described here was intended from the beginning as a simple,
low cost and producible free pisten Stirling of minimum complexity, but
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with reasonably good over all thermal efficiency at moderate temperatures.
The target was 25% at a heater head temperature oi 650C. These design goals
were met, and the engine is entering the preproduction prototype stage with
a delivered electrical power output of 1.5kW maximum. Its life is expected
to be at least three years in solar service, and probably much longer

ADVANTAGES OF LOW PRESSURE QVER HIGH PRESSURE FPSE

The use of low charge pressure, about one order of magnitude lowver than
typically used in the past, permits very large clearances between sliding
surfaces and consequent ease of fabrication of components, Whereas a 70 bar
30 hz, engine requires clearances on the order of 10 microns to avoid ex-
cessive losses from gas leakage, the 7 bar engine can acceptably use over
50 micron gaps without serious penalty. This makes it much less succept-
able to damage from foreign particles inside the pressure enclosure. 1In
addition these loose fits make repair and rework of bearing surfaces much
easier,

With low internal pressure, it is possible to more readily use plastic
and ceramic components, While these are not used in the existing proto-
types, they may be worked into the production versions with consequent ad-
vantages of lower weight and cost, and higher efficiency.

In addition to the structural advant.zes, low pressure large diameter
designs enjoy an additional benefit from the fact that the working space
spring effect is strong enough to resonate the piston and alternator at the
desired frequency, thus obviating the need for an additional spring. This
considerably reduces the system complexity and cost,

DESCRIPTION OF ENGINE

Figure 1 shows the external appearance of the engine-alternator, and
Figure 2 the internal arrangement, There are only two primary moving parts,
the displacer and the coaxial piston with its attached alternator magnets.
The heater head is internally and externally finned, and the i.eat sink is a
liquid circulated around the cooler section which contains a large number
of gas flow passages. A central rod provides a multiple service of align-
ment of the moving parts and bearing surface, as well as the gas sprin. pis-
ton for the displacer. Teflon based solid lubricants are used on all moving
parts.,

A more detailed description of the engine is given in Reference 1.

ALTERNATOR CHARACTERISTICS

The alternator is a very simple device using a light moving magnet
(Samarium Cobalt)} directly attached to the piston, 1Its structure allows the
use of conventional flat transformer laminations and makes its fabrication
no more complex than that of ordinary rotating machines, Alternator power/
mass ratio is approximately 7kg/kw.

At the cost of nom?‘nal increase in complexity, the alternator may be de-

signed to produce three phase power, The method by which this is achieved
is proprietary and cannot be revealed at this time, but it results in power
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output indistinguishable from that of conventional three phuse rotating ma-
chinery.

The alternator responds to load change rapidly with the aid of a simple
control system., It will recover set voltage in 3 to 4 cycles after and 80%
load variation. Newer control schemes give promise of recovery in two cycles
from a 100%Z load change. The control system d¢ 2s not add significancly to
the engine-alternator complexity or number of failure modes. In the reduced
load condition, system efficiency is reduced only a moderate amount.

OPERATING CHARACTERISTICS

The engine is started by a small electric impulse to the alternator after
the heater head has reached about 450C. At this temperature its power is
only about 300 watts, which rapidly rises to the set power and voltage as the
heater head temperature rises to about 550C. As temperature rises above
this, power rises rapidly, but voltage is held constant by the controller, or
if the engine is on the electric grid, the uncontrolled current increases
while voltage remains at the grid value,

Changes in solar input simply change engine power with only relatively
small changes of heater head temperature. Engine efficiency remains rela-
tively constant as delivered power varies between maximum and .5«kW, This
operation does not require any change in engine pressure and hence needs a
minimal control, or none except a disconnect in the case of a grid connection
(Figure 3).

When the solar input is below the minimum, engine voltage drops below the
set (or grid) value, and the engine idles, producing no power until the heat
input is once again adequate. The engine will run down to a very low heater
head value, about 80 degrees above coo'ant temperature, before it actually
stops oscillating. This is because of the extremely low mechanical friction
in the free piston machine,

Operation is very quiet, and cylinder oscillation is very low in ampli-
tude, 2bout lmm excursion. This low amplitude vibration can easily be iso-
lated by mounting springs.

The cooling system may be mounted on the engine, or on the ground as pre-
ferred. Engine efficiency is of course affected by coolant temperature,
which should be as low as reasonably achievable, unless it is desired to use
the hot coolant for some other purpose.

SPIKE-2 FOR SOLAR USk

A SPIKE-2 solar system can be expected to have an overall conversion
efficiency of about 17% when used with a good quality concentr.tor and ab-
sorber and a well designed heat rejection system. This is high enough to
warrant consideration for use in some applications, and is also attractive
for experimental or evaluation purposes. Fo. this system a dish between
3.5 and 4 meters would be required to produce a net 1,5kV to a load.

Expected cost of the engine-alternator in reasonably large scale produc-
tion is about 3800, but the pr sently available prototype costs much more.
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A more advanced version, producing three k¥, three phase 18 experted to
he available tor experiment and evaluation on late 1884,

David Berchowitz - The gevelopment of 4 1EW Electric ogutpul Free Piston
Stirling Engine Alternator Unit., Presented at the 18th
1EGEC, Orilande, Florida, August 1983,

Englipe=Alternator Exploded YView
Figure | Figure 2
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STIRLING MODULE DEVELOPMENT OVERVIEW

2 8 2 4 0 Floyd R. Livingston

Jet Propulsion Laboratory

Pasadena, California

Summary

The Solar Parabolic Dish-Stirling Engine Electricity generating module
development has been pursued by the Department of Energy with Govern-
ment laboratories and industrial participants since FY 1978  The solar
parabolic dish-Stirling engine electricity generating module consists
of a solar collector coupled to a Stirling-engine powered electrical
generator. The module has been designed to convert solar power to
electrical power in parallel with numerous identical units coupled to
an electrical utility power grid.

Presently, the solar parabolic dish~-Stirling engine electricity gener-
ating module exists as a commercial prototype erected by the Advanco
Corporation at the Southern California Edison Company's Santa Rosa
Substation located in the cityv of Rancho Mirage, California. If the
commercial prototype, named Vanguard, tests prove the equipment to be
effective and reliable, then the participants have planned to ccnstruct
an electricity generating plant,

In order to prepare for the Vanguard module erection, Advanco Corpora-
tion has worked with their subcontractors to design, fabricate, assemble
and test the many components and subsystems over the past year. The
Stirling engine/generator consists of an United Stirling Model 4-95
solar engine and a Reliance Model XE286T induction generator. The

power conversion assembly generates up to 25 kilowatts at 480 volts
potential/3 phase/alternating current. The module electrical power

system has been constructed by the Onan Corporation to be fully self-
controlled.

The United Stirling/JPL have tested two test bed modules at the
Parabolic Dish Test Site, Edwards AFB, California during the past year.
Improvements in the reliability and performance of the USAR Model 4-95
solar engine results from knowledge gained in these tests, as well as
from the DOE/NASA sponsored Automotive Stirling Engine tests at USAB
and MTI, and from the private laboratory tests at SAB Malmo, Sweden.
The joint USAB/JPL solar tests of the two Model 4-95 engines provide
the only actual environment for function, performance and endurance

measurements needed to improve the hardware and software, and to pro-
ject the commercial value.

The testing has been very successful during the FY 19f3 period. Piston
rings and seals with gas leakage have not occurred, however, operator
failures resulted in two burnt out receivers, while material fatigue re-
sulted in a broken piston rod between the piston rod seal and cap seal.
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Commercial Prototype - Vanguard

The prototyvpe 20-klle Solar Parabolic Dish-Stirling Engine System Module
(Vanguard) in Rancho Mirage, California, is the world's most effective
solar-electric generating station. DNesign, fabrication, assembly and
testing of the prototype Vanguard moduie represents a cooperative effort
between government and private industry to commercialize the advanced
technology developed over the past several years by the Solar Thermal
Power Technoloyy Division, United States Department of Energy. The
solar-electric generating station is located in the northern Imperial
Valley on the Southern California Edison Company's (SCE) Santa Rosa
Substation. The Vanguard module can generate up to 25 kWe net electri-
cal power at 480 V/3 /60Hz, however, the module is rated at a net
electrical power of 20 kile with direct insolation of P50 watts per
square meter. All of the above module net power will be divided
between supplying the station parasitic power requirement and power to
the utility grid. As an estimate of the module effectiveness when
operated continuously for one year in the Mojave desert, the module is
estimated by the author to generate 60,000 kWhe while converting an
average of 27 percent of all direct insolation on the mirror surfaces
to net electrical energy. The Prototype Solar Parabolic Dish-Stirling
Engine Svstem !Module is a joint project of the Department of Energy,
and the Advanco Corporation. Principal organization working with
Advanco in addition to SCE are United Stirling, Inc., KB. United
Stirling (Sweden) AB and Company, Onan Corporation, Rockwell Inter-
national - Energv Systems Group, Electrospace Systems Inc., Modern
Alloys Inc., Winsmith, and the Georgia Tech Research Institute. The
Jet Propulsion Laboratory assists the Department of Energy in its
Cooperative Agreement participation by providing technical consultants
since prior development at JPL resulted in a test bed Solar Parabolic
Dish Stirling Engine Svstem Module.

BN S Lkl

A. “ollector Svstem

A collector svstem consists of 32 solar parabolic dish concen-
trators. Each collector is a solar parabolic dish concentrator
with a reflective net area of 83 square meters (893 square feet)
consisting of 328 back-silvered fusion glass mirrors cold sagged
and bonded to a spherically ground foam-glass substrate. These
5-cm (2-in.) thick, (46-cm) (18 in.) by 6l-cm (24 in.) mirror
facets have been individually mounted on 16 steel rack assemblies.
Of ten mirror facets tested, all survived accelerated environ-
mental tests at JPL and SNLA with no trace of failure. The 16
mirror rack assemblies are mounted on a geared drive unit for
azimuth and elevation control. Uith the skewed elevation axis
passing through the center of gimbaled mass, the elevation drive
has demonstrated very small torque requirements.

The collector control system consists of individual microprocessor
concentrator controllers and a central controller for groups of

up to 32 concentrators. Each concentrator can be controlled
individually or in groups in either the manual or automatic modes
through the central controller in the plant control room. Alsc,
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VANGUARD DISH - STIRLING MODULE

OVERALL MODULE FEATURES

DIAMETER: 1Im (36 ft-Vin.)
HEIGHT: 12m (39ft-4in.)
WEIGHT: 7980 kg (17,560 Ib)
SYSTEM EFFICIENCY: 25.4%
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ELECTRICAL POWER: 20.8 kWe
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each concentrator can be controlled at the individual concen-
trator -~ontroller. The concentrators have been designed to
operate in steady winds of 13 m/sec (30 mi/h) with 2 sec gusts
up to 22 m/sec (50 mi/h). In the stowed position, the concen-
trator has been designed to survive 40 m/s (90 mi/h) short
duration gusts. Soon after the prototype concentrator was
erected, it withstood up to reportedly 17 m/s (40 mi/h) gusts
with no noticeable ill effect.

Of those JPL technical consultants engaged in the Cooperative
Agreement activity, all agree the reflective facets, the rack
assemblies, the geared drive units, the remaining structure and
foundation, the individual concentrator microprocessor control,
and the group microprocessor controller have been expertly de-
signed, fabricated, tested, installed and operated by the Advanco
Corporation with their several subcontractors.

Engine/Generator System

Each individual United Stirling Model 4-95 Solar MK II engine
with Reliance Model XE286 induction generator is rates at 25 kWe
with a normalized direct insolation value of 1000 1I/M°, A

group of 32 units wuuld be rated at 800 kWe, electrical power
less the power required ior parasitic loads. Overall direct
insolation to electricity conversion efficiency is estimated to
be 277 for the solar year. From test results obtained by the
Jet Propulsion Laboratorv with the United Stirling Model 4-95
Solar MK I engine with the ASEA induction alternator tuese
performance estimites have been essentially verified. The engine
operates at a solar receiver temperature of 7000C (1290°F) with
a coolant temperature of 500C (122°F) with several grams of
hydrogen s the working medium. The present commercial engine
represe s an improvement in 307 reduced production cost and
increased reliability by a factor of at least 2 while maintaining
the performance level of the prior test bed engine. Reduced
production cost and increased reliability has yet to be verified
by the U.S. Department of Energy. The electrical power system
contro’ uses a simple reliable design with all commercial
components. Standard design practices have been used to satisfy
electrical codes and utility requirements.

Group “ontrol Svstem

The ,rou control system is one master microprocessor that con-
* ols the plant from a plant control room. The plant/group
:ontrol is ultimately fully automatic with an operator override
option. For individual system control to augment the group
~ontrol, each individual system has its own distributed process
controller. fwo of these process controllers are digital, the
concentra_or controller and the engine controller, while one is
hard-wired, the electrical power system controller. The process
controllers are located near or within the respective system's
iardware in the distributed systems. There is strong reason for

)
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JPL to believe group control system and/or the process controllers
will function properly because the simple and proven components
and software have been integrated into prior and proven systems.

Solar Engine Development

United Stirling funded the construction of an engine/generator with $
expet imental solar only receivers for evaluation at the Parabolic Dish
Site in Edwards AFB, California. The test pr.gram was jointly funded
by United Stirling and the DOE. The objectives of the test program
are to gain practical fabrication and operating experience, and to
establish the capability of building commercial solar receivers. Early
results of tests performed between January and March 1982 may be found
in Reference 1. Later results of tests performed during the period of
May 1982 through July 1983 are published in Reference 2. Another
current paper describing the solar engine development by United Stirling
has been published in Reference 3. Also, previous proceedings of the
Parabolic Dish Solar Thermal Power Program Review includes early
progress reports of the present activity.

A. Experimental Solar Only Receivers

United Stirling has tested 5 different experimental solar only
receivers (BSORs) on the two engine/generator units at Edwards
Air Force Rase. The principal difference between these receivers
was in the tube-manifold construction of the heater. The dif-
ferent heaters were ~-

- ESOR I, the standard combustion system heater. !

- ESOR ITA, a new designed solar only receiver, including a
manifold.

- ESOR 11B, a new designed solar only receiver with only single 5
tubes.

- ESOR IT1I, a new designed solar only receiver with only single
tubes but with increased diameter and specially designed
tubes of "hair pin" type.

- ESOR IV, a new optimized receiver for solar application with
production cost considered.

All of these receivers except the last have operated for many
hours on the test bed concentrators at the Parabolic Dish Test
Site, EAFB, California with no failures other than burnout of
three receivers due to operator mistakes. Burnout of tubes was
readily repaired by brazing in replacement tubes - usually one
per quadrant.

B. Model 4-95 engine and generator United Stirling provided one

engine/generator especially configured for these tests. Through
JPL, the Department of Energy provided another Model 4-95
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engine/generator previously purchased from United Stirling.

The engine/generator furnished by United Stirling operated
flawlessly through about 300 hours of solar testing. The govern-
ment furnished engine/generator twice experienced the breakage
of a piston rod in the same cylinder due to material fatigue.
Mal-alignment of cylinder-seal-piston components may have sub-
jected the rod to unusual stresses.

C. Engine Control System

United Stirling provided two digital electronic control units
for the two test engines. The control system provided automatic
totally remote, unattended operation of the engine/generator
systems. Software provided with the digital electronic control
units was modified and further developed as the tests progressed.
There were no problems encountered with the engine control
systems.

D. Radiator System

Early tests were conducted without an engine cooling system
mounted on the engine.

Later the government provided engine was equipped with a complete
radiator system furnished by United Stirling. The radiator has
four heat exchange matrices built up in a square form with a
radial fan in the center. A water pump circulates water from the
engine through heat exchanger matrices. At full engine power a
fan power of 790 U and water pump power of 200 W provides
adequate cooling. A comparable ground mounted cooling system
re~uired a power of 4000-5000 W to operate a cooling fan and
water pump.
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PARABOLIC DISH STIRLING MODULE

Byron Washom

Advenco Corporetion
El Segundo, CA

Advanco Corporation and its subcontractors have completed the design,
manufacture, and assembly of the first commercially designed parabolic
dish Stirling 25 kWe module. The module will begin testing im

December 1983 and commence power the following month. The project has
been funded by two Cooperative Agreements between Advanco Corporation and
the U.S. Department of Energy and Southern California Edison Co.
Discussed during this session were the cost, expected performence, design
uniquenesses, and future commercial potential of this module, which is
regarded as the most technically advanced in the parabolic dish industry.
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United Stirling’s Solar Engine Development
— the background for the Vanguard Engine

Author: Sten Holgersson
United Stirling AB Sweden

N84 28242

Abstract

The Vanguard project engine, named 4-95 Mk
Il Solar Stirling Engine, represents the resuit
from four years of solar engine development
at United Stirling. In these development ac-
tivities United Stirling has participated in pro-
grams on contracts from JPL and DOE, the
latest being the Vanguard project. A major
part of the development has also been intern-
ally funded.

The development started in 1979 based on the
then existing 4-95 laboratory test engine which
thru the 4 years has been converted to a solar
version and significantly improved in several
areas. The conclusion of the Vanguard project
results in a new engine generation of a design
that can be regarded as a preproduction pro-
totype.

The major part of the solar engine develop-
ment has been concentrated to the three dif-
ferent areas, the receiver, the lubrication sys-
tem and the control system, but improvements
have been made on most components. The
new components were first tested on engines
in United Stirling’s laboratory in Malmé. Five
such engines are on test within the solar pro-
ject. Thereafter the function of the compo-
nents has been validated in actual solar tests.
These tests started at Georgia Institute of
Technology in 1981 and have then from the
beginning of 1982 been performed at JPL's
test station at Edwards Air Force Base.

This paper describes the development and
testing resulting in the Vanguard engine and
some of the caracteristics of the Stirling
engine based power conversion unit.
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Introduction

United Stirling is a company within the indus-
trial corporation FFV. The company's task is
to develop the Stirling engine for commercial
applications.

The development work has been going on
since 1969 resulting in engines in different
sizes of our own designs. The present engine
tamily is shown in figure 1. United Stirling is
now concentrating the efforts on four different
application projects. One is the Automotive
Stirling project with the ASE engine, a second
one is the Submarine project mainly concen-
trating on a 4-275 engine, a third is the Auxili-
ary Power Unit project with the V160 engine
and the fourth is the Solar project with the
4-95 Solar engine, the subject for this presen-
tation.

ENGINES

4-95 40 kW
4-275 75 kW
ASE 55 kW
V-160 12 kW

Fig 1. United Stirlings engine family
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Solar development programs

Although it of course has always been an
awareness at United Stirling of the possibility
to use the Stirling engine for solar energy con-
version our activities in the field were very low
until 1978. We then became participants in a
NASA-funded study together with MTI. This
study identified both the kinematic and the
free-piston Stirling engine as viable candidates
for the solar application. The next year, 1979,
we accepted participation in a JPL-program.
Our task was to redesign the drive unit to fit
to and be able to operate in the EAFB test bed
concentrator and to deliver one drive unit
while JPL developed the receiver. Partici-
pation in this program rose our interest in
receiver design and we decided in 1980 to
develep a receiver design of our own. This was
a natural step since in the Stirling engine the
receiver is an integral part of the engine and
our intention was to be capable to deliver a
complete Stirling engine for an application in
which the commercialization of the engine
could be realized. From 1980 and on our own
extensive solar engine development program
has been going on. In addition to that, and as
one of the significant components of our solar
engine development we 1982 became mem-
bers of the Vanguard program which now is
being realized in hardware in Palm Springs
through delivery of the concentrator from
Advanco and the PCU from United Stirling.
The Stirling engine in the Vanguard project is
the first engine in the new generation intern-
ally at United Stirling called the 495 Mk Il
Solar SE. This engine is of course a product
of the Vanguard project, but in reality the re-
sult of a much broader development program
at United Stit.ing. This development program
is the combination of the Vanguard project
and i -ternally funded solar engine develop-
ment. A summary of the externally funded
solar development programs in which we have
participated is given in figure 2.
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USAB SOLAR ACTIV!TIES

o NASA STUDY 1978 — 1879
15 KW SOLAR STIRLING ENGINE

o JPL PROJECT 1979 — 19881
INSTALLATION OF THE FIRST SOLAR
STIRLING ENGINE WITH HYBRID RECEIVER

IN A PARABOLIC DISH

o DOE PROJECT 1982 —

TEAM MEMBER OF THE VANGUARD PROJECT

Fig 2. Solar programs

The engine choice for
solar applications: 4-95

The development of the Solar Stirling engine
has during the last 3-4 years been concentrat-
ed to the 4-95 engine, figure 3. The reasons for
choosing this engine were several. The engine
size fits to a concentrator within the size range,
10-18 m diameter, that seems to be most cost
effective. The existing JPL test bed concen-
trator and the 4-95 engine are almost perfect
in sizes for each other which means that an
opportunity to performe realistic hardware
tests existed. The 4-95 eng.ne was one of
United Stirling’s engines, that had the highest
amount of accumulated running hours with
rather good results. Figure 4 shows a sun:
mary of the present experience with the 4-95
engire.

The 4-95 engine was originally designed as a
laboratory test engine in 1975. It has since
then been used as the baseline engine in the
beginning of the Automotive Stirling Engine
program and as the first underwater engine
designed by United Stirling. The further devel-
oped 4-95 engine is now chosen as the solar
Stirling engine.
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changer for convective heat transfer from com-
bustion gases. It was therefore necessary to
develop a new heater suitable as a radiative
heat exchanger together with a cavity sur-
"~ rounding it and thus fit the engine with a solar
receiver. The receiver of a Stirling engin-, in
cnntrast to nther engines, is an integral engine
e component The control systems of the 4-95
; engine were designed for applications with
other and more complex control functions
and with stronger requirements on res 2
Ce times than needed for the solar appli-
This was the case for both the pre
(power) control system and the elec:
control system. Therefore new control systems
had to be developed. Also in order to design
an autonomous power conversion unit to be
placed up in the focal mount a new radiator
system had to be developed.

Fig 3. 4-95 cross section

The major development work has been con-
centrated to the mentioned four areas, but
4-95 ENGINE STATUS Nov 1983 significant changes have also been introduced
on a large number of the engine components.
So many improvements have been made th-(
the Vanguard engine represents a new en-
gine generation.

@ Number of engines built 27

@ Running hours

@ in total 41000
@ single engine 11000
Fig 4. 4-95 Status MAIN AREAS OF REDESIGN

FOR SOLAR APPLICATION
Main areas of redesign

® Heat system (receiver)
® Lubrication system
Although the 4-95 engine in many respects was ® Contro, ystems
suitable as a solar energy converter there was
also a need to redesign and further develop the
engine in a number of areas. The engine must

® Radiator systems

be able to operate in all different orientations
from horizontal to upside down when following Fig 5. Areas of redesign
the movement of the concentrator. In the
Advanco concentrator with its gimble mecha-
nism it also rotates around its vertical axis.
This means that it was necessary to complet-
ely redesign the lubrication system. The orig-
inal heater was strictly designed as a heat ex-
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~ Fig 6 Vanguard engine cross section

- Testing at United sfir!ingrrr

 mant has been engine testing. Six of United

Slirling s 495 engines have been designated for
daviiopment test: for the solar application.
Fig B shows the main content of our develop-

ment program. in addition during the last year

fests have alsc been performed on JPL's
engine, the 485 No 2t engh located al
Edwards Air Force Base. Five of United Stir-

ling's gngines have been tested In our labora

tory in Malmo, Sweden, Two of these engines
were used for component development tasis,
Le functional tests, usually of relatively short
duration, of redesigned componenis and sub-
systems. Three o1 the engines were used for
simulated solar cycle endurance tests. This

_test cycle, shown in fig 7, was based on loads
and transients calculaled lrom insolation

-statistics from Barstow and Albuguergue.

The lubrication s;ysiem,thé éb?ﬁtrcs%, siés,wm,
and the radiator system were first developed

and tested on the engines in our laboratory.

e

A special e, stand was designéd in order
10 turn the engines i the same way a5 in the
actual cuncantrator. One of the euginss was
mowed out on Cur yard in coder 1o gain ex
perience from the outside environment. During

the {gst three years 13000 hours of selaren

_gine rests have been accumuiated in M.Imo,

Alter testing in our facilities all the sub wstems

_have been on verification tests at Edwards

Air Force Base, where the sixth of the 495
#rgines ias beandovated.

Pragguie  Muwn
ER

1
|

H i
500
o0, inight

Fig 7. Simulated solar test cycle

WSy

Testing of engines actua'ly ¢ nning on solar
enelgy slarted 1981 af the test facility a1t

Geotgia Institule og Technco'ogy in Atlanta.

This tes! facility is designed for bigher power




than the 4.98 engine but lesting was possible
to perform by shielding the excessive flux with
a watercooled plate. The testing in Atlanta
gave very uselul information tor the further

development of the receiver and control sys-

tems. but in ordes 1o evaluate the function of
all components in a matched =,stem there
was still a need 1o test in a parabolic dish.
Tneretore the testing was transferred to JPLs
test station at Edwards Air Force Base sarly
in 1982 where testing has been going on since
then jointly with JPL 11 ther test bed concen:
trator,

Significant results evo' ng from these tests
are among others the fupctions of the contral
systems during start, stop and cloud passages
The prncipal operation characteristios of the
Vanguarg PCU duting these transients are
shown in tig 11 12 and 13

Fig 9 Tests in Atlanta

s O

wl

Fig 10 Tesls at EAFB

VANGUARD PROJECT START SEQUENCE
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Fig 11 Start sequence
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VANGUARD PROJECT STOP SEQUENCE

* P PRESSURE
STOP
INGATED
. - -»
TIME
* TEMP ioelia

E,

TIME
GENERATOR
out

ENGINE
N"s_

TIME

l

VANGUARD PROJECT CLOUD PASSAGE
- CLOUD hd
P PRESSURE
he -
\ /m
gy N S gy
- - R d
PRESSURE TIRE
CONTROL
o TEMP STOPS
—\V ) .
TIME
o OUTPUT
POWER
STARTER
WMOTOR
™ Out
>
TIME
o RPM SS?ERMOQ GENERATOR
N
N l >
ENGINE TIME
STOPPED

Fig 12. Stop sequence

4-95 Mk Il (VANGUARD)
ENGINE OBJECTIVES

® Keep Mk | performance level
©® Increase reliability

@ Reduce production cost

Fig 14. Vanguard engine objeciives
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Fig 13. Cloud passage

The Vanguard project

United Stirling became member of the Van-
guard project responsible for design and de-
livery of the power conversion unit. The con-
tract was signed in May 1982. Our task in this
project has included modification of the 4-95
engine in the earlier mentioned areas to fit
together with the Advanco concentrators. The
maun objectives for the engine for this project
are shown in fig 14. Laboratory tests have veri-
fied that the performance goals are met and
calculations show a reduction of 30% in pro-
duction costs. Several modifications of com-
ponents aimed at increased reliability have
been introduced. The results of these modifi-
cations can only be achieved thru future test-
ing of the engine.

The PCU is now delivered {o the test site and
ready for testing.




pamE R .
ORIGINAL Pl

EER e s

OF POOR QLALITY

Fig 15 Laboratory testing of
the Vanguard engine

Fig 17 Vanguard PCU ready
for deivery

Fig 16 Vangua . engine with
alternator and mounting ring




Testing of the United Stiring 4-95 Solar Stiring Engine

on Test Bed Concentrator

Author: H-G Nelung,

United Stiding AB, Maimo, Sweden

Abstract:

Testing of the improved 4-95 solar Stirling engine ina
paral o disy systern has been going onin Test Bed
Concentraors ai Edwards Air Force Base since May
1982 This “aper presents the obiectives with the
testy tes! selups and component designs and the
res ats o the testing

Different type of lests have been performed. among
the most important have been characterization of re-
cewers, tull day performance of complele system
cavily and aperiure window test including influence
from windeltects. control syslem tests radiator sys-
tem tesls and specigl temperalure measurements
with intrared camera

The maximum output from the system - 24 kKW mod-
ule power output. 28% overall conversion efficiency
solar to net elecinge — and the full day performance -
13.5 hoo . of operation generating over 250kWh —
shows the system Capability. Other important results
are the nHiuence on performance of Hux distrbution
depending on concentrator glignment. and the opti-
mum receiver operating criteria when balancing flux
and temperalures on cooler receiver suriace while
avoiding Hux on uncooled surfaces,

*

Fig 1 TBC's with Stirling Modules

Introduction

Ye testing of the solar Stirling engine in Test Bed
Concentrator at Edwards A Force Base started in
early 1982 with the fret veorson of engine wi.
ceiver system. An improvement of the engine fol
lowed as well a5 an improvesent of the concentrator
flux distribution and in May 1982 the testing of the
new system started

A second engine was installed nthe second concen:
trator at Edwards A Force Base in February 1983
and gince then paraliel testing of the two solar Stirling
engines has been going on almost continuously.
Fig 1)

The engine used in the testing has been the United
Stirling modet -85 the 4-cylinder double acting Stir-
ling engine with a maximum oulput of 25kW in solar
apphication and compatible with an 11m concontrator.
The Slirling sngines under testing have been integra:
ted with other components, which are special for the
solar apphcation such as receiver system. generator
radiator and electrical and electronic controls

Test sequence

The testing in the Test Bed Concentrator No 2 has
daimed at the improvement of performance and the
developrment of new components The concentrator
was first realigned to improve input characterishcs.
Special engine mounting as well as receiver cavity
and cone were installed to establish optimum oper:
ating conditions  New componenty including receiv.
ers, caviies, aperture window and cone material
were installed for development testing Character
ization of engine with these components during dit-
terent operaling conditions has been performed with
ditferent temperatures, different ambient conditions
and also during different operating seguences such
as start, stop, cloud passages, elc

The testing in the Test Bed Concentrator No 1 has
aimed st the instaliation of a complete, selfsustain
ing unit including engine, generator, radiator and
control system. and fo endurance test such a system
{Fig 2 | Also characterization of the radiator system
was 1o be performed
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Fig 2 Module with radiator system

Test results

05.36 54 175655
Module output Time

Fig 3 Insolstion and power from a full day test

The present powsr conversion system has shown
excellent performance The module output is the CONVERSION EFFICIENCY
highest so far for any parabolic dish system. The J{ELECTRIC OUT TO THERMAL IN
highlights are. 0 CaviTY) %

24 kW module output

28B% overall conversion efficiency — solar to
net electric

13.5 hours of operating with positive power
output over & day

gensration of more than 250 kWh over a day

Figure 3 shows the output over a full day with corre-
sponding solar input.

Of special interest is the mean daily efficiency for the
system. The Stiding engine has g very high part load
efficiency. For example already 1 hour after slart, the U536 5 4
system efficiency is very close to dally maximum, .
{Fig, 4. The mean doily efficiency is around 95% of
the maximum, Fig 4 Mean daily output

2hours 175655
Time
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Flux distribution

The testing has so far been performed with two dif -
tferent aligments of the concentrator. The initial align-
ment strategy used a single focal point, giving heat
flux to all areas in the cavity at nonuniform levels. The
realignment strategy used was te allow insolation to
fall only on cooled surfaces and to get as uniform dis-
tribution as possible. This improves overall perform-

ance for the power conversion unit. The basic im-
provement is the increase in cawvity efficiency when
limiting cavity wall temperatures. Figure 5 shows a
comparison of performance with different flux distri-
butions (March and June/July) for two receivers as
well as for helium and hydrogen as working gases.

EDWARDS TEST DATA
RECEIVERTYPE TIME WORK GAS INSOLATION EL OUTPUT EFFICIENCY
{(Wim?) (kW) (%)
ESORNA March He 915 19.5 28.4
ESORI B March H2 980 20.7 28.2
March He 973 195 26.7
ESORIKA July H, 960 24.2 336 :
July He 906 20.7 305 -
ESORIB June H; 898 224 33.2
June He 922 20.6 30.0

Fig 5 Performance comparison at different flux distributions

Receiver performance

Three different receiver designs have been tested.
Also testing st different distances from the focal point
to vary the heat flux input, has been performed to op-
timize the operating conditions for the receiver.

The different receivers used have conflicting design
criteria based on concentrator and engine require-
ments. The concentrator flux distribution calls for a
wide diameter heater cage to achieve uniform, low
flux levels on the tubes, but this results in excessive
tube lenght which reduces engine performance. The
engine calls for relatively short tube lenght which op-
timizes engine performance.

One receiver type has long tubes, wide diameter and
the surface completely covered with tubes. Another
receiver has the opposite, short tubes, small diameter,
clearance between tubes. Both engines and cavity per-
formance are involved in overall performance.

—-—

« W B e

The third version of the receiver has a medium diameter,
mean tube lenght and a surface nearly covered with
tubes resulting in optimum receiver performance.

Varying the location of the receiver in relation to the
focal point results in varying output if other parameter
values are equal. The optimum output is, however, not
the only parameter used in evaluation of optimum lo-
cation. Flux and temperature distribution influencing
componert life should be involved in the evaluation.
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Cavity, cone and aperture window tests

The cavity and cone are important components in the
dish system (Fig 61 The performance of the cavily
influences the overall system performance. Losses
from cavily, both opticat and thermal depend very
fuch on the design. For exampie & back up of in-
sulation behindg the receiver lubes improves perform-
ance and makes controlling more stable. Taking away
the cone and cavity lolally increases the lpsses 1o
about twice the base cavity losses which are in the
magnilude of 8 KW Also an introduction of an aper-
ture window can minimize he thermal losses by
reducing convechion currents. However, when intra-
ducing an aperture window, transmission losses are
introduced. Depending on the magnitude of the two
losses. the syslem can be optimized. The resull from
the tesling with 2 Hlat quarlz window shows 2 lower
power output of up 1o 1 KW al full Ipad. The result
depends also on the temperalure level used in the
cavity system

Wind direction and speed with respect 1o the open
cavity can have an influsnce on the output power,
When evalusling the two effects together wind and
transmission losses due to aperture window, actual
tegting has 'O be made 1o oplimize the system Al
present gnalythical methods are not accurate encugh
1o permit selecting a final design without field testing.

Radiator system tests

A complete radiator systemn instalied up in focal mount
has beer lested 1t was bult up ot 4 malrices in a
souare form. a rachal fan and a waterpumnp. Perdonme
ance at full load conditions resulted ina 20°C tempera-
ture difterence between ambient and coolant lempera:
ture,

The parasitic power consumption ranges from 8OO W
to 1250 W for the fan and 200 W for the water pump,
The tan motor has a low and a high power level, which
permils the parasitic consumption o be mirimized
during all operating conditions.

Potential destruction of components in the focal area
due 1o the high flux infensity also influences the de-
sign. During the short aperture window tes!s no dam-
age of the window could be found. Also the cone ma
terigl s crilical when spol traverses the cone dunng
slew off. Successful testing with cast siica has been
performed and survival at full insolation under normal
fracking was achieved Lower grade matenal ke cer-
amic board and Nextel Cioth cannot survive,

Fig 6 Aperture cone design

Control system tesis

The USAB microcomputer has beer used for control
ing the module during ail pperating modes. The micro:
computer dilows an aulomatic operalion. Numerous
emphirical values of diferent parameters are included
in the logics tor optimized sequencing and operation.
During the past year many tests have been performed
to evaluate the control parameters and ther optimum
values Figure 7 shows a bransient curve corresponding
iy g start at farly high insolation level. Bhown are tem-
peratures. pressure. speed and power oulhut
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Temperature measurement

Evaluation of gl temperatures in the recever system is
very important. because the lemperaturs level influen
ces the receiver iife and performance. The temperature
varies somewhal over the heater surface and also
araund the fube iself, because of the solar input to the
front face of the tube only. Temperatures have been
mieasured with 40 thermocouples over the receiver and
cavily.

Thermocouples however, cannot cover the entire sur
face and therefore are limited in measurement of tem-
perature distibution. An infrared camera has been
used, which gives information over all the receiver sur-
face facing the sun, and testing can be made during
nosmal operation. The most interesting results from the
festing are:

A TEMPERATURE
Ty (o0

Twnt iy
GAL TEMPERATURE

Py
PREZSURE

P kWY
POWER DUY

-y M .

A4 TIME (8£C)

Fig 7 Transient — start time

® that no crtical hot spots can be found on the re.
ceiver surlace.

® that all ubes per quadrant show 3 uniform tempers:
e at the same radial distance

& ihat the temperature distribution along the tube —
warmer at the oulter diameter — depends hoth on
mternad conditions { gas flow | and external con
ditions { heal-tuc distrbution )

Resulls are shown in figwre 8.

Fig 8 infrared camera picture of receiver with
guadrants — fsotherm shown




Conclusion

The testing at Edwards Ar Force Base has been
very succeshi. Tesling has been going continously,
except during periods of bad weather. Unfortunately
1983 has been unusua in the respect, causing a
severs 08 I running hours.

The lesting which started in March 1983 with Stirling
engines in bolb concentrators was very impressive.
it was the first ime when two sclar Stirling engines
were in solar operation at the same time. Fig 91

We now have a much better understanding of solar
paraholic dish system and *he influence of different
parameters. However more 1esting is needed and i
will continue at Edwards A Force Base This testing
will inchide further developiment of receivers, shutters,
cone and aperture window, confrol system and event
ually endurance testing of an optimized system.

Future action

Additional testing will also go on in Paim Sorings within
the Vanguard project. This achvity is als. . ponsored
by the US Department of Energy under 2 cost sharin,
contract, This testing wil be done with the second
generation of Solar Strling engines, the Mark !l en-
gine, figure 10, This new design had as obleclives
compared 1o the Maric | engine 1o reduce production
cost, 1o increase reliability and 1o keep the perform-
ance level.

The development effort resutted in a simplified design
including all experience from the Edwards lesting as
well a8 new ventions and development from labo:
tury testing. The mosl important new design 800
utions are;

# the ol system with only internal oifiow

#® the build up of cold moving parts allowing zcurate
alignment of components resulling in improved
reliability for seals and piston nings

# the design and malerial selection of receiver re-
sulling in a1 cheap recelver with simplified fabri-
cation and improved performance

# the special design of gas control systern, guided
by the installaion of modules together in a farm
using one hydrogen compressor and gas storage
system including feed lines to each module in con-
cerirators, instead of each module having its own
compressor and gas storage and beeing a seif-
sustaining unit up infocal mount.

1 ORIGINAL FoLc 18
sg!ggg OF POOR QUALITY

Fig 8 Two Stirling modules under testing

Fig 10 Mark If Cross-section




SHALNE

The Mark il engine has been fabricated and as.
sembled and the first enging, intended for the Paim
Springs installation. has been laboratory lested for
about 200 operating hours (igure 11} The result
from the testing shows a slightly better performance
than for the Mark | engine. The Mark H engine has
been converled for solar operation and assembled
with radiator and solar gontrol system, 10 a selfsus-
taining unit and is ready for continued solar testing in
Paim Springs. (Figure 12}

Fig 11 Mark 1f in test rig

Fig 12 Mark 1 Solar modute
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VANGUARD CONCENTRATOR Né 4 2 8 2 4 4

Terry Hagen

Advanco Corporation
El Segundo, CA

Advanco Corporation and the United States Department of Energy (DOE),
on May 28, 1982, signed a Cooperative Agreement for the design,
manufacture, and test of a “solar only" parabolic dish-Stirling system
known as Vanguard 1. As a result of this agreement, a Project effort has
developed that combines the extensive res2arch and industrial experience
of several participants to develop and produce the Vanguard 1, solar
energy, electric-generating module that will technically and economically
penetrate the small community market as well as the electrical utility
market. The design of the Vanguara 1 dish-Stirling engine system features
low risk, simple fabrication and assembly, and minimum cost. Due to the
fully self-contained nature and relatively simple size of each power
generation module, this solar technology lends itself to rapid
commercialization. The concept combines United Stirling's USAB 4-95 Solar
II Stirling engine, Jet Propulsion Laboratory's (JPL) developed mirrovr
facets which form the reflective surface of the dish, Rockwell/Advanco's
low-cost exocentric gimbal mciunt with the needed structural stiffness to
assure tracking accuracy; a low-cost pedestal foundation; and an automatic
un-manned concentrator control system. Re orted in this session was a
summary of the results achieved by Advanco on the fabrication and erection
of the concentrator since the April 83 Detailed Design Review of the
Vanguard I program.
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2 8 2 A 5 BRAYTOM MODULE DEVELOPMENT OVERVIEW

Herbert J. Holbecs
Jet Prooulsion Laboratory
Pasadena, California

Abstract

The Brayvton module development effort has involved the solarization of
existing gas turbines. At one time parallel developments were
contempliated using both the Advanced Gas Turbine (AGT) and the
Subatmospheric Brayton Cycle (SABC) engines. The AGT is being developed
for automotive applications bv the Garrett Turbine Engine Company (GTEC)
under contract to DOE and NASA while the SABC has been developed for a
gas-fired heal pvmp application by the AiRescarch Manufacturing Company
under contract to the Gas Research Institute (GRI). Funding limitations
led to a single module development contract with Sanders Associates. In
FY 1982 they conducted trade studies of the AGT, the SABC and other
existing gas turbines in combinativon with various concentrators. The
Sanders recommendetion from these studies was to use the SABC for
near-term module development while following the AGT development for
later advanced application. Following JPL and DOE approval of this
approach, Sanders completed a preliminary design at the module, and
developmental subsystems are being completed.

Background

Brayton cycle (gas turiine) engines have been considered for snlar
thermal application because of the large existing experienc. base, the
simpl'<ity of the rotatng assemblv, demonstrated long life of gas
turbines with foil bearings, the simple incorporation of a hybrid
combustor with an air receiver, and the potential for high efficiency in
high temperature ceramic engines.

The AGT is being developed for automctive applicaticn by GTEC under
contract to DOE and NASA. In its final ceramic configuration, it will
have the capability to produce more than 50 kW of shaft power at more
than 40 percent efficiency with turbine inlet temperatures up to

25000F. The development initialiv uses a lTower efficiency metal engine
with a ceramic regenerator at a turbine inlet temperature of 16000F.

This engine is undergoing development testing while the ceramic parts are
being rig tested.

The SABC engine is being develcped for cas-fired heat pump app’ication by
AiResearch under contract to GRI. This is a smaller, 8 kWe, partialily
closed cycie me“al engine, operating at a turbine inlet temperature of
16000F with the pressure through the turbine dropping from one (1)
atmosphere to 0.4 atmospheres. This engine has all foil bearings and is
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readily amenable to the incorporation of a shaft mounted permanent magnet
alternater (PMA) replacing the heat nump freon compressor.

When reduced DOE funding mandated a single Brayton module development,
Sanders Associates. the system Contractor for the Brayton module
development, conducted trade studies in FY 1982. These studies
considered the AGT, SABC and cother existing gas turbines in combination
with several concentrators. The results of these studies were reported
at the Fourth Annual Parabolic Dish Solar Thermal Power Program Review in
December, 1982.

Recommendations Resulting From Trade Studies

The studies indicated potential for the AGT in its eventual, ceramic,
high-temperature, high-efficiency development. However, the ceramic
engine is several years from fruition, and additional changes such as
incorporation of all foil bearings and a shaft-speed PMA will be needed
to increase the 3500 hours of automative lifetime to the 50,000 hours
desired for the solar program.

The SABC engine, has a lifetime goal of 50,000 - 100,000 hours for the
heat pump program, and this is considered a realistic expectation based
on engine test results to date and field experience with similar foil
bearing units. Cost studies indicate that this engine can meet cost
goals even at relatively low production levels of 1000 units per year.
These factors show potential for a near term, cost effective application,
even though the net efficiency of small, metal Brayton engine/generators
is limited to 25 to 30 percent.

The studies identified several small concentrators which were a
reasonable match for the 8 kWe engine. These included concentrators
developed by PKI, Essco, SKI and Ladet. Tradeoffs on concentrator size
have been uiicrtaken in several studies with various results. Sanders
identified lower unit weight and cost advantages for small concentrators
together with the higher production level for a given power level.

Module Development Program

The FY 1983 Sanders preliminary design identified the following module
subsystems:

1. AiResearch SABC (Mark IIIB) engine with permanent magnet
alternator.

2. Sanders air receiver based on their High Temperature Solar
Receiver (HTSR).

3. Ladet Energy Company LEC 460 concentrator.

4. Sanders system controls using Standard Microprocessor
components .

5. Abacus inverter.
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The module development will occur in two stay - In the first stage,
developmental subsystems have been fabricated .d are being prepared for
development testing. These results will be used for design
modifications with the subsystems for the final module available at the
end of FY 1984.

The SABC Mark IIIA development engine has reduced power and efficiency
capability as does the 5 kWe, load cell, PMA used in the development
unit. However, this developmental engine/generator will allow
development testing of combined subsystems and provide data for design
modification and controls software development. Meanwhile an improved
Mark IIIB engine with an integral shaft, full load PMA is being
assembled.

The Ladet 460 concentrator is the fifth version of a multi-faceted
membrane concentrator, privately developed by the Ladet Energy Company.
Facet tests at JPL together with analyses have indicated the suitability
of this concentrator for the presently designed 10 inch receiver
aperture. The concentrator already comes close to meeting cost goals in
production quantities.

Future txpectations

The Sanders Brayton module using the AiResearch SABC «ngine/generator
and the Ladet Concentrator appears to provide a realisti. near-term
Brayton module. Following module verification testing in early FY 1985,
this technology is expected to be ready for a multi-module field
experiment or for field application.

Meanwhile, the AGT automotive program is being monitored with the
ceramic version of this engine is expected to provide an advanced
Brayton alternative. A solar feasibility test on the reduced
performance metal SAGT may occur in FY 1984 with possible readiness of a
ceramic SAGT module in FY 1986.
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Near-Term Brayton Module Status

S.B. Davis
Sanders Associates, Inc.
Nashua, New Hampshire

Summagx

Sanders Associates, Inc. was selected as system integrator for this
program with the responsibility of integrating subsystem components and
testing a Parabolic Dish Module (PDM) to convert solar energy to grid
compatible electric power.

By March 1983 Trade Studies had been completed and the PDM system
components were selected. System components were selected on a basis of
current and projected performance efficiencies, technology readiness, future
production probabilities and prices, current cost and availability. Though
the PDM program was originally oriented toward an 11-12 meter reflector with
a 15~20 kw electric output, the trade study conclusion led us to downsize
the system to include a smaller lightweight reflector and to output a rated
8 kw electric. Potential for this near-term, 8 kw derivative of the PDM is
adjudged to be superior to that of a 20 kw system.

Major system components are: 1, the AiResearch/GRI Mark III
subatmospheric Brayton cycle power conversion assembly; 2, the LalJet LEC-460
point focusing concentrator; 3, the Abacus 8 kw DC-AC inverter; 4, the
Sanders/JPL low pressure, high temperature ceramic matrix receiver; and 5,
the Sanders 8086 microprocessor based control system.

The PDM is suited to both grid connected and standzlone applications,
and it may be fired by solar, fossil, or solar/fossil hybrid means.

Current program plans call for delivery by AiResearch of two engines.
The early engine will be utilized +n The Development Test Model (DTM) which
will be tested in March of 1984 at Sanders, in Merrimack, NH. DTM
objectives are to complete:

System Integration

Development of Control Algorithms and system operating logic
Establishment of System Performance Baselines

Demonstraticn of System Feasibility

Following the PDM Critical Design Review (CDR) in April 1984, assembly of a
Final System will commence. An improved engine will be delivered directly
to Sandia Laboratories, Albuquerque, NM and final system integration is
scheduled for September 1984, Testing will be concluded in the fourth
quarter of calendar 1984,
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Status

The Parabolic Dish Module (PDM) Experiment is being conducted by
Sanders Associates under contract (956039) with Jet Propulsion Laboratories,
Pasadena, Ca. With the major technology development near completion, the
contract will be transferred to Sandia National Laboratories, Albuquerque
(SNLA), New Mexico, in early 1984 for testing and improvement. Development
Test Model (DTM) experiments, design updating, and performance validation
tests (PVT) will occur under the aegis of SNLA through calendar 1984. See
Figure 1.

The DTM testing in early 1984 is oriented toward completing subsystem
integration. The control system will be integrated with the major system
components: 1, engine assembly; 2, concentrator controller; 3, inverter;
and 4, the operator control terminal. The DTM will be extensively
instrumented to collect baseline perlormance data against which the improved
system will be measured in the fall. System feasibility will be
demonstrated during these tests and will provide the experimental proof of
concept needed to pursue widespread deployment of the PDM system.

The DTM test results will be used to define control and hardware
improvements that will be incorporated in the second unit, the PDM, along
with the already planned improvements: 1, improved engine: 2, simpliffed
controller; 3, corrosion resistant heat sink exchanger; 4, optimized
recuperator ducting; 5, lighter weight receiver; 6, and (tentatively) the
electric start.

The validation of system improvements and increased efficiency are
primary goals of the PVI, Additionally, the testing of automatic algorithms
essential for unattended operation is planned. During extended testing,
lifetime and reliability data will be collected to identify improvements
necessary for large scale deployment of this new alternate energy source.

The current PDM system is comprised of advanced components which will
provide economic conversion of sunlight to grid compatible AC power with the
high reliability and low maintenance costs characteristic of Brayton (jet)
power plants. The engine is a subatmospheric Brayton cycle engine recently
developed by AiResearch Manufacturing Company of California for the Gas
Research Institute to drive natural gas fired heating/air conditioning heat
pumps. The engine employs air bearings to achieve life expectancies beyond
30,000 hours and advanced versions will operate in the 8 - 10 kilowatt
range, While the engine is currently developmental, it has successfully
operated several hundred hours and has no major technical uncertainties.

The MOD IIIA engine that will be used in the DTM test sequence uses a vacuum
air start system. The more advanced MOD IIIB engine uses a shaft-mounted
alternator integral to the compressor turbine shaft., This IIIB engine will
be capable of automatic electric starting.

The ceramic matrix receiver designed and built by Sanders is an
inherently long-1ife component. Developmental work continues to improve its
already high efficiency and to reduce cost to production level goals.
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The lightweight concentrator is equivalent to a 7.4 meter diameter dish
and employs 24 closely packed quasi-spherical circular facets to reflect the
solar energy through an 8 inch (diameter) aperture into the receiver. The
dish has been built in moderate quantities (700+) and meets design to cost
(DTC) goals.

The PDM uses an integrally mounted shaft-speed 8 kw permanent-magnet
alternator with torque characteristics that allow it to double as a starting
motor. The DIM 5 kw alternator from which the 8 kw version is derived has
performed reliably during engine testing.

The inverter uses microchips to digitally synthesize the grid-locked
output AC from the rectified alternator output. The inverter logic allows
signals from the system controller to vary inverter input power requirements
and thereby control engine loading.

The PDM control system operates as an executive processor to command
the subsystem on-toard controllers (concentrator, inverter, and start
sequencer.) The controller that was develope.! for the DTM test will
communicate to the operator via a video terminal and will offer a high
degree of flexibility to facilitate the developmental testing. Production
controllers will be programmed to a more restricted command menu and will
consolidate functions to reduce system cost.

The DTM receiver is shown in cutaway Figure 2. It is conceptually
similar to the follow-on receiver that will be used with the PDM. Preheated
air enters through a central inlet duct and flows through the radiation
cavity to the segmented honeycomb silicon carbide panels. The honeycomb
panels ar= heated to approximately 1850°F by the concentrated sunlight that
enters the receiver through the fused quartz window. As the 1200°F
preheated air flows through the honeycomb, it is further heated to 1600°F.
The hot air is then _ollected in the tapered plenum and delivered to the
outlet duct via a stainless steel particulate filter,

The front of the receiver is protected by a passive graphite shield
assembly that is inexpensive and requires no parasitic power.

Two DTM receivers have been assembled; one is being used for
development tests -- the other has been delivered to AiResearch for
integration into the power ccnversion assembly (PCA).

Packaging and aperture/cavity modifications will be incorporated into
the PDM receiver to reduce its weight and improve its thermal performance.

The solar concentrator for the PDM system is an LEC-460, supplied by
Lajet Energy Company of Abilene Texas. In this application the PCA is, at
1300#, heavier than the design load for the concentrator. The concentrator
was, therefore, analyzed to determine the modifications that would be
required to sustain the heavier PCA and expected snow loads. The structure
proved to be generally adequate and only limited modifications were required
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Figure 2. low Pressure~Bravton Cvele Snlar Receiver




to meet the desired safety margins with the heavier loading. The
modifications have been incorporated and the concentrator is currently being
assembled and installed at Sanders' Merrimack, NH facility. Installation
will be complete by mid-January and characterization will occur duaring the
ensuing four weeks before DTM testing.

The control system is organized as an executive processor (EP) to
expedite the DTM testing and follow-on PVI at Albuquerque. By configuring
and programming the EP to use the existing on-board controllers in the
inverter, start sequencer, and concentrator, duplication of effort was
avoided. This approach reduces contract cost by allowing us to hold to a
compressed schedule and complete testing in 1984, Eventually, however, the
control system functions will be reallocated to reduce hardware costs and
achieve DTC targets. According to Figure 3, the EP:

1, communicates with the operator via CRT or hand-held terminal;
2, commands and monitors the inverter and concentrator;

3, commands the fuel valve and start sequencer:

4, monitors the engine, satety circuits, and weather; and

5, relays data to the recorder for subsequent analysis.

Corclusion

Over the course of thi. contract, the system has evolved from concept
to hardware that will be practical i1a the near term, figure 4. The smaller
8 kw system that has been developed will provide the market base to support
the development of larger systems as more advanced components become
available.

By our commitment to the aggressive schedule of Figure 5, we will
advance toward the generation of substantial quantities of truly renewable
energy and tike a crucial step toward the DOE goal of reducing America's
energy vulnerability by the year 2000.
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INSTALLING 8,000 kW BY 12/85
1,000 units on line by 6/86
2,500 units built by 12/86
5,000 units per year in '87 -
e
_'::: Figure 5. Development Schedule Objective
=
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ST oEnon CTJAL.fV Subatmospheric Brayton-Cycle Engine Program Review

P

N 8 4 2 8 2 47 Richard L. Johnson

‘vl IDJ

AiResearch Manufacturing Company
Torrance, California

SUMMARY

this progran . o develop a solar-energy-powered electrical generator
utiiizirg an engine developed for the Gas Research Institute (GRi). The
generator consists of a subatmospheric, Brayton-cycle engine and a permanent-
magnet PM) alternator. The electrical power is generated by an alternator
driven lirectly by the Brayton-cycle engine rotating group. Unique features
that enhance reliability and p. ‘formance include air foil bearings on both
the Brayton-cycle engine rotating group and the PM alternator. an atmos-
pheric-pressure solar receiver and gas-fired trim heater, and a high-
temperature recuperator. The subatmospheric Brayton-cycle engin. design is
based on that of the GRI gas-fired heat pump engine.

Two generators will be supplied in the program: the first, a feasibility
demonstration unit using existing GRI hardware, will produce an electrical
power output of 5 kW; the second, an upgraded engine and PM alternator,
wi!l produce 8 kW.

INTRODUCT ION

The increasina energy shortage has resulted in new developments in energy-

saving devices. Utilization of the GRI gas-fired engine which provides

onsite power for space conditioning allows full time operation of the solar

eneray electrical generator. The system offers high performance potential

by utilizing air as the working fluid, where high turbine inlet temperatures

provide high thermal efficiency. The engine measures 8 ft. by 4.5 ft. by

3 ft. Figure | shows the feasibility demonstration system consisting of

+he modified GRI subatmospheric Brayton cycle engine 5 kW PMA and Sanders
slar receiver.

SINK HEAT
PROYECTIVE ENCLOSURE RECUPERATOR EXCHANGER

LTV C- COMBUSTOR
§ A SOLAR RECEIVER ENGINE HOUSING TURBO-COMPRESSOR

Figure 1  Feasibility Demonstration System
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The Brayton cycle engine shown schematically in Figure 2 is a semi-open
subatmospheric pressure cycle consisting of a centrifugal compressor, a
radial inflow turbine, a recuperator, a sink heat exchanger, and an inline
atmospheric combustor. Ambient air is drawn through the recuperator,

where it is preheated before being introduced into the solar receiver. The
heated air is then passed through the atmospheric-pressure, gas-fired
combustor in a mixture that is slightly above stoichimetric. Compressor
discharge gas is also cycled through the recupcrator and is used as a
diluent to provide added flow and the desired turbine inlet temperature.
Expansion takes place through the turbine component, from which sufficient
power is extracted to drive both the Brayton compressor and PM alternator.
The turbine discharge gas, which is at subatmospheric pressure is processed
through the recuperator, where is preheats combustor inlet air. The
temperature of the low-pressure gas is reduced further by using the sink
heat exchanger to reduce compressor power consumption. The compressor pumps
the gas back to atmospheric and a small portioun is exhausted; remainder is
recycled as diluent.

EXHAUST

CHECK VALVE ??i HECUPEnAtoa
R a;—‘
COMPRESSOR *
COMBUSTION

MAGNETIC ’ AR

——y
COUPLING {AMBIENT) H A"
EXCHANGEII
N H
N

I
)
l rueine || nsceuvsa
KW PMA } | COMBUSTOR
ALTERNATOR SOLAR
ENERGY
coounc j_..ﬁ
AIR INLET ‘l
| ; GAS SMUTOFF VALVE
J ! \
—_——— e
/ GAS INLET
GAS MODULATING VALVE
SINK MEAT
EXCHANGER ~ ~—CONDENSATE
DRAIN am

Figure 2. Simplified Schematic of the
Feasibility Demonstration Unit

SYSTEM PERFORMANCE PREDICT IONS

Figure 3 presents the predicted engine performance characteristics for
a 55°% ambient day cycle efficiency and output shaft power are plotted
as functions of speed for varying turbine inlet temperatures. At the
design point of 75,000 RPM and turblne inlet temperature of 160C%F the
predicted cycle effucuency is 257
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ENGINE SPLEL THIN SANDS OF AP

Figure 3. Bravton Engine Performance

HARDWARE DEVELOPMENT

SKM Feasibility Demonstration Unit

Existing GRI engine hardware components are used with required modifications
to the engine housing and recuperator to accept the solar receiver and
concentrator interface. A distribution duct was added to the cool side
outlet of the recuperator to allow direct ducting to the solar receiver
inlet shown in Figure 4.

T
SOLAR
RECEIVER

DISTRIBUTION
DUCY

Figure 4, Modified GRI Recuperator
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Modifications to the engine housing were réquired Lo incorporate the modified
recuperator and 2 new design GRI covbustor. Flgure 5 shows these modifica-

ipns with the new cosbustor installed. This cosbustor design incorporates
an inlet port at the top.

. % 7 -
g{:ufﬂu‘fﬁ 1] }
i

e
i oa
u

ISTRIBUTION DUCT
agts i %@YE&T COMBUSTOR

Fer

Figure 5. Engine Housing "odilications

This port is aligned directly with the solar receiver outlet port to
minimize pressure drop and thermal lpss.  Additi P oodifications were
required to the engine to realign the sink heat exchanger and provide a
cooling air fan.

Hardware modifications are coplete and Tinal assebly 5 in process.
Performance testing is scheduled for Joruary and February 1984,

KW Development Unit

Major redesign i with the PM alternator various approaches are being
investigated, with compatibility with electric starting being of primary
concern.  One approach is .o combing the PN slternator and turbocompressor
on the same shaft elinipating the sagnetic coupling and thrust/journal
bearinas in the PM alternator. A prelininary sketch of this design is
shown in Flgure 5.
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Figure 6. Preliminary Design of Turbogenerator

The alternate design approach is to have a stand alone PM alternator that
is driven by a magnetic coupling. This design will require a larger PM
rotor and stator plus the addition of a journal bearing and thrust bearing.
The combined unit will share bearings with the turbocompressor.

The final design will be selected by mid December and detail design will

proceed. System design is scheduled to be complete by March and system
delivery in September 1984.
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LEC SYSTEM DEVELOPMENT N 8 4 2 8 2 4 8

bDavid D. Halbert
Lajet Energy Company

Abilene, Texas

LaJet Energy Company ("LEC") entered the solar energy business in early

1978 funded by its then parent company, LaJet, Inc. The first goal of LEC
was to identify a viable solar product that had long-term commercial
application. After making an economic analvsis of solar energy, LEC de-
fined the necessary conditions for developing 3 cost-effective solar pro-
duct. With its goal defined, LaJet, Inc. funded a research and development
program to create such a product. The result is the LEC System. The latest
model of the LEC System is designated the LEC 460.

Description of the LEC System

The LEC 460 is a parabolic "dish" which incorporates a micro,.cocessor to
automatically point it toward the sun from sunrise to sunset. The "dish"
is composed of a set of mirrors (made of reflective polymeric film) which
focus and concentrate the sun's energy on a receiver, producing intense

but controlled amounts of heat. The LEC 460 employs a design concept that
permits the use of common and 1> >w-cost materials. All major structural
components are fabricated from low-carbon, low-allov steel using methods
adaptable to mass production. The mirrors are suppo. ~d on a steel tubing
frame. This frame is attached near its center of gravity to a cantilevered
suppcrt structure. The mirrors and frame are counterbalanced by the weight
of the receiver, thus reducing the energy needed to move the collector
(parasitic load) and allowing movement on two axes.

The Reflective Array. Each LEC 460 solar concentrator contains a reflec-
tive array consisting of twenty-four 60-inch diameter mirrors. The total
reflective surface of each LEC 460 is approximately 460 square fzet. Each
mirror surface consists of weatherized disposable reflective polymeric film
that is drawn to an approximate parabolic shape on a permanently fixed
aluminum frame by a continunusly applied vacuum (supplied by a small vacuum
pump). The depth of the parabolic shape is controlled by an adjustable
focusing valve mounted behind the film's surface at the center of the mir-
ror's interior. The solar concentrator flux intensity at the LEC 460's
focal point can be varied by adjusting the position of each mirror or by
altering the adjustable focal length of the individual mirrors.

The Space Truss Structure and Space Frame. The space truss structure and
space frame are designed to support the mirrors and to track the sun from
sunrise to sunset. Designed Ly LEC to overcome the primary obstacles and
problems LEC believes are encountered in the design of other solar collec-
tors, they have low-cost, light-weight components and small, low-powered
motors to track the sun.
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The primary components of the space truss structure and space frame are
low-cost, low-carbon steel angle and tubing. When assembled, the space
frame is a lightweight, rigid, parabolic~shaped structure. The space frame
is mounted on the cantilevered space truss structure, very near its center
of gravity, thus minimizing the need for counter-weighting. Because of
this design and the low weight, the entire space frame can be driven by

a small 1/8 hp motor, thus minimizing the power that must be used to oper-
ate the system. The space truss structure is affixed to a concrete foun-
dation.

The Controller. Each LEC 460 is equipped with its own microcomputer-based
controller specially designed to operate with the LEC 460. This controller
determines the system start-up and shutdown procedures including controlling
auxiliary motors, valves, and other support devices, and determines the

time of day to perform start-up and shutdown functions. The controller

also tracks the sun and automatically adjusts for any errors in positioning
or placement to ensure optimum performance. The controller provides for
emergency shutdown of the concentrator in case of high wind, fluid flow
losses, excessive fluid operating temperatures or other potential operating
problems.

The LEC System features advanced engireering focused on reliability, perfor-
mance, and low cost to produce a sophisticated yet relatively simple product.

Development of the LEC System

The development and testing of the LEC System has spanned three years.
Six models of the concentrator were designed, built and tested during this
period:

Model Reflective Surface
(square feet)

M=1 . . o o L e e s e e e e e e e e e . 85
M=2 . . 0 o 0 0 e e e e e e v e e e e e . 190
LEC-200 EM-1 . . . . . . . . . . . . . . . 210
LEC-300 EM-1 . . . . . . . . . . . . . . . 330
LEC-400 EM-1 . . . . . . . . . . . . . . . 410
LEC-460 EM-1 . . . . . . . . . . . . .. 460

The LEC 460 incorporates a number of refinements and improvements developed
through the testing and operation of the previous models, including a re-
flective surface over 5 times larger than the original mcdel, a substantially
stronger cpace truss structure and space frame, improved mirror design
permitting greater efficiencies and durability and a microprocessor control
system that governs almost all aspects of concentrator operation.

Patents

The LEC System is a unique and innovative technology. To protect the unique-
ness and proprietary nature of this t¢ "nology, TEC has received domestic

and foreign patents on the overall conceptual design of the LEC System.

Other subassembly patents have been received or have been filed for and

are pending.
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PANEL DISCUSSION ON
"BUSINESS VIEWS OF SOLAR ELECTRIC GENERATION"

John Stolpe

Southern California Edison Company
Rosemead, CA 91770

Solar power generation systems, inciuding parabolic dishes, are
beginning to make hesdway as income producing business ventures for
supplying meaningful amounts of electric power to the utility grid. In
doing so, solar developers are making a difficult transition from the
emotionally-bagsed justification for solar R&D “to solve the world energy
gsituation” and are now beginning to face the realities of having to
justify solar commercialization based on all the tried and proven rules of
economics and free enterprise.

For any given solar power technology which has successfully progressed
through all the research, development and demonstration steps to prove its
technical value to a utility grid, the technology eventually becomes faced
with an entirely different set of formidable business questions from the
financial community. Such questions are directed toward establishing the
financial feasibility of a possible commercial project, and guaranteeing
that both lenders and investors will receiv: .rzir required finasmcial
repayment. Because of the multi-millior < *1 - magnjtude of typical
proposed solar power projects, solar commeccialization is truly entering
the domain of "big business". The extent to which any solar power
technology will succeed in the open marketplace will be determined by its
ability to compete with other energy technologies as well as the degree of
financial creativity employed by the organizations which undertake to
design, construct, and operate fvture solar plants.

A panel of recognzed cxzperts in the field of solar has been organized
to convey viows »f the continuum of solar business-interests--from the
manufacture> tv the snd-user and the all-important area of finance. Each
panelist will c¢fer chservations based on his partiacular experience in
the overa.i #res nf x¢liar and alternate energy systems. These views will
be of direct tractical value to developers of solar dish hardware.
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ABSTRACT OF REMARKS FOR THE PANEL DISCUSSION
BUSINESS VIEWS OF SOLAR ELECTRIC GENERATION
DECEMBER 7, 1983

EDWARD H. BLUM
MERRILL LYNCH CAPITAL MARKETS

EINANCING COMMERCIAL SOLAR POWER

o In 1982-3, ML has ralsed over $200 MM for renewable energy
projects totalling roughly $250 MM. The area Is attractlive.

o Keys to financling are:
-Technologlcal quality & guarantees
-Strengths of the organlzations responsible for the project
-Attractive economics, based on reliable numbers

o Technology

-Ilnvestors! perception Iis that solar Is deslirable and
attractive, but not yet reliable or economlic.

-Key concern Is technological rellability and performance.

-Technologlical problems have occurred and been widely
reported. Investors want evidence and/or assurance
that they will not experience problems and/or losses.

-Since experience with all solar technologles Is necessarily
iimited, Investors want to see strong performance
guarantees and financial strength supporting those
guarantees.

-Time unti| major fallures and overall equipment )ifetimes
remaln open questlions.

o Organizational Strength

-Failures of suall energy companies, and weak financial
conditions of some solar/wind suppliers, stimulate a
preference for proven flnanclal and management
strength,

-Smal ler flrms may need support/guarantees from financlally
strong companies.

-Strength needed not only to support technology, but also to
satisfy concerns under securitles and tax laws, and for
marketing to Individuals and fo Institutions.

o Economlics

-Need attractive, competitive rate of return -- higher for
technologies perceived as riskler or newer.

-Financing structures needed to obtaln these returns for
relatlively expensive *echnologlies are sensitive to
detalls of tax law that may change. Deals work now,
but may need new structures In 1983 or 1985.

«A few wind deals work w!thout state tax credits, but even
these stll | need the Federal ETC. All solar deals
still need both the ETC and state credits,

-lf the ETC Is not extended, costs must decrease rapldiy to
obtaln financing after 1985,
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BUSINESS VIEWS OF SOLAR
ELECTRIC GENERATION

ROBERT DANZIGER
SUNLAW ENERGY CORP.

The speech focuses on two primary themes: competition and technical

risk. Competition is discussed to illustrate the likely business environ-
ment developing technologies will encounter. Technical risk is analyzed
from the perspective of capital markets.

Inter-fuel competition is highlighted because the economics of private
power production hinges upon the power purchasers' alternate cost of
energy. For example, oil and gas-fired cogeneration competes with, and
will largely displace, utility base and intermediate load oil and gas
units. Closed-cycle systems such as coal, coke, biomass or waste-fired
fluidized bed systems will compete with the remaining displaceable utility
0il and gas units. Therefore, technologies not proven until the 1990°'s
will be competing with the utility's only other displaceable fuel: coal.

Inter-technology competition is just now heating up. For example, solar
ponds, point-focusing dishes, solar central receivers, photovoltaics,

and all other peak-coincident systems are in direct competition to supply
Southern California Edison's summer peak requirements. However, it must
be remembered that peak periods are only 167 of the year. As with
virtually all plant and equipment, powerplants must generally operate

40% to 80% of the year to be profitable. Thus, even peak-shaving
technologies must be able to hold their own against the better utility
units in order to make money during these economically vital mid and
off-peak hours.

Although inconsistent with generally-accepted views of technology develop-
ment, it is true that large institutional and corporate funds will not

be available until a technology has at least 10 years of good operating
experience. Until then capital will come from small, non-brokered limited
partnerships. The only proven way to circumvent this problem is to have

a vendor or engineering firm take all technical risk including: wuseful
i1ife, consequential damages, performance, and availability. In addition,
the guarantor should expect to undertake risks that are techaicall
impossible but financially conceivable. For example, one lender

required insurance against a steam turbine rotor twisting twice in 3

years where there had been no such event in 40 yeais of operation. In

the came project the lender wanted an option rc truck steam and an
engineering report that a gas turbine could not be used as an apartment.
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McDONNELL DOUGLAS ROLE IN SOLAR THERMAL SYSTEMS

. ]
Richard J. Faller
McDonnell Douglas Astronautics Co.
Huntington Beach, CA 92647
CENTRAL RECEIVER SYSTEMS
o 12 years of developing designs and applications for solar central

receivers.
- Seven electric utility and industrial process heat repowering

conceptual designs.
- Advanced conceptual design for electric utility repowering.
- Total system designs for industrial applications.
- Proposals for desalination, off-grid electric designs.

o Played major role in techuical development of solar central

receivers - The Solar One Pilot Plant.
- Solar One plant design.
- Integrated microprocessor control system decign and hardware.
- Successful operation to date:

o Demongtrated 10 MWe net power from receiver 10/82

o Demonstrated 7 MWe net power from storage 2/83

. o Demonstrated 12.1 MWe net power 6/83
; o Playing major role in commercialization of solar central

receivers.
- Joint conceptual design with Edison and Bechtel.

- Financial/legal development of the demonstration project -
Solar 100
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o Played lead role in heliostat development.
L - Five generations of design development.
- Commercial design.
o System and heliostat experience springboard for business

expansion.

BUSINESS EXPANS.ION

. o MDC Objectives to introduce commercial products as economics
permit.

o Evaluated several solar energy concept options.
o Dish electric.
- Joint MDC/United Stirling study during past year.
- Evaluated sales potential, design concepts, product costs,
operations end maintenance costs, pricing strategies and

business econcmics.

- Developed sgreement for cooperative endeavor between MDC and
United Stirling and obtuined approval.

- Started development progLum.
- Test program to start in the fall of 1984.

- Comaercializaticn start targeted for 1686-1988.

-
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Business Views of Solar Electric Gecneration

Summary of Remarks
J. Lynn Rasband
Utah Power & Light Company

Between 1975 and 1980, Utah Power & Light Company experienced a
load growth rate of approximately 8% per year. During the 1970's, which
was a rapid growth era, UP&L placed 4G0-megawatt, coal-fired generating
units on-line in 1974, 1977, 1978, 1980, and 1983.

Recently with reduced economic growth within UP&L's service
territory, the load growth has dramatically dropped. We negotiated with
all participants in the Intermcuntain Power Project to half its capacity
and also reduced our participation share from 25% of 3,00C megawatts
(750 megawatts) to 4% of 1,500 megawatts (60 megawatts). We also
rescheduled Hunter WNo. 4, a 400-megawatt, coal~fired unit, to be
operational in 1991 instead of 1985. The annual lcad growth for the
next five years (1983-1988) 1is expected to be approximately 3.5%.

Although UPSL's pargir 1is above that which would allow for
additional capacity additions at the present time, by 1986 small
generating units such as parabolic dish solar thermal power units could
be justified and would be scheduled to come on-line so thar the UP&L
system capacity margin or reserve would be held at approximately 20Z.
Such small generating units would have to produce power competitive with
our avoided cost rates which are presently being considered by the Utah
State Public Service Commission. In the past, these rates have been
belcs 3 cents per kilowatt hour.
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“PGandE View of Solar E.eciric Generation Development®

C. J. Weinberg

Pacific Gas & Electric

Solar Energy is facing its toughest challenges to date:

° Low projected utility avoided costs due to reduced oil orices

and increased availability of natural gas;

° Low projected rates of utility load growth due to effective

conservation programs and higher energy costs;

° Expiration of the federal solar tax credits in 1985;

° A difficult road ahead in the 1984 congress for legislation to

extend the tax credits;

e Withdrawal of DOE support for bridging solar development costs.

The new National Energy Plan states that we must have a balanced mix
of energy sources. What can we do to support the continued development of
the solar option? We mus: continue to push state and federal legislation
to extend solar tax credits. T federal government needs to reevaluate
DOE's role and re. ~tablish support of solar development costs. Continued
development is required to reduce the cost of installation and operation
of solar systems, they involve high capital costs since they "buy the fuel
up front".

We must also find additional sources of funds to close the
development cost gap. Public Utility Commission’s must recognize that the
cost of closing the economic gap on solar R&D demonstrations must be
shared by the residents served. We need to introduce a realistic
deve lopment program for the future. Much of solar energy was over sold in
the 70's.

The road ahead is not going to be easy. It's going to take a real
partnership of utilities, government agencies, manufact. »rs, regulators,
financiers and the public to conti.: the development and growth of solar

energy.
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DISTRIBUTED SYSTEMS OPERATING EXPERIENCES

James A. Leonard

Sandia National Laboratories
Albugquerque. NM 87185

Over the past several years, vsluable operating experience has been
obtained with several distributed systems. The first two papers in this
session discuss experience with operations of dish plants in the United
States and Australia. The rhird paper presents both desirable and

undesirable design features of operating systems with troughs as well as
dishes.
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q SOLAR TOTAL ENERGY PROJECT
ORIGINAL BAGE (STEP)
OF ;OOR QuALITY PERFORMANCE ANALYSIS
oF

HIGH TEMPERATURE THERMAL ENERGY STORAGE SUBSYSTEM

D. M. Moore
Georgia Institute of Technology
Engineering Experiment Station
Atlanta, Georgla 30332

The Solar Total Energy Project (STEP) a2t Shenandoah, Georgia is

a cooperative effort between the United States Department of Energy
(DOE) and Georgia Power Company to help maximize the potential of
salar energy. Saudia National Laboratories provides technical
management for the U. S. Department of Energy. The design, oper-
ation, and analysis of this point focus system have been supported
by a wide range of institutional and industrial organizationms.

VVhen funded by DOE in 1977 as part of the National Solar Thermal
Energy Program, it was the world's largest industrial application
of solar cogeneration.

There are ll!4 twenty-three foot diameter parabolic dishes that
track the sun in two axes and provide 11 billion BTUs of energy
annually. Heat taken from a heat transfer fluid boils water and
superheats steam for a Rankine steam turbine-generator. The des-
ign output of the system, under maximum insolation, is 400 kW(e),
1380 pounds per hour of extracted steam for pressing clothes, and
257 tons of air conditioning for cooling the Bleyle garment plant
to which the emergies are provided.

In 1582 a large number of unexpected electrical and mechanical
problems limited experimental operations. However, many lessons
were learned from these anomalies that have been totally addressed
and resolved. The next generation system should profit greatly

by this learning experience. In 1Y83, system performance tests

were initiated, and the thermodynamic design has been va ‘ated.
Each individual subsystem and component have demonstrate design
basis for future larger systems. A number of prescribed . sts

associated with this Test Operations Phase have been initiated
and will be continued to the middle of 1984, These tests will
evaluate total system modes of operation for future commercial

type cperation.

This technical paper will highlight (1) the 1982 milestones and
lessons learned; (2) performance in 1983; (3) a typical day's
operation; {4) collector field performance and thermal losses;

and (5) formal testing. An initfial test that involves character-
izing the Y“igh Temperature Storage {(HTS) Subsystem will be em-
phasized. The primary element is an 11,000 gallon storage tank
that can provide energy to the steam generator during transient
solar conditions or can extend operating time. Overnight, thermal
losses have been analyzed. The length of time the system can be
cperated at various levels of cogeneration using stored encrgy

will be revicwed.
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HTS TEST OBJECTIVES

Energy Storage Capabilities
Thermocline Stability

Heat Loss

HTS TEST # 1

Heat Tank to 500°F
Establish 500 - 750°F Thermocline
Monitor Temperatures Overnight

Operate System from Storage - 250 kW

HTS TEST # 2

Heat Tank to 750°F
Monitor Temperature Overnight

NOperate System from Storage - 250 kW

HTS TEST # 3

Heat Tank to 750°F
Monitor Temperature Overnight

Operate System from Storage - 300 kW
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HTS TEST RESULTS

Energy Storage Capabilities

Duration of Power Electricity
Test Level Produced
Minutes kW kWh
Test # 1 19 250 76
Test # 2 45 250 180
Test # 3 39 300 190
Storage Efficiency
Energy Energy Storage
Stored 6 Extracteg Efficiency
BTU x 10 BTU x 10 Z
Test # 1 2.60 1.89 72.7
Test # 2 5.63 4.41 78.3
Test # 3 5.58 4.51 80.8

Heat Loss Analysis

Heat Loss
14 Hr. Period

Heat Flux

BTU BTU/HR FT2
Design 168,000 15.6
Test # 2 226,000 30.4
Test # 3 228,000 26.0
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WHITE CLIFWS - OPERATING EXPERIENCR

Stenhen Xaneff

Department of Fngineering Physics
Research School of Physical Sciences
The Australian National "miversity
Canberra. A.C.T. Australia

ABSTRACT

Developmental work for the fourteen dish "'nite Cliffs Solar Power Station
commenced in July 1979; engineering design started in August 1980 and
construction was completed in December 1981.  “xperimental running of the
fuil system commenced in March 1982, design spéicfications were met by June
1982 and robust reliable operation was established by June 1983, The system
now supplies the small township on a stand alone basis (with diesel back-up)
and runs automatically and largely unattended: hardling being by local
personnel,

The area is remote and subject to extreme environmental conditions, <ol -tion
of che assonciated problems required careful and thoughtful attention and the
application of resources. Notwithstanding the wide range and harshness of
conditions, the difficulties caused by tremoteness and the lack of a technol-
ogical base and the need for relatively rapid demonstration of st -ess, the
project has had a very positive outcome. Qualitative and qunatitative infor-
mation and lessons are now available to enable considerable simolificetions

to be made for a new system, reducing both hardware and oneration and m. !..-

t cnance costs.

“xperience and lessons from the project are presented, particularlv in relat-
ion to: system performance in various environmental conditions- design phil-
osophies for collectors, the arrcy, control systems, engine and plant- oper-
ation and maintenance strategies and cost reducing pcssibilities. Sxperience
so far gives encouragerent for the future of such paraholoidal dish systems in
appropriate areas,

1. INTRODUCTION

DPescription and performance information for the "Thite Cliffs Solar Power

€ ation has already appeared elsewhere (for example, ¥ane,f 1983a, 1983b,
1983c, 1983d); the following details therefore serve as a brief reminder of
station Jetails:

The "Thite Cliffs project is intended primarily to help ascertain viability of
paraboloidal dish systems in providing energy and water for Australia'siniwu
and remote areas. The small opal mininc town cf Vhite Cliffs (1100 km wes. o
Sydney) was chosen because it had no existing power supoly and is sufficiently
remote to provide 2a authentic environment. Fxperimental and theoretical
investigations commenced in July 1979, engineering desi~ in August 19”7 and
construction was completed by December 1981; output snec Ications were met
by June 1982 and continuous rcliable operation was estabiished hy Jure 1983,
The station now supplies the townshin on a continuous round-the-clock basis
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that is, stand alone (with diesel back-up).

1.1 System Description

Figures | ar ? 2 portrav the installation which produces 25 kWe and over 100kW
low quality uneat at an insolation level of i kW/mZ and comprises 4 modular
semi-autonomous paraboloidal tracking collectors, each 5 m diameter with
fibreglass substrate and plane mirror ttle reflecting surfaces(2300 tiles per
collector), moving in azimuth and elevation driven by printed circuit motors
through actuators and controlled by dish-mounted sun sensor. Each collector
carries its own battery supply, charged from the central plant.

A central controller intrudes on the modular units only to give instruciions
for starting, offsteering (in case of steam or energy flow balance failure),
stopping and parking (normal or strong wind mode). 1In the event of rentral
contrel f: ilure, each collector can ccuuatinue operation, close down, park and
offsteer (in response to absorber cverheat). The collector array operates at
wind velocities of up to 80 km/h, above which it parks automatically, verticaly
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facing. Normally the collectors are parked horizontally facing south east, to
reduce dust collection and dew precipitation and to obviate excessive movement
when parking at the end of each day and in acquiring the sun in the morning.

Steam at up to 550°C and 7 MPa is generated in the semi-cavity absorber of each
collector, conveyed through horizontal and vertical axis rotary joints, thence
in insulated pipes to a high performance rec!procating unifliow steam engine
which converts the available solar heat to mechanical work at heat-to-mechan-
ical work conversion efficiencies of up to 22%, (typically 17-20%).

The automatic cycle begins on clock :ommand some 10-25minutes after sunrise;
feedwater flow is then establishei in the array over an allocated 10 minutes;
the array acquires the sun wit!‘n the next 3 mfautes; steam lines warm up and
steam quality rises. At an engine room steam temperature of 180°C, the bypass
valve closes. When steam pressuce reaches 2.5 MPa, the throttle opens and the
electric starter engages, so ensuring engine start in the correct direction;
the drain valve closes and the engine accelerates as it warms up. On a sunny
dayengine start occurs some 12-6 minutes after the array is first tracking;
within a further 20-6 minutes, the engine is delivering useful power to the
load(that is, generating 3+ kWe to supply auxiliaries and some load). Useful
power is generated within about 45-25 minutes from initiation of the 'start'
signal, depending on time of start and on insolation.

A clock signal 30-40 minutes before sunset (approximately the limit of useful
nett power output) causes the array to part horizontally facing south east.
During intermittent cloud, the engine stops and starts automatically in accord-
ance with available steam quality; during cloud, the tracking system provides
timed pulses for following the sun which can thenbe acquired within seconds of
emerging. For obvious continuous cloud, the system can be manually lockedout.

Figure 2 depicts the ergine/load combination designed to maintain energy flow
balance. Excess engine output beyond that required to supply the ac load - :
any moment, is stored, via a dc machine, in a 760 ah lead acid heavy duty
traction-type battery, while in times of inadequate insolation, energy is drawn
from the battery to drive or help drive the alternator and supply the town.

In the absence of sunlight, the tattery/dc machine alone drive the alternator,
the steam engine being stationary, a situation facilitated by a free-wheel
(ratchet) type coupling between engine and alternator. Storage available is
intended to cope with overnight requirements but if the battery is discharged
before further solar energy is collected, a back-up diesel unit starts auto-
matically to supply the load. A flash boiler permits engine testing and
acts as an emergency supply if the diesel set is out of service.

1,2 Performance

Robust economical hardware was sought, construction being based on agricultural
anG automorive practices. Dish manufacturing tolerances were relaxed by
permitting a "fuzzy' focus which nevertheless allows 957 of reilected energy to
be intercepted by the semi-cavity absorber 60 mm diameter and 1v) mm long,
which is accordingly subject to relativel: lcw heat stresses.

Figure 3 shows collector pe ance as a function of insolation level and
steam temperature. Figure 4 is the cascade diagram at stated sun and engine-
room condit‘ons; while higher steam quality can be achieved in the engine-room,
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system odutput is not necessarily
higher and may be lower, due to
enhanced losses. Tigure 5 shows
the generated electrical power
nrofile for operation when oveak
insolation was 874 W/m?.Vseful
nett electrical outout flows from
59 minutes after sunrise until 1)
minutes before sunset in this case
and depends on feedwater flow as
well as on insolation. (Distort-
ionat the start of the curve for
insolation is caused by a small
hill). Figure 6 shows the steady
state relationship between insol-
ation and gross electrical output.

It may be noted from ¥igure 6 that
at insolation levels helow about
400 ¥/m?  there is inadequate
output generated to make uv the
power taken by auxiliaries (that
is, a little over 3 k¥e).

Generally the array collection
efficiency increases as insclation
increases (at given steam overating
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2. ENVIRONMENTAL EXPERIENCES

White Cliffs' climate is typical of much of that of inland Australia, with an
irregular rainfall whose average is well below 25 cm (10 inches) per annum.
Much of this precipitation appears as thunderstorms which cause speradic
flooding at times. During good years (1983 for example), the whole country-
side is carpeted with greenery; animal and bird life abound and insolation is
more uncertain than normal. At other times (most of the time) conditions
become extremely dry and dusty, with much sunshine.

2.1 Insolation and Cloud
Figure 7 depicts the hourly and seasonal variations in direct insolation for

White Cliffs according to a well known forwula. But our records over the
past 4 years have frequently recorded higher values than these, especially

following rain (suggesting that atmospheric dust plays an important part in the

process). It is not uncommon during the period October to March for peak
insolation to exceed 1 kW/m2 (even reaching 1.07 kW/m? on rare occasionms.

Meteorological records for the White Cliffs region show approximately 3000
hours of sunshine per year and an incident energy of around 2100 Wh/m? per
annum. Our records for 1980 show some 2400 kWh/m2 per annum, a figure which
should be compared with the values of Table Iwhich shows an ideal situation
for mean energy/day/m and mean peak insolation for each month on the basis of
]B0% sunny days - total annual incident energy wonld then be 3390 KWh/m? .

TABLE I. Mean Energv per Day and Peak Insolation Level at White Cliffs for
Ideal Conditions

“Houch Jan. Feb. Mar. Apr. May June July Aug. Sept. Oct. Nov. Lec.

Mean ener%yll.l 10.5 9.44 8.25 7.257.0 7.2 8.95 9.41 10.4511.1 11.25
kWh/day/m

Mean Peak 947 944 938 920 890 885 890 92¢v 938 944 947 948
Insolation
W/m2

But the above figures for incident energy per year disguise the form and cont-
ent of the available useful insolation. While, as may be expected for areas
which are reputedly very sunny, many days over the year are completely sumny,
and very few are completely cloudy. But a surprisingly large number of days

are only partly sunny: these may be considered in three categories, days in
which:

(1) a contunuous band of sunshine is followed by a continuous band of cloud
or vice versa (such as occurs when a cloud front arrives or existing
continuous cloud clears). The system operation in such circumstances
is straightforward.

(2) intermittent cloud is present - a surprisingly frequent phenomenon which
can occur at any time of year but particularly in summer. What is often
involved is the local formation of u matrix of very slow-moving clouds in
the early afternoon lasting until late afternoon. Mechanisms involved
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appear to be the formation of
'chimneys' of hot air rising
from the ground in a relative-
ly stable pattern accompanied
by the formation of a corresp-
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20-30 minutes - scmet:mes the
clear periods are longer, and
sometimes they are the shorter.
In such circumstances the
solar steam system operates in
accordance with the steam quality
available, running and stopping in
While the station auxiliaries
(especially the feedwater pump, the
water and oil circulating and treat-
ment pumps and the cooling water pump)
are running continuously, some 3 kVe
energy is expended. If there is no
steam energy, this quantity has to
come from the batteries. It can
happen, therefore, depending on the
mark-space ratio of the sun/shade,
that there may be a nett overall loss
of energy while running in this mode,
or at least the nett useful energy
over the operating period may not be
worth the trouble to run.

Even relatively short spikes of shade
can cause momentary loss of superheat
from which the system takes time to
recover. This kind of operation
requires special attention.

(3) haze due to sparse cloud, water vapour and/or high level dust is present,
lowering the mean insolation level usually with a characteristic 'spikey'
profile, with the insolation varying by a significant amount in relation
to the total insolation - tue spikes are frequent (every minute of so,

sometimes less frequent).

Apart from lowering steam quality and station

output, neither the steam system nor the engine can reach temperature
equilibrium and overall efficiency is lowered as is cutput.

Coping with the above situation presents problems of operating strategy which

need- intelligent decisions.

A heat store of come tans of minutes' capacity

would gn some way to improve performance in these conditions (as the current
amount of heat stored in the steam system is srai.7l. involving only heat capac-
ity of steam lines and insulation)but the cost effectiveness of this has yet
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to be resolved and there are grounds
for expecting better returns from
an automatic fossil fuel burner
inserted just before the engine to
maintain good superheat.

Inthe meantime, the statttn“operat-
ions manager relies on judgement and
prediction of insolation condi: ‘ons
when situations (2) and (3) above
arise, as to whether or not to run
or continue to run the solar steam
R et ' system (adding superheat from a

‘ i fossil frel in this case 1is quite
efficient, more so than running the
diesel back-up system).
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S.nTre ‘lere a new multidish central plant

system to be designed, a viable

option might be to run all dishes except a small number near the plant at lower
temperatures, even wet steam, then to add the superheat from the dishes near
the plant; a fossil fuel burner could then be added close to the engine to
cope with the abovementioned problems.

2.2 Wind

White Cliffs is located on a relatively flat plain with occasional small hills
some tens of matres high. Available meteorological information is sparse and
does not provide an adequate or true picture of wind conditions. The area is
obviously ver - w.ndy and local observers report harrowing tales of past storms.
Our records uver 4 years at the solar site (anemometers at 7 m and 30 m above
ground) and on a nearby hill (25 m higher than the site) show that whereas

the wind norma.ly dies down at night at the 7 m level, at 30 m above ground and
on the hill, the wind almost never stops, with an average velocity of about

7 ms~1 (making this an excellent site for wind generators)

The wind can be described as being very strong and gusty during the day quite
frequently, strongly bufretting the collectors. Although generally strong,
winds are not unduly so and the 80 km/h speed for which the array is designed

to park vertically upwards has been exceeded only once on our records at a

time when the dishes were already parked vertically; but speels have approacled
the park value many times. Although extremely strong winds are uncommon,
during its daily opera*tion the array experiences very severe buffetting from
the wind especially from late sp- ing to early autumn and steep velocity fronts
cause sudden mechanical shocks. Apart from unpleasant effects on people, the
wind influences on the solar system include:

) perturbation of array tracking - because of generzl structural resilience

enhanced by the relaxation of rigidity and backlash criteria in order to reduce
costs), the pres ~~e of strong buffetting winds (particularly from certain
directions in re.ation to collector orientation) can readily cause perpetual

hun** “ke altitude/azimuth drives, unless appropriate precautions are
a = 4. “q.»¢ solution was to permit only intermittent drive, not
3
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continuous - sun sensor signals which denote tracking errors are allowed to
correct the collector orientation to produce zero error but the drfive circuits
are then inhibited for 10-15 s before further operation is allow=d. This
strategy has proved extremely satisfactory under all experienced operating
conditions and produces a tracking which is more than adequate for the purpose
(better than * 0,150 pointing error).

(2) the raising of dust clouds and the blowing and depositing of dust onto the
collectors - but fine dust partiéles which settle can also readily be blown
off by strong winds, tending to reduce the effect.

(3) the convecting away of heat from the semi-cavity absorbers. This is the
most substantiai problem from wind and tends to counter the benefits of simp-
licity of design. 1In strong winds each absorber can lose more than 1 kW
thermal energy above a no-wind condition. This loss is avoidable so that new
protected absorbers, closer to a true cavity, are being installed to reduce
this substantial loss.

(4) the depositing of large quantities of dust in plant rooms as a result of
wind blowing from a particular direction and sometimes by dustladen whirlwinds
wnich more often than seems reasonable choose a path to the plant.

(5) sudden mechanical shocks on all components arising from wind changes (in
some cases wind velocity fronts starting from almost still air to 30 ms~1

within one minute or so),
2.3 Precipitation

The effect of rain is only slight because of its infrequent occurrence. Most
clouds moving over White Cliffs, although reducing solar energy, saem reluctant
to part with their moisture. Wherain does fall, it is useful in partly washing
the dishes but the action is incomplete - some residual dirt remains.

Dew, which is frequent in spring and autumn,and results in several litres of
condensate on each dish, acts to consolidate part of the deposited dust on the
mirrors.

2.4 Dust

Both coarse low level dust blown up by strong winds and high level fine dust
occur in abundance in the inland. The former 1is not a problem since it rarely
deposits or remains on the mirrors. The latter often reduces insolation
diroectly and also produces a frequent deposit of fine dust on the dishes and on
all other components.

Dust of one kind or another - . t< be accepted as a fact of life and equipment
designed accordingly, either dustproof or dust tolerant. Vith this ‘n mind,
all components have been produced successfully to live with the problem of
dust. However the mirrors are regularly afiected and, unless cleaned, can
suffer an energy loss of up to 20% after a few weeks - this loss removes
valuable superheat and is a serious effect.

Cleaning of dishes is therefore considered desirable and is carried out with a

fiequency of 10-30 days, depending on the state of the mirrors. Because of
the absence of grime and due to the fact that the consolicdated particles are
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very small, cleaning is czvried out by manually rubbing with a large lambswool
pad wunted on a 1lc1 ~lexible tube- this cleans and polishes the mirrors in a
time typically 5-10 minutes per dish, depending on its state. To remove
tedium, however, we are experimenting with automatic cleaning devices.

2.5 Extremes of Temperature

Temperatures from just below freezing in winter to well above 40°¢ (up to 47°¢)
in summer are a feature of the White Cliffs' climate. Humidity in summer can
also be a problem. Equipment is not difficult to make tolerant of these
conditions and no anti-freeze protection is used in the steam system which is
always, to some extent, charged with water when the system is not running.

In summary, although the environment is harsh and inhospitable on occasions,
by applying appropriate design and operating strategies, any problems can be
coped with reasonably readily.

3. HARDWARE EXPERIENCE

The solar array has presented extremely few problems. During the early phase
of collector development, several options were considered and eventually fibre-
glass substrates were selected in stead of the initially preferred pressed
metal shells due to a perceived inadequate time to perfect the various processes
involved. In operation over the past two vears no technological changes have
been necessary to the array (but we are currently improving the absorbers to
improve output by reducing wind convection losses). Tracking performance has
been equal to all encountared conditionms.

All control, electrical and electronic svstems worked from the start and have
continued to operate trouble-free. A particularly valuable feature during
the commissioning phase has been the facility for manual or automatic operation

The engine and steam system, on the other hand, required by far the major part
of time and resources to develop. In the absence of commercial units of adeq-
uately high efficiency, an experimental high performance uniflow reciprocating
steam engine was selected on the basis of steam car experience - realised by
converting a 3 cylinder Lister diesel engine to stcam operatiom. This was
achieved relatively simply and cheaply by retaining engine block, crankshaft
and bearings, oil pump and filter, electric starter, flywheel and connecting

rods and bearings, but using General Motors' pistons, rings and liners, suitably

machined.. Three new cylinder shells were made, each with valve plares,
guides and steam chamber and heat shields and three impulse pins were fitted to
the tops of each piston. The problem of spare parts was consequently not
taxing. Such a converted engine, if produced in relatively small numbers,
would cost less than a diesel engine of the same output.

The original conversion, while conceptually sound, required much attention
before it emerged as a robust, reliable unit of good performance in everyday
operation. Development work was carried out over ]8 months on the valve mech-
anism, the system for extracting oil form the exhaust steam/cordensate and on
feedwater treatment, all this work being carried out largely on site (1100 km
from our laboratory). We consider the steam /engine svstem is now very satis-
factory and applicable in other situations, for example for using crop and
other wastes for raising steam and generating electricity.
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25 3.1 Commissioning
Station capacity Because of the remote-~
ness of the site and the
20 | Figure 8. The First Day consequent difficulty of
carrying out complex
maintenance, the New
South Yales Government,
15 ¢t owners of the station,
considered that commerc-
ial standard reliability
should be established
before connecting the
supply to the township
and leaving it in charge
5 of local people. This
phase of the project was
—rlJ—L——_-lji______ completed in June ]983
" and the Energy Authority
0 L Ty i of New South Wales then
11 11 11 carried out extensive
am pm am tests in July and August.
Time of Day Over the approximately
18 months during which
the system was operated
on 'dummy' load, all manner of operating conditions were successfully coped

with. Without change, the system was connected two months later to the town
in November.

10 }

Town Load kWe

3.2 Supplying White Cliffs

The conventional wisdom in power supply ciicles suggested that 25 kWe to supply
a community of 40-50 people (10 houses, hospital, school, hall and post office
as well as street lights) was hardly adequate. The system itself was not sized
to power White Cliffs but was determined by other factors; the site was not
chosen until some time after other parameters were set.

It was therefore not without some interest that local citizens, Energy Authority
and Australian National University personnel gathered at thestation site at

11.00 am on November 3 1983, The switch was thrown and the subsequent loads drawn
over the next 24 hours were as indicated in Figure 8. When noting the trugal
nature of all things in White Cliffs the magnitude of the load is rot so surp-
rising. To date the load has not risen abov: 10 kie.

Attendance at the station by the operations manager, 7 hours on the first day,
has progressively reduced to less than 2 hours per day and should reach less
than thel hour per day targeted in the first few months of coatinuous operation.
Make-up requirements are upt to 10 litres distiiled water per day for the steam

system and up to 1000 litres of cooling water cooling water on a very hot sunny
day.

3.3 Practicability

Remoteness of the site has carried with it various logistic problems; but it
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‘o did not prove toc difficult to establish a field station with adequate resources
to handle maintenance and a fair amount of development on site. The level of
techrinlosy was deliberately chosen to be agricultural/automotive in character

so that it would suitably be operated and maintained by local personnel - this
philosophy has been vindicated in practice. No problems have arisen over the
past 2 years that could not be handled on the spot, except those for which it
was decided to change configuration or components and which required machining
sophistication., The top end of the engine can be dismantled, adjusted and put
together again by one person in less than 4 hours; in 7 hours the engine can be
stripped and re-assembled by a person with automotive engine experience.

Confidence has been established that this kind of system is technologically via-
ble for providing continuous electric power on a stand alone basis with diesel
back up in areas such as White Cliffs.

3.4 Costs

Overall project costs were approximately $A11/4 million, mainly salaries for
research and development. Hardware costs for the system as currently on site
were $12,500/kWe ($A, Dec. 1981 values). After a period of continuous supply to
White Cliffs it is hoped to be able to ascertain the true generation costs.

4, POTENTIAL

White Cliffs has proved robust, reliable and manageable. It has provided
valuable experience in two areas of interest which motivated us to carry out
the project:

(a) As a means for gaining information towards designing very large paraboloid-
al arrays for gathering, converting, transporting, storing and utilizing
solar energy through the use of thermochemical systems and large central
plant with high energy collection efficiency and a range of energy rich
products;

(5, to realise a family of modular paraboloidal units suitavle as stand-alcne
systems for remote area supply and for connecting to an e.2ctric grid.
Our choice of steam Rankine cycle engine 1s dictated by two factors - no
alternative engine was availshle to us; the engine used was deemed the most
likely to be completely mairtainable by those living in remote areas.

T A new White Clifr: could, by pushing the technology as far as it can go,(better
absorbers, better energy transport, shorter 'incs, more efficient engine, less

: auxiliary power) might just double its overall efficiency to 18%; so 7 dishes

= of 5 m diameter would be required, the overall system cost with overnight storage
and diesel back-up being about $46700 (Aug. 1983).

Based on White Cliffs type technology but employing 11 m dishes, and a product-

— ion run of 15-20.dishes, 30 kWe syste s might be produced at around $5000/kWe.
i“ An order of magnitude reductjon of costs on the current White Cliffs system
7’. seems potentially possible through use of the emerging Stirling and Brayton
g engine technologies when these barome available.

> In the meantime and in the pcar future, an 11 m dish with azimuth axis mounted
—— steam Rankine cycle engine (o:'ld have cost and application advantages in the
= ‘~mote areas of Australia,
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vper “ional Experience from Solar Thermal Energy Projects

Christopher P. Cameron
Sandia National Laboratories

Aibuquerque, New Mexico

Over the past f..: years, Sandia Mational Labcratories has been involved
in the design, construction, and ope)ution of a number of DOE-sponsorea
sclar thermal e::rgy sys :ms. Among the systems curreatly in operation 3r~
several ‘ndustri.’ process heat projects and the Modular Industrial Sola
Retrofit qualification test systems, all of which use parabolic trough., and
the Shenandoah Total Energy Project, which uses parabolic dishes. Opera-
tional experience has provided insight to both desirable and undesirable
features of the designs of “aese systems. Features of these systems which
are also relevant to the design of parabolic concentrator thermal electric
systems are discussed.

A key design r jvoirement for all solar systems is the ability to
operate in and survive a wide range of environmental conditions. In
Albuquerque, wind has been observed t> increase from less than 20 uph to 60
mph in less than 60 seconds upon the passage of a front while at th: same
time insolation was adequate tor system operztion. Sinc~ few conceatrators
can reach - safe stow position in such a short time, the capability to sur-
vive wind speeds well above operational limits, typically 25 to 35 mph, when
out of the stow position, is highly desirable. Another effect which has
been observed is wind-induced oscillation of some concentrators; this has
caused significant damage. This possibility as well as the steady state
effects of wind (e.g., overturning moments) must be considered in concen-
trator design. Wind-borne debris, such as small rocks, have apparently
caused damage to certain types of glass mirrors. These mirrors have sur-
vived hail tests; however, rock can have sharp points which apparently
penetrate the surtzce of the glass. In addition, temperatures well above
ambient due to direct insolation ¢cn portions of the systems other than the
reflectors have led to various problems including damage to the bond °n
glass-steel laminates and intermit’lent operation rf electronic components.

Other design features discussed are system control functions whict
were found to be especially convenient or effective, such as local concen-
trator controls, rainwash controls, and system response to changing insola-
tion. Drive systems are also discussed with particular emphasis on the
r. 2d for reliability and the usefulness of a manual drive capability.
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INTERNATIONAL DISH SYSTEM DEVELOPMENT 4
Leonard D. Jaffe
Jet Propulsion Laboratory
Pasadena, CA 91109
Americans working on development of solar power systems are sometimes
unaware of the very significant work underway in other countries. Several
papers are presented describing innovative and advanced projects that are
in progress overseas.
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) DEPLOYMENT OF A SECONDARY CONCENTRATOR TO INCREASE THE
INTERCEPT FACTOR OF A DISH WITH LARGE SLOPE ERRORS

Ugur Ortabasi and Evan Gray,
Solar Energy Research Centre, University of Queensland, St. Lucia,
Queensland 4067, Australia

and

N 8 4 2 8 2 5 2 Joseph O'Gallagher,

Enrico Fermi Institute,
University of Chicago, Chicago, Illinois, 60637, U.S.A.

ABSTRACT

We report on the testing of a hyperbolic trumpet non-imaging secondary
concentrator with a parabolic dish having slope errors of about 10 mrad. The
trumpet, which has a concentration ratio of 2.1, increased the flux through
a 141-rm focal aperture by 72%, with an efficiency of 96%, thus demonstrating
its potential for use in tandem with cheap dishes having relatively large
slope errors.

INTRODUCTION

Recent studies have clearly demonstrated the potential of parabolic dish/
receiver/heat engine systems to achieve high solar-to-electricity conversion
efficiencies, Part of the reason for this success is the intrinsic ability
of parabolic dishes to produce high solar fluxes at a very small focus. A
compact receiver and a directly~coupled heat engine located at the focal area
form a powerful conversion system with minimal heat losses. Temperatures in
the order of 850° - 1200°C are easily generated and maintained. With the
advent of modern heat engines and ceramic lined receivers, overall efficien-
cies higher than 40% are anticipated.

One of the major cost factors in the manufacturing of these systems is
the parabolic dish itself. To achieve high concentration levels that can be
maintained under heavy windloads tne structu~al requirements on these dishes
are very high. In addition, the necessity of a perfectly specular surface
and minimum slope errors require very strict manufacturing tolerances and
high precision. Obviously the cost of such a concentrator is too high and
will always be detrimental to its economic feasibility. '

Previous studies by Winston and O'Gallagher (Ref. 1) have demonstrated
that a secondary non-imaging concentrator deployed at the focal plane of a
parabolic dish can significantly improve the optical performance by increasing
the intercept factor. Experiments conducted by the authors of Ref. 1 have
shown that a trumpet with a concentration ratio of 2.1 can increase the energy
flux into the receiver by more than 30% for a dish of medium quality. Other-
wise staced, it is possible to design a trumpet which will increase the
compound concentration ratio of a primary dish with given slope errors by a
factor of about 2, with ar improvement in intercept factor depending on the
shape of the actual distribution of slore errors. This means in commercial
terms that the dish tolerances normally reguired to obtain high temperatures
may be significantly relaxed, and the cost of the dish reduced. The
combination of "sloppy dish" and secondary concentrator has been propo.ti by
SERC (Ref. 2) and a preliminary study of the effects of a secondary concentrat-
or on system efficiency has been made by Jaffe (Ref. 3).
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In the light of these findings, the Solar Energy Research Centre (SERC)
of the University of Queensland and the Enrico Fermi Institute (EFI) have
recently emharked on a joint research programme to further develop the sloppy
dish ‘Crumpet combination. This paper reports the beginning of our combined
effor.s, in which the trumpet built by EFI was tested or SERC's Omnium-G
parabolic dish with a focal ratio of f = 0.67, located in Brisbane, Australia.
The same trumpet tested at JPL was used for this experiment. It is formed
fron copper with cooling coils brazed around the throat secticn. The whole
trumpet is silver plated anc the inside polished.

The trumpet was designed for the Omnium-G parabolic dish at JPL, which
concentrates 98% of the reflected erergy into a focal aperture of 203 mm.
SERC's dish has a broader flux distribution, with a considerable amount of
energy arriving outside an aperture of 300 mm.

EXPERIMENTAL PROCEDURE

To best match the trumpet to the dish, the 18 individual petals were
realigned to maximise the flux in a 203-mm receiver aperture. This was done
using an extension of a diagnostic technique described by Dennison and Argoud
(Ref. 4) in which a target of concentric coloured annuli was illuminated at
the focus and viewed from a distance. The focus was shifted after alignment
to account for the finite wiewing distance. 1In our case, we made a target
consisting of a 203-mm bullseye surrounded by four differently coloured
quadrants. The dish was viewed through a telescope in daylight from a building
300 m away, and the petals were each adjusted to maximi_e the area reflecting
the colour of the bullseye. The colour coding of the quadrants gave unambigu-
ous information about the adjustments necessary to realign each petal. We
estimated from the final image that about 50% of the reflected light would
pass through a 203-mm focal aperture.

Cold-+ ~alorimetry was employed to measure both the distribution of
flux in the tuc.1l plane and the effectiveness of the trumper. The calorimeter
was a cavity veceiver, shown in Figure 2, which was water cooled according to
the schematic diagram, Figure 3. The recciver was built at SERC to interczept
as much of the beam as possible, and ir.cludes a preheating coil of diam . 'r
S00 mm on the front face, which was covered throughout the experiment. asater
flow was measur~:> by recording the angular speed of a } ~viously-calibrated

positive-":¢, ._.ement pump. The temperature rise across the colorimeter was
measured 1. ched deep-insertion platinum resistance thermometers, and flow
mixing d». . < wsere inserted in tb~ pipes immediately ahead of the measurirg

points. Tgue - Tin was recorded until it stabilised, a time of about 20
rinutes, before the data were accepted.

A water-cooled aperture plate consis.ing of five removable nesting annuli
was used for the measurement of flux distribution. Two of the available
apertures, namely 140.7 mm (5.5 inches) and 203.2 mm (8 inches), corrospond to
the physical exit apertu:e and the virtual entrance apertuvre of the trumpet
respectively (Ref. 1). The other apertures available are 100 mm, 250 mm and
3C0 mm.

All the water pipes, including the preheating coil on the face of thre SERC

receiver, were heavily insulated with an alumina-fibre blanket to prevent stray
heat flows. The interspace between the aperture plate and receiver mruth was
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sealed with the same material to minimise convective losses.

Tout-Tin was measured with ‘he dish off the sun to account for any
differences in the thermometers and direct heating of the receiver by the sun.
Direct insolation was measured with an Eppley normal-incidence pyrheliometer
calibrated to 1%. All data were recorded as minute by minute averages and
then further averaged over periods of up to one hour.

All the measurements were made under very clear skies, with direct
insolation from 800 to 1000 W/m2. Although the zenith angle varied from 8° to
50° during the measurements, the diffuse radiation was only 8 to 10% of the
direct, so no correction for variation in air mass was considered.

The energy collected by the receiver is

E=K-XICAT=IDAY]¢)‘

where
m = mass flow
c = sgpecific heat
AT = Tgut - ?in .
Ip = direct insolation
A = effective dish area
¢ = receiver intercept factor

n is an overall efficiency, including dish reflectivity and the effective
absorptivity of the receiver cavity, which is assumed constant. Radiation and
convection losses are ignored because receiver temperature was limited to
about 50°C maximum at the rear surface and 40°C maximum at the front. There
must, however, be an increasing convertion loss at the larger apertures.

EXPERIMENTAL RESULTS

Values of n¢ are given in Taple 1 and the derived flux distribution is
snown in Figqure 4.

APERTURE ne
100 mm 0.075 & ,005*
~40.7 mm (5.5") 0.116 + .001
205.2 mm (8.0") 0.209 + .002
250 mm 0.289 *+ ,002
300 mm 0.351 & ,001
* excluding uncertainty in insolation

Table 1. Collection efficiency at various receiver
apertures

The irregular shape of the flux distribution may be ascribed to the vari-

ation in focal length among the 18 separate petals comprising the Omnium-G
dish. The large amount of energy captured at diameters between 141 mm and
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203 mm is probably due to the method of aligning the dish to maximise through-
put in an 8-inch aperture rather than at a central point. The very low values
of nd are due to the poc - reflectivity of the dish, whose aluminium ("Alzac")

surf@ce has been weathered for 4 years, and to the verv broad beam at the
receiver.

A preliminary measurement with the bare receiver, including the preheater,
gave an overall value for n¢ of about 0.5, so assuming ¢ + 1 at an aperture of
500 mm, n ¥ 0.5. This suggests a value for ¢ of about 0.42 at an aperture of
203 mm. Using Aparisi's equation (Ref. 5) for slope errors, which is a good
approximation at f = 0.67, the dish slope error is about 10 mrad. This is a
rough estimate since Aparisi's equation assumes a Gaussian distribution of
slope errors, whereas the measured distribution is irregular, but it serves to
confirm the poor quality of the mirror.

The trumpet concentrator was then mounted and another calorimetric measure-
ment made. The face of the receiver was completely insulated from the outer
edge to the trumpet exit. The measured total efficiency was

ng = 0.200 £ .001

excluding the uncertainty of 1% in the absclute value of the direct insolation.
The intercept improvement relative to the 141 mm aperture plate is thus
(C.200/0.116) - 1, or (72 * 1)%. The previous measurements by Winston and
O'Gallagher (Ref. 1) with this trumpet produced an intercept gain of 33%. The
larger improvement with SERC's dish is due to the broad, flat-topped flux
distribution. The overall trumpet efficiency is .200/.209, or (96 % 1)%, in

excellent agreement with the value found by Winston and O'Gallagher for the
same truapet.

The high trumpet efficienry is encouraging because in our measurements
the trumpet walls reflected a much greater fraction of the total receiver flux
than in the previous test. The trumpet throat slightly shades a 141 mm disk
at the focal plane, so the energy reflected by its walls is slightly greater
than that which would otherwise arrive at the receiver between 141 mm and
203 mm, namely 423% of the total in the 203 mm aperture. The integratea
reflectance of the trurmpet is thus greater than 90%. Compared to the reflect-
ance of polished silver of about 93%, this indicates that a very high propor-
tion of the energy actually redirected by the trumpet is reflected only once.

CONCLUSION

We have demonstrated the effe-~tiveness o. .he hyperbolic trumpet secondary
concentrator in greatly improving the intercept factor of a dish with slope
errors of about 10 mrad. We now propose to investigate the cost/quality
tradeoff and design an optimised sloppy dish/secondary trumpet system.
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Recent Advances in [Bsign of Low Cost Film Concentrator and Low Pressure
Free Piston Stirling Engines for Solar Power

Jurgen + Hans Kleinwdchter William Beale
BOMIN-SOLAR GmbH Sunpower Inc.

Lorrach, West-Germany Athens, Ohio, USA

The rapid development of free piston stirling engine technology in combinat-
ion with low weight pneumatically formed plastic film concentrators makes
possible solar thermal power plants with a combination of high performance
and low cost. Recent improvements in the system allow the production of

10 kW of net electric power to the grid from a dish of approximately 7.2
meter diameter without the need for a cover dome. This system is believed
to he practical and cost effective in Sahara environments.

The main power unit 1s a single cylinder low pressure 50 Hz free piston
engine with hydrodynamic gas bearings »>f a simple and durable design.
This machine is capable of high efficiency and long life without severe
constraints on dimensional accuracy of its moving parts. Lower power
versions of this machine have been successfully tested and have met
their design performance goals.

The alternator driven by the engine has *“1igh power density and efficiency
at least equal to that of rotary alternators presently availabie. If
cesirable, the alternator can be designed to deliver three phase power.
Since reciprocating mass of the alternator is low, the operating frequency
can be achieved without recourse to gas springing other than that available
from the working gas, thus permitting a very simple and durable engine-
alternator combination without stringent demands of axial alignment
or other mechanical perfections.

It is believed that the combination of simple, low cost concentrator
with a single cylinder, low pressure free piston engine and an efficient
and durable alternator forms a leading combination for the production
of electric power from solar energy.
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System Conception

Parabolic dish concentrators in combination with stirling engines represent
the most promising thermodynamic solar-electric‘+y system.

Beside its potential to deliver efficiencies from surlight to electricity
of over 25 %, there exist also good possibilities to build cost efficient,
modular solar power stations.

In general high performing technical systems are more complex and thus
expensive as systems dealing with low efficiencies and non sophisticated
technology.

It was the main line of BOMIN-SOLAR's and Sunpower's thinking to overcome
this law by developing a power station combining a low weight pneumatical-
ly formed plastic film concentrator with a single cylinder free piston
stirling engine.

Both components are of extremely simple conception and once fully developed
will be inexpensive in mass production. However, the development of
simple high efficient inexpensive film concentrators and free niston
stiriing engines requires very complex studies in the field of materials,
analytic understanding and structural design. Only the result looks
simple, whereas the way to it is very complicated. That's the difference
between simple and primitive technology.

The first part of the paper describes the status and recent advances
of the plastic film concentrator, the second part the similar situation

for the free piston stirling engine.

1. Plastic Film Concentrators

As we described during the last parabolic dish meetings our company
is developing since 1972 parabolic dish mirrors by stretching plane,
metalized plastic membranes over hollow, drum shaped structures.
By forming pneumatically the membrane with slight over or underpressures
(Fig. 1, Fig. 2) we got concentration ratios over 1000 (Fig. 3)
and thus an enough good optical performance to produce with good
efficiencies temperatures over 700°C needed for stirling operations
(fig. 4). Beside the pneumatically formation of dish type concentrators
we also investigated the possibilities to deform the membrane by
electric, magnetic or photonic means (Fig. 5).

We then studied the possibility to build excentric parabolic dishes
with non circular circumferances by utilizing the same membrane tech-
nology. The result was the Fix-Focus concentrator (fig. 6) which led
to a very attractive combination with a Beale free-cylinder stirling
water pump. (fig. 7)

The material problem of the membrane was solved by utilizing the fluor-

polymeric material Hostaflon-ET from the Hoechst company (table 1).
The chemical inertness of this plastic film is on the one hand the
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the reason for most of its outstanding properties like long life time
without degradation, but leads on the other hand to difficulties in
metallizing and assembling the membranes.

Adequate technologies were developed.

The basic economic arguments for thin film parabolic dishes are their
simplicity in production and their low weight. As big dishes with thin
membranes of 1loo ym thikness are sensible to wind-loads, it is conse-
quent to protect them under transparent domes (fig. ). The disadvan-
tages of this combination are however the extra costs for the dome,
the reduction of the light-flux reaching the mirror 2 10 %), and the
danger of burning parts of the dome cover during an accidental walk-
off of the hot spot.

This situation led to recent developments ‘and advances in our parabolic
dish program.

2. Recent Advances

The fig 9 shows one membrane section of an elastically deformed film
concentrator. The relationship between the two main radiuses of cur-
vature and , the two corresponding tensions xand e the membrane
thickness S and the normal tension P is given by equation 1.

~ P

E_ = equa tion 1
St 5
For a parabolic dish with the focal length and the equation

x}.

Ry

The ratio of the main radiuses of curvature is given by

21/3,
$1=24 [ {’%)J

Cu =2 f [1+(2) %

Only in the summit of the curvature (x&&f) the ratio of 9" —>1
that means in this region the membrane shape is sgxr‘;ggl, whereas

&1
3

e«,va(iou y R

in the outer regions K 4
drical. T—I 7
For this reasion, in order to get a perfect parabolic shape, the ratio
between dx must be depending from X* so that

&3

the membrane becomes more and more cylin-
— e
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which leads to the necessity of an unisotropic prestretching of the
membrane.

Wle developed the thechnology of unisotropic prestretching of membranes
as well for the general case of excentric parabolic dishes (fig. lo)
as for the mostly required case of rotational parabolic dishes (fig.11l.

It is shown, that the membrane 1s divided in several sectors whose
lining is formed by clamping profiles (fig. 12) with multiple function.

-1) They permit the unisotropic prestretching of the film membrane
as indicated in fig 11.

-2) As indicated in fig 13 the junction line between two film' membranes
is in general disturbed because pasted seams or weld seams represent
unhomogenities. Fig 14 shows that the clamping profiles compensate
this disturbance and are 1ndividually adjustable uy regulating
screws.

-3) As a membrane parabolic dish concentration is functionally represented
by the equation

()t epatins

and thus in its peripheric regions steeper than a real parabola, this
divergency is also corrected by the clamping profiles.

=4) The division of the membrane into several smaller sectors by said
clamping profiles stabilizes the mirror against wind forces and prevent
flopping, especially when during non-operation times the membrane f{orming
vneumatic pressure is interrupted. Consequently a profile reinforced
plastic thin film concentrator of big dimensions can be free standing
without protection dome.

As a first prototype we realized a 3 m diameter dish with profile rein-
forcement of the two parallel welded seams ,fig. 15). Besides the wind
stabilizing effect the result was a much higher concentration ratio
as for the free membrane case.

The second prototype with a sectoral profile reinforcement has a diameter

of 3,5 m (fig. 16) and has the capacity to produce concentration ratios
& 5000.

Basing on these experimental results we are now planning to combine
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a sectorial profile reinforced parabolic dish with a lo kV free piston
stirling generator as described in chapter 2. el

The technical datas of this stirling dish concentrator are:

Insolation: 900 VI/m 2

Reflectivity: 0,9

(Hostaflon-ET with silver back layer)

Cavity efficiency: 0,9

Stirling overall efficiency: 0,38

(Heat to electric)

Total efficiency: 27,3 %

Diameter of mirror: 7,2 m

Concentration ratio: 1500

Diameter of hot spot: 18,6 cm

Tracking mecanism: astronomical mourting

The expected ex factory costs are given in the folilowing table

number of loo mirrors 1000 mirrors
mirrors,

loo00 mirrors

componenty - wer in v 1 Ev lo My loo My
price in

U.S.Dollars

1o-KW.free piston 1900 l4o00 lo00
stirling generator

7,2 m mirror 5000 4000 3000
structure

. 2 . .

oo m- plastic film

and reinforcement %000 3000 2000
structure

Astronomic mounting 4000 3000 2500
Foundings Sono 3000 2000
Costs per installed
Rﬁ*i Dear 2.0% © 1.440 ¢ 1.05%0 &

e
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"
o Rough economical analyses basing on a yearly production of 1loooo units
! (loo M\ ) located at a site with 2500 KVh/m2year insolation
Yearly average system efficiency = 25 %
Life time = 20 years
. Price per m 20f system = 258 $
Rate of interest = lo %
Yearly costs (y.c.) per m2 of system = 25,8 %
Selling price of KWHel to customer = lo cents
N ‘- A} 3 i A
: :early production of electric energy per 625 KWH =62.5 §
: m of system (y.p ) el
___Conclusion: y.p.2® y.c. = economical
-
=
R
' -~
Dy
.“ 13
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Figd@ Prestretching of excentric film dish
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DESCRIPTION OF ENGINE-ALTERNATOR

The free piston engine-alternator described here is a first attempt at a
design above 3kW, As such it represents only the beginning of what can be
expected of machines of this type. But never the less, its promise is
evident from its simplicity and projected performance. The performance given
in the table below is derived from computer simulations using the Sunpower
SYM-4 code, which has demonstrated its predictive capability within about
102 in power and efficiency over a very wide range of design. from 100 watt
linear alternators to very low temperature ratio heat pumps.

Table of Performance Characteristics of 10kW Solar
FPSE As Predicted by Computer Simulation

Power Output 10kW (e)
Engine Thermal Efficiency
(Shaft Power/Heat to Head) 407+ @ 700°C Heat Temperature
Frequency (Hz.) 50
Working Fluid Helium at 20 Bar
Cooling Water @ 50°C

Engine-Alternator Dimensions
Weight 150kg
Diameter 440mm
Length 830mm

ENGINE -~ The engine is a conventional free piston engine except in its

pressure, which is relatively very low in comparison to its predecessors,
large diameter, short stroke, thin wall and high frequency. (" {gure 1). The
advantages of such design include large heater head surfaces approp—iate for
the external heat transfer rates available, large piston diameter in correct
ratio to the alternator size needed to match the power and high working space
spring rates necessary to oscillate the piston and magnets at the desired
frequency.

T+e moving parts of the engine are aligned precisely on a central rod,
which also serves as a bearing surface for the displacer and its gas spring
and a location for the alternator stator.

HEATER~-ABSORBER

The heater-absorber designed for the first prototype incorporated a flat
surface exposed to solar radiation with integral involute gas passages be-
tween the regenerator hot end and a central connection to the expansion space,
Other arrangements can readily be fitted-tubes, jnverted cup quartz windows,
or many others. Further work is in progress to locate the heater head design
with the greatest overall performance.

ALTERNATOR - The alternator is of rectangular layout, with the stator winding

normal to the engine axis, This arrangement was the lightest for its power
which could be found, and in addition, was very easy to make with convention=-
al laminations.
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The moving magnets are directly connected to the piston of the engine
and represent the minimum reciprocating mass possible for such an alternator,
an important consideration, since the reciprocating mass determines the
necessary spring rate, which in turn reflects on the thermodynamics of the
working cycle and the system 2fficiency, as well as the mechanical complexity
of the machine.

In the configuration used for the first prototye, the magnet bearing
members slide on flat surfaces with contact, and a solid lubricant is used
to minimize friction and wear., In designs requiring life above 10,000 hrs.,
it becomes desirable to use gas film lubrication, which on such flat surfaces
with very light loads, is easily provided.

Alternative designs include those which are axisymmetric, with the alter-
nator winding axis co-linear with the engine axis. This arrangement permits
the use of hydrodynamic gas lubrication by way of spun piston and displacer,
which method is somewhat less failure prone than the hydrostatic, with its
auxiliary gas pump and very small orifices. The spinning effect is achieved
by the impingement of the cooler port gas flow on small turbine blades milled
into the facing surfaces of the piston and displacer. A trivial amount of
cycle power is diverted to effect the spinning action.

COOLING

The necessary cooling can be done by a rear mounted cylindrical heat
exchanger and axial fan, with the coolant, which may be the same fluid as the
working gas, moving from the engine internal cooler to the external heat ex-
changer either by way of a circulating pump, or in the case of a boiling
coolant, by vaporization and condensation with gravity return,

If the cycle rejected heat is to be used for some other purpose, then
the necessary conduit must be arranged from the ground to the engine.

ADVANTAGES OF THE FPSE OVER CRANK DRIVE MACHINES FOR SOLAR APPLICATIONS

The free piston promises at least the following advantages over the crank
type Stirling engine for Solar applications:

Since it is a single cylinder machine with essentially one working space,
there is no possitility of flow maldistribution as can happen between the
four working spaces rcf t° ¢gouble acting four cylinder crank type engine.
Such flow unbalances can .: :3e one of the heater tube sections to become
hotter than the others and force a lower average working temperature in the
four cylinder machine.

The free piston engine has only two essential moving parts, and is as a
result much simpler and easier to make than the crank machine, Not only are
the parts fewer, but they are also simpler, since the clearances on the slid-
ing surfaces are quite generous, on the order of 50 to 70 microns,

There is no need for any liquid lubricant, with its attendant requirement
for total exclusion from the working spaces.
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There is no high pressure seal, and the seals that are used are not re-
quired to have close fits, since a small amount of blowby is acceptable, for
the reason that it does not represent a loss of working fluid, nor does it
carry with it any liquid contaminant., The only consequence of seal leak in
the free piston machine is a slight degradation of performance.

The linear alternator of the free piston machine can be male to be very
efficient and at the same time quite light for its power. Over 90 percent
efficincy and a specific weight of about 6kg/kW for the alternator are
readily and economically achievable,

The response of the FPSE to vrying thermal input is such that minimal
control action is necessary. In the case of a direct grid comnection, all
that is required in the way of a control circuit is a disconnect which acts
when alternator voltage is below line veoltage

It is not necessary to change pressure to match the engine to varying
heat input, since the internal dynamics are such that temperature rise re-
sults in a very rapid rise in power capability, thus limiting temperature
and efficiency variation to a low range as power varies between half and
full power.

Since there is little mechanical friction in the FPSE, it will run to a
low temperature difference. Usually about 100 degrees difference between
source and sink suffices to keep it oscillating. This characteristic
minimizes the need for restart during periods of varying solar inmput.

SUMMARY

The free piston Stirling-~linear alternator has been shown to be scalable
to power levels of tens of kilowatts in a form which is simple, efficient,
long lived and relatively inexpensive. It avoids entirely the vexing pro~
blem of high pressure shaft seals,and its control requirements are not
severe nor do they represent a significant threat to durability. Linear
alternators have demonstrate. high efficiency and moderate weight, and
are capable of delivering 3 phase power from single machines without great
increases of cost or complexity. There remains no apparent impediments
to the commercial exploitation of the free piscton engine for solar electric
power generation.

ENGINE - ALTERNATOR LAYOUT
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THE BASE ENGINE FOR SOLAR STIKLING POWER

Roelf J. Meijer and Ted M. Gocett
Stirling Thermal Motors, Inc.
Ann Arbor, MI 48104

ABSTRACT

A new concept in Stirling engine technology is embodied in the "Base
Engine" now being developed at Stirling Thermal Motors, Inc. This is a versa-
tile energy conversion unit suitable for many different applications and heat
sources.

The Base Engine, rated 40 kW at 2800 RPM, is a four-cylinder, double-act-
ing variable displacement Stirling engine with pressurized crankcase and rota-
ting shaft seal. It incorporates remote-heating technology with a stacked-heat-
exchanger configuration and a 1iquid metal heat pipe ccnnected to a distinctly
separate combustor or other heat source. It specifically emphasizes high effi-
ciency over a wide range of operating conditions, long life, low manufacturing
cost and low mater.al cost.

This paper des-ribes the Base Engine, its design philosophy and approach,
its projected performance, and some of its more attractive applications.

BACKGROUND

In 1972, Ford Motor Company obtained a worldwide exclusive license from
N.V. Philips of the Nethevlands for the Stirling engine, covering virtually all
applications, including automotive.

Under this license agreement the Rescar.h Lab of N.V, Philips was to de-
sign and build four 175 HP engines, two of which would be installed in Ford
Torino automobiles [1]. See figures 1 and 2.

In 1976 b2 twd Stirling powered Torinos and the older Philips Stirling
bus, equipped with a 4-cylinder rhombic drive Stirling engine [2],were succe:zs-
fully demonstrate” for three davs in Dearborn, Michigan.

A few years later, in 1978, lord terminated its Stirling engine activities
to make manpower available for short-term technological problems, and a year
later Philips stopped work on the Stirling engine.

Upon these events, Stirling Thermal Motors, Inc. (STM) was founded in the
United States to continue the work done at Philips, so that the results of the
years of research and development work at Philips, which had resulted in a
technical breakthrough since its last license agreement in 1968, would not be

lost.
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STM's main purpose upon its foundation was to develop commercial Stirling
engines. Philips Laboratories hai only made laboratory models for research.
The only engine made for a special purpose was the one for Ford. When this
particular engine was made, Philips was confronted with the practical reality
ot designing and building a Stirling engine for the most complex application
imaginable - an automotive engine. During this time it was discovered that some
components of the engine might form obstacles for commercialization because of
their complexity and vulnerability.

From 1974 on, a real breakthrough was made in avoiding these complexities.

This made a more simple four-cylinder, double-acting Stirling engine possible.

Unfortunately, by this time it was too late to incorpcrate these improve-
ments into the Ford engine. The intent was to use these new developments in a
second-generation Ford engine. This, though, was not done before Ford droppnd
its Stirling engine program. The engines being built by earlier licensees of
Philips were based on designs older than the Ford engine. Their configurations
had been frozen for several years. It was therefore impossible to utilize the
new improvements.

From the outset STM was convinced that the time was ripe for commerciali-

zation o1 the Stirling engine, because all the ingredients for a simple, inex-
pensive and reliable engine with a long service life were present.

GENEKAL APPROACH, BASIC APPLICATIONS

STM's general approach is based on the conclusion that we should avoid
competition with existing internal combvrstion engines, at least in the begin-
ing. We should rather find markets where the IC engine can not be used and
where the use of the Stirling engine would be very economical, making use of
the unique properties of the Stirling engine. Gf the many possible applica-
tions, we gave particular attention to the following two:

o Solar energy conversion
0 Prime mover for heat-driven heat pump.

If the manufacturing cost of the engine could be sufficiently low, particular-
1y in mass production, the market in these fields alone could be vast.

TECHNICA. APPROACH

The whole drive of STM is to commercialize the Stirling engine.This means
that the engine must be simple, reliable, inzxpensive, and it should have a
long 1ife. None of these requirements should have an adverse effect on the
performance of the engine.

More than three years of designing, discu¢sions with suppliers and ven-
dors, component testing and price calculations, led to the Base Engine.

S.udies for NASA have shown that the Base Engine's c¢cnfiguration is suitable
for a whole range of power sizes up to 500 hp.
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Special emphasis was placed on the flexibility of the the engine to adapt
readily to a wide range of specific applications, duty cycles and heat sources.

Consequently, remote-heating technology is an integral part of the devel-
opment effort, making it possible to divide the engine into a thermal conver-
sion unit and a distinctly separate external heating system. Different heat
sources coupled to the same "thermal converter" will adapt the engine to dif-
ferent applicaticns and enhance commercial introduction since most of the dev-
elopment complexity and cost is in the thermal conversion unit.

A liquid metal heat pipe [3] is used to transport the heat from the heat
source to the expansion heat exchanger of the thermal converter.

So fe-, most of the development effort nas concentrated on the thermal

converte which is designated STM4-120RH (4 cylinders, 120 cm3 swept volume
per pist.n, remote heated) and referred to as the Base Engine.

ADVANTAGES OF REMOTE HEATING

One of the obstacles for mass-production of the Ford-Philips engine was
the heater head. This was built as an integrated unit for the four cylinders
(Figure 3). The huge mass of heat resistant material was very expensive and
made the brazing cycle much too long. The reason for this large amount of ma-
terial is that the tubular-expansion heat exchanger common to direct-flame
Stirling engines must accomodate the relatively difficult heat transfer from
the flue gas to the walls of the heat exchanger tubes. It is, therefore, char-
acterizad by a complex cage geometry as well as volume and flow-path length
which are much larger than those required for the relatively easy heat transfer
from the tube walls to the working fluid of the engine.

By contrast, an expansion heat-exchanger heated by the condensing metal
vapor with a large film coefficient in a heat pipe can be ideally sized to
suit the requirements of the working fluid and can be skaped in the most con-
venient manner for ease of fabrication (Figure 4).

Of course, this itself does not solve the difficult external heat trans-
fer problem, but rather shifts it to the evaporator section of the heat pipe
where the size necessary for adequate heat transfer does not affect the thermo-
dynamic section and is easily realized since the heat pipe does not have to
support the high cycle pressure.

For solar applications a solar receiver will be the evapc-ator of the
heat pipe system.

Remote heating thus offers a number of advantages in addition to the
flexibility with which it endows the engine:

o It brings abcit major simplifications to the heat-exchanger design.
The so-called heat-exchanger-stack configuration, designed to take
advantage of the high film coefficient of the condensing metal
vapor, is considerably less expensive and more suitable for mass
production.
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o It brings about considerable improvement of the engine performance
by permitting the heater design to be ideally suited to the thermo-
dynamic requirements.

0 The uniform tenperature throughout the confines of the heat pipe

enclo.ure eliminates hot spots on the heater ard thus enhance both
the efficiency and the reliability c¢f the engine.

NEW POWER CONTROL SYSTEM

Up to this time, the preferred method for changing power has been chang-
ing the pressure inside the engine, because the torque of the engine is approx-
imately proportional to the mean pressure of the working gas [4].

The development of this type of power control at Philips was done with a
single cylinder displacer engine, where this type of power control was accep-
table. However, for a 4-cylinder, double acting engine it became quite cumber-
some, particularly when very rapid changes are required, as in automotive
applications. This type of system included many check valves, activator valves,
and a storage bottle, along with a high pressure hydrogen compresser.

Figure 5 shows a diagram of the power coatrol system of the Ford-Philips
Stirlirg engine. Power increases when the working gas (in this case hydrogen)
is dumped from the high pressure storage bottle into the engine. The reverse
takes place when the gas is pumped out of the engine into the storage tank with
the high pressure compressor. But because this is a slow process, during this
time, a short-circuit power control - which is a loss-control - instantaneously
cuts the power.

In 1974, durinc the work on the autorotive engine, a relatively simple,
heavy duty construction was found to vary the power [5], [6], [7]. In this case
the mean pressure of the engine stays the same, but the stroke of the pistons
changes. This method of power control has the further advantage of high part
load efficiency. Such a construction could be used only with a swashplate drive
since the stroke of the pistons is controlled by the angle of the swashplate.
It was tested thoroughly in a test rig and applied in the Advenco engine, but
the Advenco engine was never adequately tested. Philips eventually sold the
Advenco engine to NASA, where further testing was done.

Figure 6 illustrates schematically the variable swashplate mechanism.
The swashplate is mounted on a part of the shaft which is tilted an angle a
from the main shaft axis. The swashplate is mounted in such fashion that its
centerline makes an angle o with the tilted shaft axis and it can be rotated
relative to and about the tilted shaft axis in order to change its angle, and,
with this, the stroke of the pistons.

The swashplate angle variation affected by its rotation about and rela-
tive to the engine shaft, is accomplished with a rotary actuator. This is a
hydraulic vane motor comprising two diametrically opposite vanes attached to
the shaft and two attached to the housing as shown in the cross-section of the
swashplate-power control of “e Base Engine [8], [9],(Figure 7). Thus, two
pairs, A and B, of diametrically opposite chambers are formed. Rotation of the
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stroke converter housing relative to the shaft is affected by pressurizing
one pair and relieving the other. The rotation is transmitted to the swash-
plate via a bevel gear to which the actuator housing is attached. The supply
and return lines to the actuator are concentric tunnels in thke shaft connec-
ted to a solenoid actuated proportional valve mounted outside the crankcase.
Figure 8 shows a practical model of a variable swashplate in two positions.

The torque applied by the actuator to the swashplate in order to main-
tain a certain angular position depends on whether it was rotated to such
position in the positive or in the negative direction. Rotation in the neg-
ative direction requires less torque since the engine torque itself in this
case acts to increase the swashplate angle.

Figure 9 shows the actuator torque as a function of the swashplate an-
gular position relative to the shaft. The curves labeled M_{(y;) and M_(y)
refer to that torque for the positive and negative direction of rotation

respectively. The third curve, y(y) shows the corresponding swashplate angle.

The curve M_(y) reverses its sign within its range of definition. The point
of sign reversal is an unstable control point to be avoided by narrowing the
range of definition to exclude it. In the case of the Base Engine, shown in
Figure 10, the angle o is 12.5° yielding maximum theoretical swashplate
angle of 2o = 25° corresponding to 180° rotation. The maximum swashplate
angle of interest is only 22°, corresponding to a narrower range of defini-
tion (124°) w.chin which the torque M_(y) does not change sign.

Loss of hydraulic power will result in the gas forces bringing the
swashplate to a position perpendicular to the main shaft axis reducing the
piston stroke to zero - an automatic safety feature.

SEALS

In a 4-cylinder, double-actinyg Stirling engine there are two types of
dynamic seals:

o Dynamic seals as piston rings to divide the four cycles from each
other, and

o Dynamic reciprocating seals on the piston rods, in order to
contain the high pressure working gas in the engine. These seals
should also prevent oil penetration into the cylinders from the
lubricated drive.

For the dry-running piston rings, a good solution is found in using a
reinforced PTFE material.

However, the different types of reciprocating seals for the piston rods
are still not reliable. Philips developed the rolling diaphragm seal, but
this was shown, in the Ford-Philips engine, to be vulnerable in non-
laboratory environments.

STM was able to avoid the gas containment function of these recipro-
cating seals entirely.
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The new power control, with its variable swashplate, made it possible
to enclose the relatively small drive with a pressure hull and to use a
commercially available rotating shaft seal. Preventing oil penetration into
the cylinders is, in this case, much easier, and has already been thoroughly
tested in other engines.

SPECIAL FEAGUJRES

Amenability to dynamic balancing and the ease of starting the engine
are two additional features of the variable swashplate drive and power con-
trol elaborated upc. in this section,

DYNAMIC BALANCING is achieved by adjusting the swashplate moments of
inertia to the reciprocating mass. This is done in a manner enforcing perfect
dynamic balance at a certain swashplate angle within its range of variation.
At different angles unbalanced moments will appear, but since perfect balance
automatically occurs at zero angle, these will be very small.

STARTING of the engine can be accomplished by heating up the expansion
heat exchanger and the regenerator and then suddenly using the control pres-
sure to increase the swashplate angle. This will cause the pistons to move
in their normal way causing the engine to immediately develop sufficient
power to perpetuate the motion. An accumulator fed by the hydraulic pressure
pump will be used for that purpose.

Obviously, such a simple procedure may be used only for such applications
as solar conversion since no accessories are required for the combusiton. In
other cases only a very small starter motor is required to power the acces-
sories needed for combustion, such as the air blower. When the engine has
reached its correct temperature the accumulator pressure may be used to
quickly increase the angle, having the engine self-start as mentioned above.

DESCRIPTION OF THE ENGINE

A layout drawing of the Base Engine STM4-120RH is shown in Figure 10.
This engine is distinguished by two major features:

o Variable swashplate drive and power control contained
in a pressurized "crankcase" with a commercially avail
able rotating shaft seal containing the working fluid
and making it possible to avoid the reciprocating rod
sealing problem; and

o Remote heating, featuring heat-exchanger-stack

configuration and liquid metal heat pipe heat

transport system.
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The cross heads are long in order to reduce contact forces and to relieve
their bridge section from having to sustain any appreciable bending moment.

The drive components are supported and located by two aluminum castings
forming the major building blocks of the engine (see Figure 11).

The crankcase pressure containment is formed by a commercially available
rotating shaft seal placed in a seal-housing which also supports the thrust
bearing, and by a pressure hull placed over the entire crankcase and bolted
to the aluminum casting. The pressure hull serves no structural function
other than containing the crankcase pressure.

The front casting also incorporates the cold part of the thermodynamic
section, namely, the cylinders, coolers, cold ducts and coolant passages.
Four identical assemblies, one for each cycle, form the hot portion of the
thermodynamic section, as described in the previous section. These are made of
the iron-based alloy CRM-6D sized to endow the engine with creep failure life
well in excess of 50,000 hours at full load.

Table 1 summarizes some of the important features and parameters of the
Base Engine.

PERFORMANCE

A set of engine parameters governing the performance of the thermodyna-
mic section was selected for the Base Engine through an extensive and pain-
staking effort to tailor the engine performance to the design approach des-
cribed above.

This approach required a high level of efficiency to prevail over a wide
range of operating conditions, making the engine suitable for any duty cycle.
Hundreds of different combinations of engine parameters were simulated before
the optimal set was selected and established the design base of the engine.

The result is shown in Figure 12 as two performance maps at mean cycle
pressure levels of 11 MPa and 6.3 MPa respectively. Figure 12a shows that
between the power levels of 8 kW and 40 kW the shaft efficiency is between
45% and 47% (excluding auxiliaries and collector efficiency). Over a wide
power range the efficiency hardly hanges with the engine speed.

For applications requiring less power, a smaller charge of helium may
be used with very little effect on the efficiency. This is shown in Figure
12b for an engine charged to 6.3 MPa to provide power output of no more than
25 kW. This will greatly enhance the life of the engine.

Major contributions to the high efficiency of the Base Engine are de-
rived from the heat-exchanger-stack configuration, the variable stroke power
control and the design of the drive mechanism,

The heat-exchanger-stack configuration adds more freedom to the set of
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parameters governing the thermodynamic performance. These can be exploited to
facilitate tailoring of the performance characteristics of the engine.

The variable-stroke power control inherently inhibits degradation of the

effic.ency at part load since power reduction is accomplished partly through
the addition of void vclume or, equivalently, reduction of the pressure wave
amplitude, which is beneficial to the indicated efficiency.

Figure 13 schematically illustrates the Base Engine with solar receiver,

solid fuel combustion, and with a 1iquid or gaseous fuel combustor.

10.
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= Figure 1
Sehematic of the Ford-Philips Terinp engine. This it a becylinder doublecacting Stirling ennine
_with swashplate drive. Tuo of the Four cylinders and tus of the four cogler-regenerator units are
. shown in cross~saetions, In these engines the sovenent of the pistons ig transmitied to the saln
shatt by s swashplate. ‘ :

, ) Figqure 2
4 175 HP s-cylinder double-acting fype Stirling engine with swashplate drive to be pounted inte
a Ford Toring autemobile {18751, '
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Figure 3
An example of the integrated direct-Fisme-heated heater head {from the Ford-Philips engine)

Figure &
Expansion heat exchangers of the Base Engine, There is one per cylinder. These will later be elec-
tron-beaw welded in the heat exchanger stack, The tubes are curved, enclosed in a2 flexible cannis
ter, and brazed to two end plates.
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Figure 5
Power control system for the Ford-Philips Stirling engine. The torque of the engine is controlled
by the pressure of the working gas. For more power, tge woking gas from the storage bottle is
supplied to the engine. For less power, small hydrogen compressors (connected to the bottoms of
the pistons) are pumping the gas out of the engine and back into tne storage bottle.

Figure 6
- Schenatic of the variable swashplate mechanism, showing the principle of changing the angle of
the swashnlate, which it makes with the shaft from 0 to 2ec. The small plate A is fixed on the
shaft § with an angleof. The engine swashplate (drawn here as a solid line) is perpendicular on
the shaft S. This situation,oc-ec s 0, means that the strokes of the pistons are zero. When the
. engine swashplate B is turned 180° relative to the small plate A, the angle then becomes
2 represented by the dotted lines. In this case the strokes of the pistons are maximal. By turn-
ing B relative to A between 0°®and 180° any angle of the swashplate between 0 and 24t can be
N obtained, so the strokes of the pistors can be changed from zero to maximum, C is a hydraulic
vane mechanism, the housing of uﬁich can turn in one or the other direction depending on which
chasbers are pressurized and which are not. The oil is fed via two channels in the shaft S. The
i turning of the housing is transzitted to the engine via the bevel gears E and f.
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Figure 8
Practical sodel of a varisble swashplate, shown in two positiuns,
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Rotary actuator torque requirements M, means
direction as the rotation of the engine. M_
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Figure 9

opposite direction from the rotation of the engine.
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Figure 10
Layout of the Base Engine (STM4-120RH)

210

© s Bt § ﬂ~Wmmm~mww [rapr
g .
- =

®



CF PUOR

Figure 1]
The aluminum castings For the Front (botton] and rear [topl parts of the crankcase. The front

part iscorporates the cold part of the therpodynanic sectivn, mainly the cylinders, cuolers,
cold ducts and coolant passages.
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Figure 122

Pertoraante map of the STRMLLIJUEH With rean prossure of [ MPa showing lines of constany
efficiency,

Speed {rom
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Figure 12b

Performance map of the STM4-120RH with reduced mear pressure (6.3 MPa) showing lines of constant

efficiency.
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Figure 13
The Base Engine with Different Heat Sources
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TESTING AND INSTRUMENTATION OVERVIEW

Derrell L. Ross

Jet Propulsion Laboratory
Pasedena, CA 91109

Four papers were preseanted in the Testing and Instrumentation session:
1) Special Pyrheliometer Shroud Development, 2) Rapid Test Bed
Concentrator Aligmment Techmiques, 3) PDC-1 Sum Position Calculation, and

4) Recent Soler Measurements Results. BEach paper is described briefly
below.

The paper oa “Special Pyrheliometer Shroud Development®™, presented by
Dr. Bdwian Dennison, member of the Technical Staff at JPL, concludes that
it is possible to build an insolation measurement system which is
proportional to the thermal power at the focal plame for dishes that is
accurate over a wide range of sky conditions.

The paper on “Rapid Test Bed Concentrator Alignmeat Techniques®™,
presented by Maurice Argoud, Member of the Techmical Staff et JPL, details
a method of ali,ning the 220 mirror facets on a Test Bed Concentrator in
one or two aights, instead of one to two weeks.

The peper oam "PDC-1 Sun Position Calculation", presented by Dr. John
Stellkamp, Member of the Techaical Staff at JPL, presents the several
conputational approaches to providing the local ezimuth and elevation

angles of the sun as & function of local time and then the utilization of
the most appropriate method in the PDC-1 microprocessor.

A e

The paper on "Recent Solar Measurements Results™, presented by Darrell
Ross, Task Manager for Test and Evaluation at the PDTS, describes the

™

:
effects of the Bl Chichon volcanic eruption in Mexico in 1982 on the i :
insolation levels at the PDTS. N !
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Special Pyrheliometer Shroud Development

E. Dennison N84 28255

Jet Propulsion Laboratory
California Institute of Technology
Pasadena, California 91109

Introduction The need for simple methods to compensate for circumsolar
radiation became very important during the spring of 1982 when large
amounts of dust appeared in the upper terrestrial atmosphere as a result
of a volcanic eruption in Mexico. Prior to this time definitive
calorimeter measurements at the JPL Parabolic Dish Site (PDTS) at the
Edwards Test Station were limited to times when the insolation was
greater than 950 W/sq.M, i.e., times when the amount of circumsolar
radiation was negligible. This limitation was us~d because of the
inconsistent data which was found at low elevaticn angles and on days

of high circumsolar radiation.

After the appearance of the volcanic dust the maximum insolation was
less than 900 W/sq.M and the amount of circumsolar radiation was
significant. 1In addition, there was a very substantial increase in the
presence of high thin cirrus clouds which added significant errors to
the calorimeter measurements. The presence of circumsolar radiation is
clearly shown in Figure 1. In this photograph of the PDC-1 concentrator
the image of the sun is covered by the calorimeter and the bright halo
around the calorimeter is the circumsolar radistion.

Insolation measurements are used to analyze atmospheric conditions,
evaluate potential thermal power sites, and to determine the amount of
input power to a power conversion unit. For the latter, the insolation
measurements are used as an interpolation parameter between calorimeter
measurements.

To insure that the insolation values accurately represent the input
power to a power coaversion unit it is important that the Field Of View
(FOV) of the concentrator aperture and the insolation radiometer are

*The work described in this paper was carried out or coordinated by the
Jet Propulsion Laboratory, California Institute of Technology, and was
sponsored by the U.S, Department of Energy through an agreement with
the National Aeronautics and Space Administration.
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the eame. The word "radiometer” will be used to refer to both radiometers
and pyrheliometers. If the calorimeter and the power conversion unit
have the same aperture, the radicmeter can be used to normalize all

power measurements to a standard insolation value x (1000 W/sq.M for the
JPL data).

This report covers the calculations, implementation, and results of the
JPL use of this approach. Three instruments were used to measure the
ingolation: an Eppley Normal Incidence Radiometer (NIP) and two versions
of the cavity radiometer developed by J. M. Kendall, Sr. at JPL. One

of the Kendall radi -meters was of the Mark VI windowless design used

for calibration of radiometers and the other was the Mark III quartz
window design used for routine field measurements. The shrouds used to
limit the FOV of the radiometers were designed to simulate the FOV of
the PDC-1 concentrator with the Cold Water Cavity Calorimeter (Figure 2).

Field of View Calculations The quantitative description of the FOV of

a coucentrator or radiometer will be referred to as the Angular Acceptance
Function (AAF). The AAF is the fraction of the radiation coming from a
point source at an infinite distance as a function of the angular
distance of the point source from the optic axis of the concentrator or
radiometer. The AAF does not depend on the angular size of sun but

only on the geometric parameters of the concentrator or radiometer.

The AAF will be 1.0 for a source on the optic axis and will decrease
continuously from an inner limiting angle to zero at the outer limiting
angle. The form of a concentrator AAF is different from the AAF of a
radiometer because of the respective optical geometries. As a result,
the radiometer AAF cannot be matched exactly to the concentrator AAF,

but the differences between these functions can be made acceptably small.

Concentrator AAF One practical method for calculating the AAF of a
solar concentrator was developed by Prof. G. F. Trentelman of Northern
Michigan University using vector analysis. It has been fcund that in
practice it is convenient to represent the AAF as a function of the
ratio of the tangent of the source angle divided by the tangent of the
receiver radius angle (receiver radius divided by the concentrator focal
length). This parameter will be referred to as the "radius oumber.”

In this form the AAF changes substantially with the conceatrator f-number
(focal length divided by diameter) and insignificantly with receiver
aperture. When the AAF 1is expressed in terms of these dimensionless
parameters it can be easily applied to any paraboloidal concentrator
with any receiver aperture (Figure 3). Slope errors cause some change
in the AAF but in most cases these effects appear to be small.

Radiometer AAF The AAF of a radiometer can be calculated directly from

the aperture and detector radii, the aperture/detector separation, and
the angular distance of the point source from the optic axis. This
calculation is based on the assumption that the detector aperture is
uniformly sensitive. With the ratio of the front aperture to the
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detector aperture and the tangent of the receiver aperture times the
aperture/detector separation as free parameters the radiometer AAF can
be calculated as a function of the radius number.

Matching Radiometer AAF to Concentrator AAF One practical method for
finding the radiometer parameters which make the radiometer AAF fit the
concentrator AAF is to use an interactive computer program. By a careful
choice of parameters it is possible to meke the radiometer AAF rapidly
converge on the concentrator AAF. Because the concentrator AAF is
determined from a finite number of rays, it can be fitted to a polynomial
to give a smooth representation of the data. In practice this does not
significantly change the radiometer parameters.

Experimental Results To verify the expected advantages of using a FOV
limiting shroud on an insolation radiometer, 8 series of calorimeter
measurements were made using the PDC-1 conceantrator and the shrouded
radiometers. One of the radiometers was an Eppley NIP mounted on the
concentrator. The other radiometers were of the Kendall type and were
attached to an equatorial mount with a clock drive. The boresight
alignment images were checked frequemtly during the measurement period
to ingure that no erroneous data resulted from tracking errors.

The thermal power measured by the calorimeter and the insolation measured
by the radiometers was plotted for each measurement period. To test the
validity of this technique, the calorimeter values were divided by

each of the radiometer values and the results were also plotted. These
ratios gave the net power output of the concentrator normalized to

1000 W/sq.M under sky conditions which varied from light haze to thin
cirrus clouds. No completely clear days occurred during the time these
tests wvere made. There is no reason to believe that the normalized
power values would differ from these values for completely clear skies.
During the passage of the cirrus clouds the normalized power values
showed a substantial variatinn over short periods of time as a result of
long time constant of the calorimeter relative to the time constaants of
the radiometers.

Figures 4a and 5a show the radiom>»ter data plots for two different days
and Figures 4b and 5b show the corresponding plots of the direct and
normalized power measurements. Figure 5b demonstrates that the normalized
power is relatively constant under a wide range of sky conditions. The
value of the normalized power in this figure was too high because of a
faul*= flow meter. This problem was corrected and the normalized power
value: shown in Figure 4b more accurately represent the performance of

the PDC-1 concentrator.

The insolation values measured with these modified radiometers were

lower than the values which would have been obtained with standard
radiometers. However, the purpose of these measurements was to determine
the relationship between the radiometers and the net power throughput

217

m’ﬂ RTINS Q t.u “ . . . _... - o - - v . quqv‘f)‘v,!":'

Tl Sy R P I

ot e .

e nsiatle o+ Vi T

[“PT-SRrew SRRITINE BRIFIN

@



_\\‘,A

RS G SRR

of the concentrator with a specific aperture. This calibration would
have been used to determine the operating efficiency of the power conversion
unit which was to have been used with this concentrator.

During this limited test program it was not poasible to make a direct
comparison between these shrouded radiometers and standard radiometers.
Howevar, this test program did demounstrate that the normalized power

output of the PDC-l concentrator was constant under a wide range of sky
conditions.

Recommendations Because this program to evaluate the effectiveness of
approach to insolation measurements was limited, it is recommended that
these experiments be repeated with other concentrators and radiometers.
These tests should be made with a wide range of sky conditions and
solar elevation angles using both a standard and a shrouded NIP., These
data would be very useful for determining the accuracy of existing NIP
records. Finally, it is recommended that future site surveys be made
with both standard and FOV limited NIP instruments to insure that
proposed solar power systems are suitable for the proposed sites. This
is wost important when the proposed site has a substantial number of
days with strong haze or thin clouds.

Conclusions This technique of matching the FOV of an insolation
radiometer to the FOV of a specific concentrator and receiver aperture
appears to be both practical and effective. It would appear that the
efficiency of a power conversion unit will be too low if the imsolation
is measured with a radiometer which has a FOV which is larger than the
FOV of the concentrator.

Author's Note An expanded version of this report with the AAF algorithms
will be published at a later date.
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RAPID TEST BED CONCENTRATOR (TBC) ALIGNMENT TECHNIQUES

Maurice .J. Argoud

Jet Propulsion laboratory
Pasadena, California

A new, labor and cost saving method was developed to eliminate the pro-
cedure of covering all (220) mirrors and uncovering them one-by-one in sequence
to adjust each to the focal plane. This latest method being used to align
mirrors of a parabolic solar concentrator utilizes a computer~derived target
of discreet images made up of individual mirror reflections on a plane irn front
of the intended, nominal, focal point. Incorporating this computer technique

increases accuracy and gives potential to develop flux distritutions required
by different receiver designs.
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Implementation of the Sun Position Calculation
in the PDC-1 Control Microprocessor

John A. Stallkamp
Jet Propulsion Laboratory
California Institute of Technology
Pasadena, California 91109

Abstract:

The major portion of this paper presents the several computational
approaches to providing the local azimuth and elevation angles of the sun as
a function of local time and then the utilization of the most appropriate
method in the PDC-1 microprocessor. The full algorithm, in FORTRAN form,
is felt to be very useful in any kind or size of computer. It was used in
the PDC-1 unit to generate efficient code for the microprocessor with its
floating point arithmetic chip. The balance of the presentation consists
of a brief discussion of the tracking requirements for PDC-1, the planetary
motion equations from the fi-st to the final version, and the local
azimuth-elevation geometry.

Introduction, Result, Nomenclature:

THE PDC-1 (Parabolic Dish Concentrator-1l) is the first of a planned
sequence of concentrators for dish-electric applications. It was designed
by General Electric and uses injection molding techniques with plastic
reflecting surfaces. The reflecting structure is a load bearing, integral
part of the structure. A start-stop, on-off, control system is used to
drive the elevation over azimuth configuration. The PDC~1 unit was
fabricated and errected at Edwards Test Station (ETS) by Ford Aerospace and
Communications Corp. (FACC).

The body of this paper is a mathematical derivation that will be given
in a line item format. A minimum of comment and connective verse is used;
some of the material and comment from the oral presentation is omitted as
not necessary or rearranged for better continuity here.

The abstract adequately says what was done and why. The end result
is the FORTRAN code and is the ultimate, almost stand alone, useful output
of this presentation. Ordinary mathematical and computer language is
freely used and this should not cause difficulties. There is no hope for
a standardized or consistent nomenclature or notation for this field as is
admitted by no less than the "Explanatory Supplement for the Ephemeris" in
Section 1G.
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Derivation and Discussion:

1. Requirement: Provide local azimuth and elevation angles of the
sun.,

2, Input: Local latitude, longitude and date/time. Date/time is
the elapsed time from a recent epoch, viz., January 0, 19xx at 0 hours UT
(Universal Time). The year is selectable; the required data are given in
the Astronomical Almanac.

3. Accuracy: 0.0]1 degree.

4, Initial Approach: Paper by Robert Walraven (l). Paper was
followed by corrections in subsequent issue (2).

5. Microprocessor for PDC-1 Concentrator: Advanced Micro Devices
Model Am 95/4006 with an Am 9511 APU (Arithmatic Processing Unit). The
ephemeris calculation was to be done at each concentrator in floating point,
32 bit, arithmetic and converted to fixed point integer units, 4096 counts
per 90 degrees, for use in the control algorithm.

6. Am 9511 APU:
Fixed-Floating point capability: Discussed in Item 5 above. i
Stack I/O Operation: Tedious to code but thoroughly adequate.

All direct and inverse trigonometric available: Inverse
functions slow, 5000 to 8000 cycles, compared with less
than 200 for multiplication.

Error return available for bad operation request, e.g., divide i
by zero: Not used in initial code but should have been. ;
Not needed in final version. ,

7. Decision Point: When delivered to JPL, at a minimum the
microprocessor code needed to be modified because of lack of complete 3
selection of quadrant for an Arctan operation and potential divisions by
zero. Walraven's equations as finally given seemed to be more complicated
than needed; several computational simplifications, combinations and
omission of some small correction terms shovld be accomplishable. The
planetary motion equations resulting from the new analysis were identical
with those given in recent issues of the Astronomical Almanac. '
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8. Final Planetary Motion Equations from The Astronomical Alamanac:
GMST = Greenwich mean siderial time

from page B6: "... holds during 1981l: on days of year d at t hours
UT, GMST = 6.6383211 hours + 0.0657098235 d + 1.0073791 ¢"

From page C20: “SUN, 1981"

"...coordinates of the sun to a precision of 0.01 deg"

"d = ... day of year ... + fraction of day from 0 hours UT"
"Mean longitude of Sun ... L = 279.575 deg + 0.985647 4"
"Mean anowaly: g = 356.967 deg + 0.985600 d"

“"Ecliptic longitude: A = L deg + 1.916 sin g + 0.020 sin 2g"

The epoh numbers, 6.6383211 hours, 279.575 and 356.967 deg are for January
0, 1981 at 0 hours UT. These are the three numbers that are updated to
ch.nge to a different epoch. All other numerical values are constant.

9. Ecliptic to Equatorial Coordinates:

RA = Right Ascension = equatorial longitude
DEC = Declination = equatorial latitude

€ = Obliquity of the Ecliptic

23.442 deg (1981) = 23.443 deg (1974)

The constants cos€ and sin € are available and may be updated (need is
questionable) from page C20 of the AA.

sin DEC = sine€ * sin A
tan RA = cos € * tan A\

Local Hour Angle = Greenwich Mean Sidereal Time - West Longitude - Right
Ascension

NLHA = - NLA = Negative Local Hour Angle
= RA -~ GMST + West Longitude
= RA ~ LMST (Local Mean Sidereal Time)
Before looking at these equations, consider how the results are to be used
in the final calculation of local azimuth and elevation.

10. Spherical Triangle Equations: See Figure 1.

When all the complementary angles are removed, the law o€ cosines gives the
elevation angle, and then the law of sines gives the azimuth angle.

sin ELV = [sin LAT] * [sin DEC]
+ [cos LAT] * [cos DEC * cos NLHA]

sin AZM = [cos DEC * sin NLHA] [cos ELV]
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11. Quadrant Selection:

=90. < ELV < +90. From sign of sin ELV equation

0. < AZM < 360. Two steps required.

IF(SIN(NLHA) .GT.ZERO) 0. < AZM < 180.

IF(SIN(LAT) * SIN(ELV).LT.SIN(DEC)) 90. < AZM < 270. (Walraven's paper)

12. Bracketed Quantities in Item 10:

Numerical values of the terms in [ ] are required tor the computa-
tions. The terms sin LAT and cos LAT are local constants. The angular

measure of DEC and NLHA are not required nor is the numerical value of
cos DEC if the bracketed numerical forms can be obtained otherwise.

13. Ohtaining the Variable Input Terms of the Spherical Triangle
Equations of ltem 10 from the Equations of Item 9:

[sin DEZ]) = sin € * sin A is obtained directly.

The other bracketved variable terms in the equations of Item 10 are obtained
from:

NLH. RA - LMST
tan RA = cos € * te~ \
RA and must be in the same quadrant

from which

sin RA = (cos € * sin\ ) /DENOM
cos RA = cos A\ /DENOM
DENOM = + SQRT (cosZ€ * sinZ\ + cosZ)\)

14. Some Available Computational Approaches for RA Leading to the
Bracketted Terms:

School Boy: Do inverse tangent directly,
Select quadrant,
Continue,

Delta Angle: Let RA = )\ + A,
Solve for A,
Continue,
(Expect automatic quairant selection)

Trigonometric Sum Identity: NLHA = RA - LMST
sin NLHA = sin RA * cos LMST
~cos RA * gin LMST
(Expect avoidance of arc-trig operation and other
simplifications)
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15. School Boy Examples:
Large Computer:

SINRA = COS(€) * SIN())
COSRA = COS (\)

RA = ATAN2(SINRA, COSRA)
NHLA = RA - LMST

The ATAN2 double argument input subroutine does the entire job and is not
bothered by COSRA = 0.

Small Computer:
SINRA and COSRA as above
RA = ATAN(SINRA/COSRA)

or RA = ATAN(COS(€) * TAN(A))

Now must protect from COSRA = 0 or large TAN(A) and also must complete
quadrant selection.

16. Delta Angle: With RA = A + A expand sin RA and cos RA equations
of Item 130

sin A = -sin A * cos A * (1-cos € ) /DENOM
cos A = cos2A * (1 - tan2\ * cos A\ ) /DENOM

-tan A * (l=-cos€) /(1 + tanZ\ * cos €)

tan A

This actually has excellent computational properties: A is small, sign
(quadrant) is automatically selected, and, when tan A is larger than the
available computational range, set A to its obvious value of zero and skip
ahead.

17. The Denominator: Expand DENOM of Item 13 and substitute for
sin € * gin A = sin DEC.

DENOMZ2 = cosl€ * sinZ\ + cosl)

cos2€ * (ginZ A\* gin2e¢) /sin2€ + 1 =(sin?X * sin2€)/sinle

1 - sin?DEC * (1 - coszi)/sinze

1 - sin?DEC = cos2DEC

DENOM = + cos DEC

DENOM was defined as a positive quantity and the plus sign is appropriate
since the absolute value of DEC is less than or equal to € = 22.4 deg.

232

)
o - 1
e R DU TY U o oY PO R T R ol nbag S e T P b - #

— it By AT SR s ™ B A

P

EERE AR

- e e —

1



o

18. The Trigonometric Sum Identity: This can now be used to obtain
the remaining Lracketted terms in a direct manner. We now have:

sin RA = (cos € * sin ) ) / cos DEC
cos RA = cos A /cos DEC

cos DEC * cos RA = cos € * sin )\
cos DEC * gin RA = cos A

[cos DEC * cos NLHA) = cos DEC * cos (RA - LMST)
= cos A * cos IMST + cos € * sin A * sin LMST

[cos DEC * sin NLHA] = cos DEC * gin (RA - LMST)
= cos € * gin A\ * cos LMST - cos A * sin LMST

19. PDC-1 Implementation: The trig sum expansions of Item 18 are
used.

Do not need angular measure of RA or DEC or numerical measure of cos
DEC.

Only arc-trig functions are at end for obtaining angular measure of
elevation and azimuth. Quadrant selection discussed in Item 1ll.

Minimum number of direct trig operations, sin g , sin 2g , sin A ,
cos A\ , sin LMST and cos LMST.

No division by zero (no division in main part of program) or other
dangerous steps requiring protection except again at end for obtaining the
azimuth angle itself. In the PDC-1 microprocessor the few protective steps
are done; these would be specific to each computer.

Large sections of the original Am 9511 floating point code went
away. The FORTRAN code given in Table 1 is thought to be remarkably short,
concise and easy to follow.

20. FORTRAN Code:

Table 1 is schematic FORTRAN code. The line "TIME =" is the start of
the formal calculations; this code is full FORTRAN and is directly useable
when statement numbers are supplied for the several GOTO commands. The
lines preceeding the "TIME =" line provide for input constants and
parameters; some of these lines will need to be modified to suit the
particular computer being used. The quantities DN and TM are assumed to be
supplied from other subroutines; suitable common statements for these and
the AZM and koY output angles must be supplied or other Input/Output
provisions made.
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DN : DAY NUMBER SINCE EPOCH

™ : LOCAL STANDARD TIME, HOURS
PI = 3.14159

RAD = PI/180.

GMSTO = 6.622408 : EPOCH GREENWICH SIDEREAL TIME
MAO = 356.711 : EPOCH MEAN ANOMALY

SEMLO = 279,336
COSEPS = 0.91747
SINEPS = 0.39781

: EPOCH SUN ECLIPTIC MEAN LONGITUDE
EPS=0RLIQUITY OF ECLIPTIC
= 22,4XX DEG

e »e

ECC1l = 1.916 ELI: TIC ORBIT CORRECTION

ECC2 = 0,020 : PARAMETERS

RATE = 0.985647 : SIDEREAL RATE

RATM = 0.985600 : MEAN ANOMALY RATE

TZ = 8. : TIME ZONE (PACIFIC HERE)

LAT = 34,992 : LOCAL LATITUDE DEGREES (ETS HERE)
LON = 117.873 : LOCAL LONGITUDE DEGREES (ETS HERE)
SINLAT = SIN(LAT * RAD) : SUPPLIED OR CALCULATED
COSLAT = COS(LAT * RAD) : SUPPLIED OR CALCULATED

TIME = DN + (T + T2) / 24. :ELAPSED TIME IN DAYS
DELTA = RATE * TIME :ELAPSED SIDEREAL ANGLE
MAR = RAD * (MAO + RATM * TIME) :MEAN ANOMALY

SELD = SEMLO + DELTA + ECC1*SIN(MAR) + ECC2*SIN(2,%*MAR)
SINRA = SIN(SELD * RAD) :=SIN(SUN ECLIPTIC LON)
SINDEC = SINRA * SINEPS :=SIN(DEC)

SINRA = SINRA * COSEPS :=SIN(RA) * COS(DEC)

COSRA = COS(SELD * RAD) :=COS(RA) * COS(DEC)

GMSTD = 15. * (GMSTO + TM + TZ) + DELTA :IN DEG

LMSTR = RAD * (GMSTD -LON) :=NLHA = NEGATIVE LOCAL
SINLMS = SIN(LMSTR) : HOUR ANGLE IN RADIANS
COSIMS = COS(LMSTR)

SINELV = SINLAT*SINDEC+COSLAT*(COSRA*COSLMS+SINRA*SINLMS)
COSELV = (1.-SINELV¥*¥2,) +=C0S SQUARED HERE

IF(COSELV.LT.0) GOTO (END) :ERROR, ABANDON CALCULATION
COSELV = SQRT(COSELV) :NOW IS COS(ELV)

ELV = ASIN(SINELV) / RAD :=ELEVATION IN DEGREES
IF(COSELV.EQ.0) GOTO (END) :FINISHED, AZM NOT DEFINED
SINAZM = (SINRA*COSLMS-COSRA*SINLMS) / COSELV

COSAZM = (1.-SINAZM¥**2,) :=C0S SQUARED HERE
IF(COSAZM.LT.0) GOTO (END) :ERROR, ABANDON CALCULATION
AZMR = ASIN(SINAZM) :=AZIMUTH IN RADIANS

QUAD = SINLAT*SINELV-SINDEC :QUADRANT SELECTION
IF(QUAD.LT.0) GOTO (+3) :TO LINE IF(AZMR.GT.O)

AZMR = PI -AZMR

GOTO (+3) :TO LINE AZM = AZMR / RAD
1IF(AZMR.GT.0) GOTO (+2) :TO LINE AZM = AZMR / RAD
AZMR = AZMR + 2. * PI
AZM = AZMR / RAD

END

:=AZIMUTH IN DEGREES

TABLE 1. SCHEMATIC FORTRAN
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RECENT SOLAR MEASUREMENTS RESULTS AT THE PARABULIC DISH TEST SITE®

N 8 4._ 2 8 2 5 8 Darrell L. Ross

Jet Propulsion Laboratory
California Institute of Technology

Pasadena, California

ABSTRACT

After the Mexican volcanic eruptions of March 2&, April 2 and 4, 1982,
the question of its effect on insolation levels at the Parabolic Dish
Test Site (PDTS) naturally arose. It was decided to look at this
question in thre¢ steps: First to determine the impact, if an’, on
total direct normal energy (by month) at the PDTS for the summer of
1982 as compar to the summer of 1981 (after and before the explosion
respectively). Secondly, we would look at the effect on peak insolaticn
levels for the same period of time. The results of the first s.ep were
the following: A drop of 20Z, 9Z and 187 in total direct rormal energy
for the months of June, July and August 1982 respectively - compared
to the same months in 1981 was experienced. For the s. - . step we
found a decrease of 4.0%, 5.8% and 7.7%Z in peak direct normal insolation
levels for the months of June, July and Augist 1982 respectively, as
coupared to the same months in 1981 (where the peak levels for each
month were determined by averaging th- top 3 days for each month).
The most striking difference noted between the summer f 1981 and 1982
was the following: There were 29 days in June, July and August of
1981 where the insolation level exceeded 1,000 W/mw2. For the same
period in 1982 there were no days that were in excess of 1,000 W/m2.
The thirdi ard final step was to compare the results of the summer of
1983 (a year after the explosion) with th. summer of 1982. The results
show only on~ day in excess of 1,000 W/m¢ during the summer of 1983
(this wee in July 1l..>, a hiatus of thirteen months since the last
one). Clearly, the answer to the original question is that the Mevican
volcanic explosion had a significant impact on insolation levels at
the PUTS and, furthermore, it has been quite long lasting. The data
would cecem to suggest that the volccnic explosion had little effect or
PDTS insolation until the first of June 1982.

“The work descrived in this paper was carried out or coordinated by the
Jet Pronulsion f.aboratory. California Institute of Technology, and was
srnrao~ed by tle U. S. Departm-nt of Ener y through an agre ment with
the National Aeronautics aud Space Administration.
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INTRODUCTIZI

The Parabolic Dish Test Site (PDTS) was established in 1978 for the
Department of Energy by the Jet Propulsion Laboratory (JPL), an
operating Division of Caltech. It was established for the purpose of
testing and evaluvating parabolic dishes at the component, subsystem
and system (or module) level. The PDTS is located on Edwards Test
Station (A JPL facility), which in turn is located on Edwards Air
Force Base. The test site is situated approximately a hundred miles
north of Los Angeles. Figure 1 shows two identical Test Bed concen-
trators, 11 meters in diameter (on the right) and a single 12 meter
diameter concentrator (on the left) designated Parabo = Dish concen-
trator Numbe: One.

Since the E1l Chichon veolanic eruption in Mexico on March 28, April 3,
and 4, 1982, there have been reports from various solar sites in te
United States of its effect. It was decided to determine the effect
(if any) of these eruptions on insolation levels at the PDIS. Having
this data would then enzble a comparison to be made of volcanic effects
at solar sites throughout the United States.

The approach employed to make this comparison was to compare the direct
normal energy at the PDTS for the summers of 1981, 1982 and 1983, or
in other words comp~re data for a year before the explosion, the summer
shortly af+<er the exvlosion and a year after the explosion. Secondly,
deteruine the effect cn peak insolation levels for t“e same period of
time.
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Direct Normal Energy
The direct normal energy levels fc. the summers of 198!, 1982 and 1983
were compiled and are as shown in Table 1 below:

TABLE 1

COMPARISON OF DIRECT NORMAL ENERGY AT
ETS FOR THE SUMMERS OF 1981, 1982 and 1983

1981 1982 1983
kW-HR/SQ-METER /DAY kW-HR/SO-METER /DAY kW-HR/SQ-METER/DAY
June 10.93 8.78 | 9.62
July 10.09 9.21 10.95
August 9.44 7.71 7.68

This data was obtained with the use of a Kendall Pyrheliometer (Absolute
cavity Radiometer) that was mounted at the PDTS. This instrument is
part of the weather station that was set up at the PDTS in support of
the solar program. Insolation measurements have been taken since
Octob:r 1978. Other instrumentation has been added over the years,
such as: wind speed and direction, ambient temperature, barometric
pressure and dew point.

Note that there was a significant drop during the summer of 1982 as
compared to 1981 (19.7%Z, 8.7Z and 18.327 for June, July and August
respectively). For the summer of 1983 vs. 1981, the comparable numbers
are: 12.6%, 0.4Z and 18.6%. This indicates a significant increase in
energy available in June 1983 (as compared to June 1982) and a return
during July 1983, to the energy levels available prior to the volcanic
explosion . Although not shown in Table 1, there was a large increase
in energy level in May 1983 over May 1982 and in fact larger than May
1981. This can be seen in Table 3 in the Appendix. August of 1983,
however, again shows a significant decrease from August of 1981 and
virtually comparable to August of 1982. August of 1983 was, however,
quite a stormy month and this undoubtedly had a significant impact on
the energy available. £.hsequent months will determine whether the
energy levels are back to normal or not. Unfortunately, it will not be
possible to make this assessment at the PDTS, since the weather station
was shut cown permanently early in September 1983.
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Peak Direct Normal Insolation

The peak direct normal insolation levels for the summers of 1981, 1982
and 1983 are as shown in Table 2 below:

TABLE 2

COMPARISON OF PEAK DIRECT NORMAL INSOLATION LEVELS A%
ETS FOR THE SUMMERS OF 1981, 1982, 1983

1981 1982 1983
AVG. FOR AVG. FOR AVG. FOR
TOP 3-DAYS TOP 3-DAYS TOP 3-DAYS
W/SQ-METER W/SQ-METER W/SQ-METER
June 1025 984 956
July 1026 967 995
August 1040 960 967

This data was measured with the same Kendall Pyrheliometer that was
used to acquire the energy data in Table 1.

Again, it is to be noted that there was a significant drop in peak
insolation levels during the summer of 1982 as compared to the summer
of 1981 (4.0Z, 5.8%7 and 7.7Z for June, July and August respectively).
Comparing the summer of 1983 with 1981, the corresponding numbers are:
6.7%Z, 3.02 and 7.0Z. This data indicates a significant increase in
peak insolation levels during July 1983 (as compared to July 1982), but
still 32 below the peaks of 1981 for the same month. As was the case
with the energy levels (indicated in Table 1), however, there was again
a drop in insolation levels in August 1983 to a level comparabl~ with
August 1982 and 7.0% pelow August 198l. Since August of 1983 was quite
a stormy month, this almost certainly contributed to lower insolation
levels.

The most striking difference observed between the =zummer of 1982 and
1981 is the decrease in the number of days in 1972 and 1981 where the
peak insolation was 1,000 W/m4 or greater. During the summe:r of 1981
(June, July and August), there were ’9 days greater thzn or equal to
1,000 W/mZ, while in 1982 for the same months there were no days of
1,000 Ww/n? or greacer. For the same months in 1983, there was 1 day
of 1,000 W/m? or greater. Further, there was a hiatus of 13 months
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(from June 1982 through June 1983) during which the insolation level
did not equal or exceed 1,000 W/m2. For a tabulation of this data for
all of 1981 and 1982 and 8 months in 1983, see Table 4 in the appendix.

Conclusions

Clearly, the answer to the original question is that the Mexican volcanic
explosion had a significant impact on energy and insolation levels at the
PDTS and, furthermore, it has been quite long lasting. The first really
significant decrease in energy and insolation levels occurred in June
1982 when the energy level decreased by 19.7% while the peak insolation
levels went down by 4.0Z. June of 1982 was also the first month (of 13
consecutive months) when peak insolation levels did not equal or exceed
1,000 W/m2.

Signs of a recovery from the effects of the volcanic explosion began
to appear in May of 1983, when the energy level exceeded that of May
1981 as well as May 1982. A return to almost normal levels (pre-
volcanic explosion levels) occurred in July 1983 followed by a fairly
large decrease occurring in August of 1983 because of stormy weather.
Peak insolation levels did not show signs of recovery until July of
1983 when the first day above 1,000 W/m“ occurred. July was also the
first month in 1983 that registered an increase in average insolation
levels over 1982, The average level in July 1983 did not, however,
reach equal levels or an increase over 1981. While average insolation
levels did decline in August 1983, the average was still slightly
above August 1982.

In summary, it would appear that energy and insolation levels are
improving at the PDTS, but have not quite reached normal or pre-volcanic

levels. At this time the data would seem to suggest a return to nurmal
energy and insolation 1levels wiil occur in the very near future.
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